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Usare cavi o barre isolate/ o eseguire prove di tipo
specifiche sull' installazione.

Use cable or insulated busbars/ or perform

specific type test on the installation.

Kabel oder isolierte Sammelschienen verwenden / oder

die spezifische Typprifung auf derinstallation durchfihren.

Utiliser un cable ou des barres isolées/ ou réaliser
un test de type spécifique sur installation.
Utilizar un cable o barras aisladas / o efectuar

una prueba de tipo especifico sobre instalacion.
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* Piastra di isolamento obbligatoria, spessore max 1 mm, a cura del Cliente. Y F
* Mandatory insulating plate, max. thickness 1 mm, and under the Customer's responsibility. A,
* Plaque d’isolement obligatoire, épaisseur max 1 mm, a la charge du Client. - -
* Trennplatte obligatorisch, max. Starke 1 mm, vom Kunden beizustellen.
* Plata de aislamiento obligatoria, méax. espesor 1 mm, a cargo del Cliente.
* BRUARREAEBES 1mm BIBEIR,
.
©
<]
T v
o] I~
= 5 g
- i
5o}
[e))
]
A B C D E F G
69 43 34 | 1355 | 17 |102,5| 205 L
272 | 1.7 | 134" | 053'| 0.67' | a.04" | 807" | 3 POLES
69 43 34 | 135 | 17 |102,5| 240
WITHOUT FLANGE | 5700 | 1.7% | 1.34" | 0.53"| 0.67" | 4.04" | 9.45" 4 POLES v &
S LA 61 47 102 | 155 51 |102,5| 205
24" | 1.85" | 402" | 0.61"| 2.01"| 4.04" | 8.07" | 3 POLES
61 47 | 137 | 155 | 51 [102,5| 240
24" | 1.85"| 54" | 061" | 201" | 4.04" | 9.45" | 4 POLES
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* Piastra di isolamento obbligatoria, spessore max 1 mm, a cura del Cliente.
* Mandatory insulating plate, max. thickness 1 mm, and under the Customer's responsibility.
* Plaque d’isolement obligatoire, épaisseur max 1 mm, a la charge du Client.
* Trennplatte obligatorisch, max. Starke 1 mm, vom Kunden beizustellen.
* Plata de aislamiento obligatoria, méax. espesor 1 mm, a cargo del Cliente.
* BRUAERREKREES 1mm BILEIR.
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WITHOUT FLANGE 69 43 34 | 135 | 17 |1025| 205 | 115 | 230 3 POLES
SENZA MOSTRINA | 2.72"| 1.7" | 1.34" | 0.53" | 0.67" | 4.04" | 8.07" | 4.53"| 9.06"
69 43 34 | 135 | 17 |1025| 240 | 115 | 265
2.72'| 1.7 | 134" | 053'| 0.67"| 4.04" | 9.45' | 453" |10.43" 4 POLES
61 47 | 102 | 155 | 51 [102,5| 205 | 115 | 230
24" | 1.85" | 4.02" | 0.61"| 2.01"| 4.04" | 8.07" | 4.53"| 9.06" | 3 POLES
61 47 | 13 155 | 51 [102,5| 240 | 115 | 265
2.4 [1.85' | 54" | 0.61"| 2.01" | 4.04" | 9.45" | 4.53"|10.43"| 4 POLES
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Fc CuAl 150 mm* Fc CuAl 185 mm®
O 8Nm {15 Nm (50150 mm?) -
70.8 b in 132.81bin O 8nNm O 20 Nm (150+185 mm?)
Y 70.8 Ib in 177 b in
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150 mm’MIN 50 70 185 mm°MIN | 150
150 mm°MAX| 150 120 185 mm°*MAX| 185
(0] A2 3p UL
Fc CuAl 1 AWG...300 Kcmil Fc CuAl 350 Kemil

{135 Ib-in 1AWG - 4/0AWG Cu cable
~ {177 1b-in 250kemil Cu cable
71 Ibrin { 135 Ib-in 2/0AWG - 300kcmil Al cable

71 lbrin O 177 b-in (350 Kemil)
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j [ Stranded Flexible
Cu MIN 1 AWG
Cu | A MAX | 250 kemil

225A | OK | OK Al MIN 2/0 AWG
250A | OK - MAX | 300 kemil Al only MAX | 350 kemil
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