FILE IMMEDIATELY AFTER AUTHORIZATION PAGE

LISTING MARK

PROCUREMENT:

All Listing Marks shall be obtained from a supplier authorized by Underwriters Laboratories Inc. unless the Listing Mark is molded, cast, die-stamped, rubber-stamped, silk screened or reproduced by the manufacturer himself.

COMPOSITION AND ELEMENTS:

1. UL in circle symbol: 
2. The word "LISTED".
3. The assigned control number( ): 80F1
4. Product identity. Consists of the following:

"INDUSTRIAL CONTROL EQUIPMENT" or "IND.CONT.EQ." or
"INDUSTRIAL CONTROL EQUIPMENT-ENCLOSED" or
"ENCLOSURE FOR INDUSTRIAL CONTROL EQUIPMENT" or
"ENCLOSURE FOR IND.CONT.EQ."

When appropriately described in this Procedure, the Product Identity may be preceded by the word "REBUILT" or "RECONDITIONED."

If the first 3 elements are directly applied to the product by die-stamping, ink-stamping, silkscreening, molding, etching or similar processes, or if they are part of a nameplate which includes either the electrical rating or the catalog or model designation, the product identity may appear elsewhere on the product.

Minimum size is not specified, as long as the Listing Mark is legible. The first 3 elements shall be in close proximity.

APPLICATION:

For use on Listed Products only. Not to be used on Recognized Components.

The Listing Mark, when used by the manufacturer, shall consist of the above elements and shall appear on the product.

SEPARABLE LISTING MARK:

If separable Listing Marks are employed, all four elements are required to be part of that sticker, label, decal, etc. (A separable Listing Mark is one which bears only the Listing Mark information and is separately applied).

THIS PAGE IS TO BE REVISED BY FUS DEPARTMENT ONLY

NRAQ 10/91
PRODUCT COVERED:

T200 System consisting of the following:

**Dummy Module** - Cat. No. 07 BA 60.

**Programming Module** - Cat. No. 07 BG 60 RXXX.

**Power Supplies** - Cat. No. 07 NG, followed by 60, 61, 63, 66 or 68.

**Subracks** - Cat. No. 07, followed by BT or BE, followed by 60, 61, 62, or 69.

**Logic And Processing Modules** - Cat. No. 07 ZE, followed by 60, 61, 62 or 63.

Cat. No. 07 PS, followed by 60, 61, 62 or 63.

Cat. No. 07 PR, followed by 62 or 63.

Cat. No. 07 BR, followed by 60 or 61.

Cat. No. 07 ZB 69.

Cat. Nos. 07 ZB 60, 07 ZB 60, 07 BV 60, 07 KP 60, 07 KT 60, 07 CS 61, 07 UD 60, 07 IR 60, 07 PO 60, 07 KP 62, and 07 KP 64.

**Input/Output Devices** - Cat. No. 07, followed by EB, followed by 60, 61, 62, 63, 64, 66 or 67.

Cat. No. 07, followed by AB, followed by 60, 61, 62, 63, or 67 or 68.

Cat. No. 07, followed by EA, followed by 60, 61, 62, 63, 64, 65, 66, or 67.

Cat. No. 07, followed by AA, followed by 60, 61, 62 or 63.

Cat. Nos. 07 EI 60 and 07 ZG 60

All catalog numbers followed by RX, may be followed by XX, where X is any number 1 through 9.

HF/KB/DRB: sj