WARNING
Danger of electrical shock or injury. Turn OFF power ahead of the panel board or switchboard before working inside the equipment or removing any component. Equipment is to be installed and maintained by properly trained and qualified personnel only.
Refer Appendix for Frame position in 1SQC900003M0201
Ensure the Hanging brackets are in proper location
Frame shown is for reference purpose only
Max weight: 700 lbs (317.5kgs)

50-60 lb-in (5.6-6.8 Nm)
Lifting bracket assembly removal

NOTE: For further panel assembly, refer 1SQC900003M0201

Disclaimer: These instructions do not cover all details or variations in equipment nor do they provide for every possible contingency that may be met in connection with installation, operation or maintenance. Should further information be desired or should particular problems arise that are not covered sufficiently for the purchaser’s purposes, the matter should be referred to the ABB Company.