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NOTES:

1.

INSTALLATION SHALL COMPLY WITH ALL
APPLICABLE NATIONAL, STATE, AND LOCAL CODES.
REFER TO PRODUCT DOCUMENTATION FOR
ADDITIONAL DETAILS PRIOR TO INSTALLATION AND
SITE PREPARATION WORK.

THE ONELINE DIAGRAM PROVIDES AN OVERVIEW OF
THE POWER STAGE OF THE TYPICAL STS AND IS NOT
REPRESENTATIVE OF ITS PHYSICAL LAYOUT. REFER
TO THE OUTLINE DIAGRAM FOR DETAILS.

THE STS IS DESIGNED FOR CONNECTION TO VAC 3¢,
3W or 4W SOLIDLY GROUNDED SOURCES ONLY.
CONTACT ABB IF OTHER.

. UPSTREAM OVERCURRENT PROTECTION IS

REQUIRED, REFER TO TABLES 2.1 - 2.3 ON SHEET 2
FOR RECOMMENDATIONS.
MAXIMUM RATED SHORT CIRCUIT CURRENT IS 100kA.

STS
Output |———| 3¢
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TABLE 2.1: 480V OCPD RECOMMENDATIONS
STS MAXIMUM AVAILABLE
AMPERES FAULT CURRENT MAKE MODEL RATING TYPE
(RMS SYMMETRICAL)
35kA @ 480VAC ABB TMAX XT5N 400A, 600V 3P MCCB
400A 65kA @ 480VAC ABB TMAX XT5H 400A, 600V 3P MCCB
100kA @ 480VAC ABB TMAX XT5L 400A, 600V 3P MCCB
35kA @ 480VAC ABB TMAX XT5N 600A, 600V 3P MCCB
35kA @ 480VAC ABB TMAX XT6N 600A, 600V 3P MCCB
50kA @ 480VAC ABB TMAX XT6S 600A, 600V 3P MCCB
600A
65kA @ 480VAC ABB TMAX XT5H 600A, 600V 3P MCCB
65kA @ 480VAC ABB TMAX XT6H 600A, 600V 3P MCCB
100kA @ 480VAC ABB TMAX XT5L 600A, 600V 3P MCCB

TABLE 2.2: 380-415V OCPD RECOMMENDATIONS TABLE 2.3: 208V OCPD RECOMMENDATIONS
STs MAXIMUM AVAILABLE STS MAXIMUM AVAILABLE
AMPERES |, FAULT CURRENT MAKE MODEL RATING TYPE AMPERES | . FAULT CURRENT MAKE MODEL RATING TYPE
(RMS SYMMETRICAL) (RMS SYMMETRICAL)
35kA @ 480VAC ABB TMAX XT5N 400A, 600V 3P MCCB 65kA @ 240VAC ABB TMAX XT5N 400A, 600V 3P MCCB
400A 65kA @ 480VAC ABB TMAX XT5H 400A, 600V 3P MCCB 100kA @ 240VAC ABB TMAX XT5S 400A, 600V 3P MCCB
400A
100kA @ 480VAC ABB TMAX XT5L 400A, 600V 3P MCCB 100kA @ 240VAC ABB TMAX XT5H 400A, 600V 3P MCCB
35kA @ 480VAC ABB TMAX XT5N 600A, 600V 3P MCCB 100kA @ 240VAC ABB TMAX XT5L 400A, 600V 3P MCCB
35kA @ 480VAC ABB TMAX XT6N 600A, 600V 3P MCCB 65kA @ 240VAC ABB TMAX XT5N 600A, 600V 3P MCCB
50kA @ 480VAC ABB TMAX XT6S 600A, 600V 3P MCCB 65kA @ 240VAC ABB TMAX XT6N 600A, 600V 3P MCCB
600A
65kA @ 480VAC ABB TMAX XT5H 600A, 600V 3P MCCB 100kA @ 240VAC ABB TMAX XT6S 600A, 600V 3P MCCB
65kA @ 480VAC ABB TMAX XT6H 600A, 600V 3P MCCB 600A 100kA @ 240VAC ABB TMAX XT5S 600A, 600V 3P MCCB
100kA @ 480VAC ABB TMAX XT5L 600A, 600V 3P MCCB 100kA @ 240VAC ABB TMAX XT5H 600A, 600V 3P MCCB
100kA @ 240VAC ABB TMAX XT6H 600A, 600V 3P MCCB
100kA @ 240VAC ABB TMAX XT5L 600A, 600V 3P MCCB
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DETAIL A

PHYSICAL LAYOUT

NOTES:
ARRARRARR
12345678 1. INSTALLATION SHALL COMPLY WITH ALL APPLICABLE
19 5 NATIONAL, STATE, AND LOCAL CODES.
E‘heT’SeB"SIg‘P“‘ 25 2. REFER TO INSTALLATION GUIDE AND PRODUCT
J10 i;; DOCUMENTATION FOR ADDITIONAL DETAILS PRIOR TO
Eiemetioost 5 2 INSTALLATION AND SITE PREPARATION WORK.
6
(<12 nam 15 con 75 3. ALL CUSTOMER WIRING TO THE USER INTERFACE
{11 Aarm 16 NC 8>> BOARD (UIB) SHALL BE CONSIDERED FIELD WIRING
<5 mmrmoon ‘ AND CONSTRUCTED OF COPPER CONDUCTORS ONLY.
Eé 8 Alarm 15 NG m com 55> 4. THE FIELD WIRING CONNECTION TO J9 OF THE UIB,
7 Alarm 15 NO
<< 6 Aam 14COM A'a’gﬁz'ays MODBJu1513| TT; g;; FOR ETHERNET / MODBUS TCP COMMUNICATIONS
<¢5 mamiene ] ToBMS | mx 253 SHALL BE MADE USING CAT 5 CABLING
{< 4 Aam14NO . )
<< 3 Alarm 13 COM R 1 5. ALL OTHER FIELD WIRING CONNECTIONS ARE MADE
2 e ‘ VIA PLUGGABLE SCREW TERMINALS, RATED FOR
com 5> SOLID OR STRANDED WIRING SIZED #12 TO #22AWG.
J12 ™ 45>
<12 nmrzcom MODBUS Slave T+ 3 55 6. ALL UIB OUTPUTS ARE SPDT RELAYS EQUIPPED WITH
<11 Aam 128G From FX RX- 2 ;; DRY FORM C CONTACTS RATED FOR 250VAC 5A,
RX+ 1
E?go A'“’"“ZZ 120VAC 10A, AND 30VDC 8A RESISTIVE LOADS MAX.
Alarm 11 M
<< 8 Aam11NC ‘ SEE INSTALLATION GUIDE AND USER MANUAL FOR
EE; :armlggzM AlarmJgelays DeND 5 3> DETAILS.
s e o2 A < 7. ALL UIB INPUTS ARE CONFIGURED FOR N.O.
4 Alarm 10 NO
3 Mama con UBToFX  IFRX 253 CONTACTS. SEE INSTALLATION GUIDE AND USER
«s e 15
Alarm 9 NC
<1 rmano ‘ MANUAL FOR DETAILS.
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DETAIL B
ELECTRICAL CONNECTIONS
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