USE BRACES WHEN LEGS ARE FULLY EXTENDED

COUNTER & POSITION INDICATOR WINDOW

PROVISIONS EACH END FOR LIFTING (\(\phi 2.00\) HOLES)

BREAKER SHOWN IN EXTENDED POSITION

MINIMUM CLEARANCE

GROUND PAD

DOORS TO CONTROL CABINET

OPTIONAL GROUND PADS

GROUND PAD

USE BRACES WHEN LEGS ARE FULLY EXTENDED

Dimensions are in inches [mm]

STANDARD DIMENSIONING AND TOLERANCING PER ANSI Y14.5-1994. UNLESS OTHERWISE STATED:

\[.015\] \times = 1 \[.03\] \times = 1/2
8.0 X 12.0 OPENING
WITH REMOVABLE PLATE
CUSTOMER TO DRILL TO SUIT

FILTERED COOLING VENT

VIEW B-B
FOUNDATION PLAN
SCALE 1 : 12

ABB Technology Ltd.