
CompactLogix_V13 - Project Tag Listing  Page 1CompactLogix_V13 - Project Tag Listing  Page 1
CompactLogix_V13 (Controller) 2/20/2009 6:28:44 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

Name Value Data Type Scope
INPUT_10_GET_MSG MESSAGE CompactLogix_V13

INPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)
INPUT_10_GET_MSG.Flags 16#0200 INT
INPUT_10_GET_MSG.Flags.4 0 BOOL
INPUT_10_GET_MSG.EW 0 BOOL
INPUT_10_GET_MSG.ER 0 BOOL

INPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_10_GET_MSG.DN 0 BOOL
INPUT_10_GET_MSG.ST 0 BOOL
INPUT_10_GET_MSG.EN 0 BOOL
INPUT_10_GET_MSG.TO 0 BOOL
INPUT_10_GET_MSG.EN_CC 0 BOOL
INPUT_10_GET_MSG.ERR 16#0000 INT
INPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_10_GET_MSG.ERR_SRC 0 SINT
INPUT_10_GET_MSG.DN_LEN 0 INT
INPUT_10_GET_MSG.REQ_LEN 0 INT
INPUT_10_GET_MSG.DestinationLink

0 INT
INPUT_10_GET_MSG.DestinationNode

8#000_000 INT
INPUT_10_GET_MSG.SourceLink 0 INT
INPUT_10_GET_MSG.Class 16#0091 INT
INPUT_10_GET_MSG.Attribute 16#000a INT
INPUT_10_GET_MSG.Instance 2 DINT
INPUT_10_GET_MSG.LocalIndex 0 DINT
INPUT_10_GET_MSG.Channel '$00' SINT
INPUT_10_GET_MSG.Rack 8#000 SINT
INPUT_10_GET_MSG.Group 0 SINT
INPUT_10_GET_MSG.Slot 0 SINT
INPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_GET_MSG.Path.LEN 16 DINT
INPUT_10_GET_MSG.Path.DATA

SINT
INPUT_10_GET_MSG.RemoteIndex

0 DINT
INPUT_10_GET_MSG.RemoteElement

STRING
INPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_GET_MSG.RemoteElement.DATA

SINT
INPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_GET_MSG.ConnectionRate

7500000 DINT
INPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_10_SET_MSG MESSAGE CompactLogix_V13
INPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

INPUT_10_SET_MSG.Flags 16#0220 INT
INPUT_10_SET_MSG.Flags.4 0 BOOL
INPUT_10_SET_MSG.EW 0 BOOL
INPUT_10_SET_MSG.ER 0 BOOL

INPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_10_SET_MSG.DN 0 BOOL
INPUT_10_SET_MSG.ST 0 BOOL
INPUT_10_SET_MSG.EN 0 BOOL
INPUT_10_SET_MSG.TO 0 BOOL
INPUT_10_SET_MSG.EN_CC 0 BOOL
INPUT_10_SET_MSG.ERR 16#0000 INT
INPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
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INPUT_10_SET_MSG (Continued)
INPUT_10_SET_MSG.ERR_SRC 0 SINT
INPUT_10_SET_MSG.DN_LEN 0 INT
INPUT_10_SET_MSG.REQ_LEN 2 INT
INPUT_10_SET_MSG.DestinationLink

0 INT
INPUT_10_SET_MSG.DestinationNode

8#000_000 INT
INPUT_10_SET_MSG.SourceLink 0 INT
INPUT_10_SET_MSG.Class 16#0091 INT
INPUT_10_SET_MSG.Attribute 16#000a INT
INPUT_10_SET_MSG.Instance 2 DINT
INPUT_10_SET_MSG.LocalIndex 0 DINT
INPUT_10_SET_MSG.Channel '$00' SINT
INPUT_10_SET_MSG.Rack 8#000 SINT
INPUT_10_SET_MSG.Group 0 SINT
INPUT_10_SET_MSG.Slot 0 SINT
INPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_SET_MSG.Path.LEN 16 DINT
INPUT_10_SET_MSG.Path.DATA SINT
INPUT_10_SET_MSG.RemoteIndex

0 DINT
INPUT_10_SET_MSG.RemoteElement

STRING
INPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_SET_MSG.RemoteElement.DATA

SINT
INPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_SET_MSG.ConnectionRate

7500000 DINT
INPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_GET_MSG MESSAGE CompactLogix_V13
INPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

INPUT_11_GET_MSG.Flags 16#0200 INT
INPUT_11_GET_MSG.Flags.4 0 BOOL
INPUT_11_GET_MSG.EW 0 BOOL
INPUT_11_GET_MSG.ER 0 BOOL

INPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_11_GET_MSG.DN 0 BOOL
INPUT_11_GET_MSG.ST 0 BOOL
INPUT_11_GET_MSG.EN 0 BOOL
INPUT_11_GET_MSG.TO 0 BOOL
INPUT_11_GET_MSG.EN_CC 0 BOOL
INPUT_11_GET_MSG.ERR 16#0000 INT
INPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_GET_MSG.ERR_SRC 0 SINT
INPUT_11_GET_MSG.DN_LEN 0 INT
INPUT_11_GET_MSG.REQ_LEN 0 INT
INPUT_11_GET_MSG.DestinationLink

0 INT
INPUT_11_GET_MSG.DestinationNode

8#000_000 INT
INPUT_11_GET_MSG.SourceLink 0 INT
INPUT_11_GET_MSG.Class 16#0091 INT
INPUT_11_GET_MSG.Attribute 16#000b INT
INPUT_11_GET_MSG.Instance 2 DINT
INPUT_11_GET_MSG.LocalIndex 0 DINT
INPUT_11_GET_MSG.Channel '$00' SINT
INPUT_11_GET_MSG.Rack 8#000 SINT
INPUT_11_GET_MSG.Group 0 SINT
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INPUT_11_GET_MSG (Continued)
INPUT_11_GET_MSG.Slot 0 SINT
INPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_GET_MSG.Path.LEN 16 DINT
INPUT_11_GET_MSG.Path.DATA

SINT
INPUT_11_GET_MSG.RemoteIndex

0 DINT
INPUT_11_GET_MSG.RemoteElement

STRING
INPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_GET_MSG.RemoteElement.DATA

SINT
INPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_11_GET_MSG.ConnectionRate

7500000 DINT
INPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_SET_MSG MESSAGE CompactLogix_V13
INPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

INPUT_11_SET_MSG.Flags 16#0220 INT
INPUT_11_SET_MSG.Flags.4 0 BOOL
INPUT_11_SET_MSG.EW 0 BOOL
INPUT_11_SET_MSG.ER 0 BOOL

INPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_11_SET_MSG.DN 0 BOOL
INPUT_11_SET_MSG.ST 0 BOOL
INPUT_11_SET_MSG.EN 0 BOOL
INPUT_11_SET_MSG.TO 0 BOOL
INPUT_11_SET_MSG.EN_CC 0 BOOL
INPUT_11_SET_MSG.ERR 16#0000 INT
INPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_SET_MSG.ERR_SRC 0 SINT
INPUT_11_SET_MSG.DN_LEN 0 INT
INPUT_11_SET_MSG.REQ_LEN 2 INT
INPUT_11_SET_MSG.DestinationLink

0 INT
INPUT_11_SET_MSG.DestinationNode

8#000_000 INT
INPUT_11_SET_MSG.SourceLink 0 INT
INPUT_11_SET_MSG.Class 16#0091 INT
INPUT_11_SET_MSG.Attribute 16#000b INT
INPUT_11_SET_MSG.Instance 2 DINT
INPUT_11_SET_MSG.LocalIndex 0 DINT
INPUT_11_SET_MSG.Channel '$00' SINT
INPUT_11_SET_MSG.Rack 8#000 SINT
INPUT_11_SET_MSG.Group 0 SINT
INPUT_11_SET_MSG.Slot 0 SINT
INPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_SET_MSG.Path.LEN 16 DINT
INPUT_11_SET_MSG.Path.DATA SINT
INPUT_11_SET_MSG.RemoteIndex

0 DINT
INPUT_11_SET_MSG.RemoteElement

STRING
INPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_SET_MSG.RemoteElement.DATA

SINT
INPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
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INPUT_11_SET_MSG (Continued)
INPUT_11_SET_MSG.ConnectionRate

7500000 DINT
INPUT_11_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_GET_MSG MESSAGE CompactLogix_V13
INPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

INPUT_12_GET_MSG.Flags 16#0200 INT
INPUT_12_GET_MSG.Flags.4 0 BOOL
INPUT_12_GET_MSG.EW 0 BOOL
INPUT_12_GET_MSG.ER 0 BOOL

INPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_12_GET_MSG.DN 0 BOOL
INPUT_12_GET_MSG.ST 0 BOOL
INPUT_12_GET_MSG.EN 0 BOOL
INPUT_12_GET_MSG.TO 0 BOOL
INPUT_12_GET_MSG.EN_CC 0 BOOL
INPUT_12_GET_MSG.ERR 16#0000 INT
INPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_GET_MSG.ERR_SRC 0 SINT
INPUT_12_GET_MSG.DN_LEN 0 INT
INPUT_12_GET_MSG.REQ_LEN 0 INT
INPUT_12_GET_MSG.DestinationLink

0 INT
INPUT_12_GET_MSG.DestinationNode

8#000_000 INT
INPUT_12_GET_MSG.SourceLink 0 INT
INPUT_12_GET_MSG.Class 16#0091 INT
INPUT_12_GET_MSG.Attribute 16#000c INT
INPUT_12_GET_MSG.Instance 2 DINT
INPUT_12_GET_MSG.LocalIndex 0 DINT
INPUT_12_GET_MSG.Channel '$00' SINT
INPUT_12_GET_MSG.Rack 8#000 SINT
INPUT_12_GET_MSG.Group 0 SINT
INPUT_12_GET_MSG.Slot 0 SINT
INPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_GET_MSG.Path.LEN 16 DINT
INPUT_12_GET_MSG.Path.DATA

SINT
INPUT_12_GET_MSG.RemoteIndex

0 DINT
INPUT_12_GET_MSG.RemoteElement

STRING
INPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_GET_MSG.RemoteElement.DATA

SINT
INPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_GET_MSG.ConnectionRate

7500000 DINT
INPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_SET_MSG MESSAGE CompactLogix_V13
INPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

INPUT_12_SET_MSG.Flags 16#0220 INT
INPUT_12_SET_MSG.Flags.4 0 BOOL
INPUT_12_SET_MSG.EW 0 BOOL
INPUT_12_SET_MSG.ER 0 BOOL

INPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_12_SET_MSG.DN 0 BOOL
INPUT_12_SET_MSG.ST 0 BOOL
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INPUT_12_SET_MSG (Continued)
INPUT_12_SET_MSG.EN 0 BOOL
INPUT_12_SET_MSG.TO 0 BOOL
INPUT_12_SET_MSG.EN_CC 0 BOOL
INPUT_12_SET_MSG.ERR 16#0000 INT
INPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_SET_MSG.ERR_SRC 0 SINT
INPUT_12_SET_MSG.DN_LEN 0 INT
INPUT_12_SET_MSG.REQ_LEN 2 INT
INPUT_12_SET_MSG.DestinationLink

0 INT
INPUT_12_SET_MSG.DestinationNode

8#000_000 INT
INPUT_12_SET_MSG.SourceLink 0 INT
INPUT_12_SET_MSG.Class 16#0091 INT
INPUT_12_SET_MSG.Attribute 16#000c INT
INPUT_12_SET_MSG.Instance 2 DINT
INPUT_12_SET_MSG.LocalIndex 0 DINT
INPUT_12_SET_MSG.Channel '$00' SINT
INPUT_12_SET_MSG.Rack 8#000 SINT
INPUT_12_SET_MSG.Group 0 SINT
INPUT_12_SET_MSG.Slot 0 SINT
INPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_SET_MSG.Path.LEN 16 DINT
INPUT_12_SET_MSG.Path.DATA SINT
INPUT_12_SET_MSG.RemoteIndex

0 DINT
INPUT_12_SET_MSG.RemoteElement

STRING
INPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_SET_MSG.RemoteElement.DATA

SINT
INPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_SET_MSG.ConnectionRate

7500000 DINT
INPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_GET_MSG MESSAGE CompactLogix_V13
INPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

INPUT_5_GET_MSG.Flags 16#0200 INT
INPUT_5_GET_MSG.Flags.4 0 BOOL
INPUT_5_GET_MSG.EW 0 BOOL
INPUT_5_GET_MSG.ER 0 BOOL

INPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_5_GET_MSG.DN 0 BOOL
INPUT_5_GET_MSG.ST 0 BOOL
INPUT_5_GET_MSG.EN 0 BOOL
INPUT_5_GET_MSG.TO 0 BOOL
INPUT_5_GET_MSG.EN_CC 0 BOOL
INPUT_5_GET_MSG.ERR 16#0000 INT
INPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_GET_MSG.ERR_SRC 0 SINT
INPUT_5_GET_MSG.DN_LEN 0 INT
INPUT_5_GET_MSG.REQ_LEN 0 INT
INPUT_5_GET_MSG.DestinationLink

0 INT
INPUT_5_GET_MSG.DestinationNode

8#000_000 INT
INPUT_5_GET_MSG.SourceLink 0 INT
INPUT_5_GET_MSG.Class 16#0091 INT
INPUT_5_GET_MSG.Attribute 16#0005 INT
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INPUT_5_GET_MSG (Continued)
INPUT_5_GET_MSG.Instance 2 DINT
INPUT_5_GET_MSG.LocalIndex 0 DINT
INPUT_5_GET_MSG.Channel '$00' SINT
INPUT_5_GET_MSG.Rack 8#000 SINT
INPUT_5_GET_MSG.Group 0 SINT
INPUT_5_GET_MSG.Slot 0 SINT
INPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_GET_MSG.Path.LEN 16 DINT
INPUT_5_GET_MSG.Path.DATA SINT
INPUT_5_GET_MSG.RemoteIndex

0 DINT
INPUT_5_GET_MSG.RemoteElement

STRING
INPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_GET_MSG.RemoteElement.DATA

SINT
INPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_GET_MSG.ConnectionRate

7500000 DINT
INPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_SET_MSG MESSAGE CompactLogix_V13
INPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

INPUT_5_SET_MSG.Flags 16#0220 INT
INPUT_5_SET_MSG.Flags.4 0 BOOL
INPUT_5_SET_MSG.EW 0 BOOL
INPUT_5_SET_MSG.ER 0 BOOL

INPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_5_SET_MSG.DN 0 BOOL
INPUT_5_SET_MSG.ST 0 BOOL
INPUT_5_SET_MSG.EN 0 BOOL
INPUT_5_SET_MSG.TO 0 BOOL
INPUT_5_SET_MSG.EN_CC 0 BOOL
INPUT_5_SET_MSG.ERR 16#0000 INT
INPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_SET_MSG.ERR_SRC 0 SINT
INPUT_5_SET_MSG.DN_LEN 0 INT
INPUT_5_SET_MSG.REQ_LEN 2 INT
INPUT_5_SET_MSG.DestinationLink

0 INT
INPUT_5_SET_MSG.DestinationNode

8#000_000 INT
INPUT_5_SET_MSG.SourceLink 0 INT
INPUT_5_SET_MSG.Class 16#0091 INT
INPUT_5_SET_MSG.Attribute 16#0005 INT
INPUT_5_SET_MSG.Instance 2 DINT
INPUT_5_SET_MSG.LocalIndex 0 DINT
INPUT_5_SET_MSG.Channel '$00' SINT
INPUT_5_SET_MSG.Rack 8#000 SINT
INPUT_5_SET_MSG.Group 0 SINT
INPUT_5_SET_MSG.Slot 0 SINT
INPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_SET_MSG.Path.LEN 16 DINT
INPUT_5_SET_MSG.Path.DATA SINT
INPUT_5_SET_MSG.RemoteIndex 0 DINT
INPUT_5_SET_MSG.RemoteElement

STRING
INPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_SET_MSG.RemoteElement.DATA
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INPUT_5_SET_MSG (Continued)
INPUT_5_SET_MSG.RemoteElement.DATA

SINT
INPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_SET_MSG.ConnectionRate

7500000 DINT
INPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_6_GET_MSG MESSAGE CompactLogix_V13
INPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

INPUT_6_GET_MSG.Flags 16#0200 INT
INPUT_6_GET_MSG.Flags.4 0 BOOL
INPUT_6_GET_MSG.EW 0 BOOL
INPUT_6_GET_MSG.ER 0 BOOL

INPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_6_GET_MSG.DN 0 BOOL
INPUT_6_GET_MSG.ST 0 BOOL
INPUT_6_GET_MSG.EN 0 BOOL
INPUT_6_GET_MSG.TO 0 BOOL
INPUT_6_GET_MSG.EN_CC 0 BOOL
INPUT_6_GET_MSG.ERR 16#0000 INT
INPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_GET_MSG.ERR_SRC 0 SINT
INPUT_6_GET_MSG.DN_LEN 0 INT
INPUT_6_GET_MSG.REQ_LEN 0 INT
INPUT_6_GET_MSG.DestinationLink

0 INT
INPUT_6_GET_MSG.DestinationNode

8#000_000 INT
INPUT_6_GET_MSG.SourceLink 0 INT
INPUT_6_GET_MSG.Class 16#0091 INT
INPUT_6_GET_MSG.Attribute 16#0006 INT
INPUT_6_GET_MSG.Instance 2 DINT
INPUT_6_GET_MSG.LocalIndex 0 DINT
INPUT_6_GET_MSG.Channel '$00' SINT
INPUT_6_GET_MSG.Rack 8#000 SINT
INPUT_6_GET_MSG.Group 0 SINT
INPUT_6_GET_MSG.Slot 0 SINT
INPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_GET_MSG.Path.LEN 16 DINT
INPUT_6_GET_MSG.Path.DATA SINT
INPUT_6_GET_MSG.RemoteIndex

0 DINT
INPUT_6_GET_MSG.RemoteElement

STRING
INPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_GET_MSG.RemoteElement.DATA

SINT
INPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_GET_MSG.ConnectionRate

7500000 DINT
INPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_6_SET_MSG MESSAGE CompactLogix_V13
INPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

INPUT_6_SET_MSG.Flags 16#0220 INT
INPUT_6_SET_MSG.Flags.4 0 BOOL
INPUT_6_SET_MSG.EW 0 BOOL
INPUT_6_SET_MSG.ER 0 BOOL
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INPUT_6_SET_MSG (Continued)
INPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)

INPUT_6_SET_MSG.DN 0 BOOL
INPUT_6_SET_MSG.ST 0 BOOL
INPUT_6_SET_MSG.EN 0 BOOL
INPUT_6_SET_MSG.TO 0 BOOL
INPUT_6_SET_MSG.EN_CC 0 BOOL
INPUT_6_SET_MSG.ERR 16#0000 INT
INPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_SET_MSG.ERR_SRC 0 SINT
INPUT_6_SET_MSG.DN_LEN 0 INT
INPUT_6_SET_MSG.REQ_LEN 2 INT
INPUT_6_SET_MSG.DestinationLink

0 INT
INPUT_6_SET_MSG.DestinationNode

8#000_000 INT
INPUT_6_SET_MSG.SourceLink 0 INT
INPUT_6_SET_MSG.Class 16#0091 INT
INPUT_6_SET_MSG.Attribute 16#0006 INT
INPUT_6_SET_MSG.Instance 2 DINT
INPUT_6_SET_MSG.LocalIndex 0 DINT
INPUT_6_SET_MSG.Channel '$00' SINT
INPUT_6_SET_MSG.Rack 8#000 SINT
INPUT_6_SET_MSG.Group 0 SINT
INPUT_6_SET_MSG.Slot 0 SINT
INPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_SET_MSG.Path.LEN 16 DINT
INPUT_6_SET_MSG.Path.DATA SINT
INPUT_6_SET_MSG.RemoteIndex 0 DINT
INPUT_6_SET_MSG.RemoteElement

STRING
INPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_SET_MSG.RemoteElement.DATA

SINT
INPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_SET_MSG.ConnectionRate

7500000 DINT
INPUT_6_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_GET_MSG MESSAGE CompactLogix_V13
INPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

INPUT_7_GET_MSG.Flags 16#0200 INT
INPUT_7_GET_MSG.Flags.4 0 BOOL
INPUT_7_GET_MSG.EW 0 BOOL
INPUT_7_GET_MSG.ER 0 BOOL

INPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_7_GET_MSG.DN 0 BOOL
INPUT_7_GET_MSG.ST 0 BOOL
INPUT_7_GET_MSG.EN 0 BOOL
INPUT_7_GET_MSG.TO 0 BOOL
INPUT_7_GET_MSG.EN_CC 0 BOOL
INPUT_7_GET_MSG.ERR 16#0000 INT
INPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_GET_MSG.ERR_SRC 0 SINT
INPUT_7_GET_MSG.DN_LEN 0 INT
INPUT_7_GET_MSG.REQ_LEN 0 INT
INPUT_7_GET_MSG.DestinationLink

0 INT
INPUT_7_GET_MSG.DestinationNode

8#000_000 INT
INPUT_7_GET_MSG.SourceLink 0 INT
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INPUT_7_GET_MSG (Continued)
INPUT_7_GET_MSG.Class 16#0091 INT
INPUT_7_GET_MSG.Attribute 16#0007 INT
INPUT_7_GET_MSG.Instance 2 DINT
INPUT_7_GET_MSG.LocalIndex 0 DINT
INPUT_7_GET_MSG.Channel '$00' SINT
INPUT_7_GET_MSG.Rack 8#000 SINT
INPUT_7_GET_MSG.Group 0 SINT
INPUT_7_GET_MSG.Slot 0 SINT
INPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_GET_MSG.Path.LEN 16 DINT
INPUT_7_GET_MSG.Path.DATA SINT
INPUT_7_GET_MSG.RemoteIndex

0 DINT
INPUT_7_GET_MSG.RemoteElement

STRING
INPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_7_GET_MSG.RemoteElement.DATA

SINT
INPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_7_GET_MSG.ConnectionRate

7500000 DINT
INPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_SET_MSG MESSAGE CompactLogix_V13
INPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

INPUT_7_SET_MSG.Flags 16#0220 INT
INPUT_7_SET_MSG.Flags.4 0 BOOL
INPUT_7_SET_MSG.EW 0 BOOL
INPUT_7_SET_MSG.ER 0 BOOL

INPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_7_SET_MSG.DN 0 BOOL
INPUT_7_SET_MSG.ST 0 BOOL
INPUT_7_SET_MSG.EN 0 BOOL
INPUT_7_SET_MSG.TO 0 BOOL
INPUT_7_SET_MSG.EN_CC 0 BOOL
INPUT_7_SET_MSG.ERR 16#0000 INT
INPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_SET_MSG.ERR_SRC 0 SINT
INPUT_7_SET_MSG.DN_LEN 0 INT
INPUT_7_SET_MSG.REQ_LEN 2 INT
INPUT_7_SET_MSG.DestinationLink

0 INT
INPUT_7_SET_MSG.DestinationNode

8#000_000 INT
INPUT_7_SET_MSG.SourceLink 0 INT
INPUT_7_SET_MSG.Class 16#0091 INT
INPUT_7_SET_MSG.Attribute 16#0007 INT
INPUT_7_SET_MSG.Instance 2 DINT
INPUT_7_SET_MSG.LocalIndex 0 DINT
INPUT_7_SET_MSG.Channel '$00' SINT
INPUT_7_SET_MSG.Rack 8#000 SINT
INPUT_7_SET_MSG.Group 0 SINT
INPUT_7_SET_MSG.Slot 0 SINT
INPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_SET_MSG.Path.LEN 16 DINT
INPUT_7_SET_MSG.Path.DATA SINT
INPUT_7_SET_MSG.RemoteIndex 0 DINT
INPUT_7_SET_MSG.RemoteElement

STRING
INPUT_7_SET_MSG.RemoteElement.LEN
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INPUT_7_SET_MSG (Continued)
INPUT_7_SET_MSG.RemoteElement.LEN

0
DINT

INPUT_7_SET_MSG.RemoteElement.DATA
SINT

INPUT_7_SET_MSG.UnconnectedTimeout
30000000 DINT

INPUT_7_SET_MSG.ConnectionRate
7500000 DINT

INPUT_7_SET_MSG.TimeoutMultiplier
0 SINT

INPUT_8_GET_MSG MESSAGE CompactLogix_V13
INPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

INPUT_8_GET_MSG.Flags 16#0200 INT
INPUT_8_GET_MSG.Flags.4 0 BOOL
INPUT_8_GET_MSG.EW 0 BOOL
INPUT_8_GET_MSG.ER 0 BOOL

INPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_8_GET_MSG.DN 0 BOOL
INPUT_8_GET_MSG.ST 0 BOOL
INPUT_8_GET_MSG.EN 0 BOOL
INPUT_8_GET_MSG.TO 0 BOOL
INPUT_8_GET_MSG.EN_CC 0 BOOL
INPUT_8_GET_MSG.ERR 16#0000 INT
INPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_GET_MSG.ERR_SRC 0 SINT
INPUT_8_GET_MSG.DN_LEN 0 INT
INPUT_8_GET_MSG.REQ_LEN 0 INT
INPUT_8_GET_MSG.DestinationLink

0 INT
INPUT_8_GET_MSG.DestinationNode

8#000_000 INT
INPUT_8_GET_MSG.SourceLink 0 INT
INPUT_8_GET_MSG.Class 16#0091 INT
INPUT_8_GET_MSG.Attribute 16#0008 INT
INPUT_8_GET_MSG.Instance 2 DINT
INPUT_8_GET_MSG.LocalIndex 0 DINT
INPUT_8_GET_MSG.Channel '$00' SINT
INPUT_8_GET_MSG.Rack 8#000 SINT
INPUT_8_GET_MSG.Group 0 SINT
INPUT_8_GET_MSG.Slot 0 SINT
INPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_GET_MSG.Path.LEN 16 DINT
INPUT_8_GET_MSG.Path.DATA SINT
INPUT_8_GET_MSG.RemoteIndex

0 DINT
INPUT_8_GET_MSG.RemoteElement

STRING
INPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_GET_MSG.RemoteElement.DATA

SINT
INPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_GET_MSG.ConnectionRate

7500000 DINT
INPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_8_SET_MSG MESSAGE CompactLogix_V13
INPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

INPUT_8_SET_MSG.Flags 16#0220 INT
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INPUT_8_SET_MSG (Continued)
INPUT_8_SET_MSG.Flags.4 0 BOOL
INPUT_8_SET_MSG.EW 0 BOOL
INPUT_8_SET_MSG.ER 0 BOOL

INPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_8_SET_MSG.DN 0 BOOL
INPUT_8_SET_MSG.ST 0 BOOL
INPUT_8_SET_MSG.EN 0 BOOL
INPUT_8_SET_MSG.TO 0 BOOL
INPUT_8_SET_MSG.EN_CC 0 BOOL
INPUT_8_SET_MSG.ERR 16#0000 INT
INPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_SET_MSG.ERR_SRC 0 SINT
INPUT_8_SET_MSG.DN_LEN 0 INT
INPUT_8_SET_MSG.REQ_LEN 2 INT
INPUT_8_SET_MSG.DestinationLink

0 INT
INPUT_8_SET_MSG.DestinationNode

8#000_000 INT
INPUT_8_SET_MSG.SourceLink 0 INT
INPUT_8_SET_MSG.Class 16#0091 INT
INPUT_8_SET_MSG.Attribute 16#0008 INT
INPUT_8_SET_MSG.Instance 2 DINT
INPUT_8_SET_MSG.LocalIndex 0 DINT
INPUT_8_SET_MSG.Channel '$00' SINT
INPUT_8_SET_MSG.Rack 8#000 SINT
INPUT_8_SET_MSG.Group 0 SINT
INPUT_8_SET_MSG.Slot 0 SINT
INPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_SET_MSG.Path.LEN 16 DINT
INPUT_8_SET_MSG.Path.DATA SINT
INPUT_8_SET_MSG.RemoteIndex 0 DINT
INPUT_8_SET_MSG.RemoteElement

STRING
INPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_SET_MSG.RemoteElement.DATA

SINT
INPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_SET_MSG.ConnectionRate

7500000 DINT
INPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_GET_MSG MESSAGE CompactLogix_V13
INPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

INPUT_9_GET_MSG.Flags 16#0200 INT
INPUT_9_GET_MSG.Flags.4 0 BOOL
INPUT_9_GET_MSG.EW 0 BOOL
INPUT_9_GET_MSG.ER 0 BOOL

INPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_9_GET_MSG.DN 0 BOOL
INPUT_9_GET_MSG.ST 0 BOOL
INPUT_9_GET_MSG.EN 0 BOOL
INPUT_9_GET_MSG.TO 0 BOOL
INPUT_9_GET_MSG.EN_CC 0 BOOL
INPUT_9_GET_MSG.ERR 16#0000 INT
INPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_GET_MSG.ERR_SRC 0 SINT
INPUT_9_GET_MSG.DN_LEN 0 INT
INPUT_9_GET_MSG.REQ_LEN 0 INT
INPUT_9_GET_MSG.DestinationLink

0 INT
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INPUT_9_GET_MSG (Continued)
INPUT_9_GET_MSG.DestinationNode

8#000_000 INT
INPUT_9_GET_MSG.SourceLink 0 INT
INPUT_9_GET_MSG.Class 16#0091 INT
INPUT_9_GET_MSG.Attribute 16#0009 INT
INPUT_9_GET_MSG.Instance 2 DINT
INPUT_9_GET_MSG.LocalIndex 0 DINT
INPUT_9_GET_MSG.Channel '$00' SINT
INPUT_9_GET_MSG.Rack 8#000 SINT
INPUT_9_GET_MSG.Group 0 SINT
INPUT_9_GET_MSG.Slot 0 SINT
INPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_GET_MSG.Path.LEN 16 DINT
INPUT_9_GET_MSG.Path.DATA SINT
INPUT_9_GET_MSG.RemoteIndex

0 DINT
INPUT_9_GET_MSG.RemoteElement

STRING
INPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_GET_MSG.RemoteElement.DATA

SINT
INPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_GET_MSG.ConnectionRate

7500000 DINT
INPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_SET_MSG MESSAGE CompactLogix_V13
INPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

INPUT_9_SET_MSG.Flags 16#0220 INT
INPUT_9_SET_MSG.Flags.4 0 BOOL
INPUT_9_SET_MSG.EW 0 BOOL
INPUT_9_SET_MSG.ER 0 BOOL

INPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_9_SET_MSG.DN 0 BOOL
INPUT_9_SET_MSG.ST 0 BOOL
INPUT_9_SET_MSG.EN 0 BOOL
INPUT_9_SET_MSG.TO 0 BOOL
INPUT_9_SET_MSG.EN_CC 0 BOOL
INPUT_9_SET_MSG.ERR 16#0000 INT
INPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_SET_MSG.ERR_SRC 0 SINT
INPUT_9_SET_MSG.DN_LEN 0 INT
INPUT_9_SET_MSG.REQ_LEN 2 INT
INPUT_9_SET_MSG.DestinationLink

0 INT
INPUT_9_SET_MSG.DestinationNode

8#000_000 INT
INPUT_9_SET_MSG.SourceLink 0 INT
INPUT_9_SET_MSG.Class 16#0091 INT
INPUT_9_SET_MSG.Attribute 16#0009 INT
INPUT_9_SET_MSG.Instance 2 DINT
INPUT_9_SET_MSG.LocalIndex 0 DINT
INPUT_9_SET_MSG.Channel '$00' SINT
INPUT_9_SET_MSG.Rack 8#000 SINT
INPUT_9_SET_MSG.Group 0 SINT
INPUT_9_SET_MSG.Slot 0 SINT
INPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_SET_MSG.Path.LEN 16 DINT
INPUT_9_SET_MSG.Path.DATA SINT
INPUT_9_SET_MSG.RemoteIndex 0 DINT
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INPUT_9_SET_MSG (Continued)
INPUT_9_SET_MSG.RemoteElement

STRING
INPUT_9_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_SET_MSG.RemoteElement.DATA

SINT
INPUT_9_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_SET_MSG.ConnectionRate

7500000 DINT
INPUT_9_SET_MSG.TimeoutMultiplier

0 SINT

Local:2:I AB:1769_IQ6XOW4:I:0 CompactLogix_V13
Local:2:I.Data 2#0000_0000 SINT
Local:2:I.Data.0 0 BOOL

Local:2:I.Data.0 - MainProgram/Message_Timing - 0(XIC)
Local:2:I.Data.1 0 BOOL

Local:2:I.Data.1 - MainProgram/Message_Timing - 3(XIC)

Local:2:O AB:1769_IQ6XOW4:O:0 CompactLogix_V13
Local:2:O.Data 2#0000_0001 SINT
Local:2:O.Data.0 1 BOOL

Local:2:O.Data.0 - MainProgram/Message_Timing - *1(OTE)
Local:2:O.Data.1 1 BOOL

Local:2:O.Data.1 - MainProgram/Message_Timing - *2(OTE)
Local:2:O.Data.2 1 BOOL

Local:2:O.Data.2 - MainProgram/Message_Timing - *4(OTE)
Local:2:O.Data.3 1 BOOL

Local:2:O.Data.3 - MainProgram/Message_Timing - *5(OTE)

OUTPUT_10_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)

OUTPUT_10_GET_MSG.Flags 16#0200 INT
OUTPUT_10_GET_MSG.Flags.4 0 BOOL
OUTPUT_10_GET_MSG.EW 0 BOOL
OUTPUT_10_GET_MSG.ER 0 BOOL

OUTPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_10_GET_MSG.DN 0 BOOL
OUTPUT_10_GET_MSG.ST 0 BOOL
OUTPUT_10_GET_MSG.EN 0 BOOL
OUTPUT_10_GET_MSG.TO 0 BOOL
OUTPUT_10_GET_MSG.EN_CC 0 BOOL
OUTPUT_10_GET_MSG.ERR 16#0000 INT
OUTPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_GET_MSG.ERR_SRC

0 SINT
OUTPUT_10_GET_MSG.DN_LEN

0 INT
OUTPUT_10_GET_MSG.REQ_LEN

0 INT
OUTPUT_10_GET_MSG.DestinationLink

0 INT
OUTPUT_10_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_GET_MSG.SourceLink

0 INT
OUTPUT_10_GET_MSG.Class 16#0091 INT
OUTPUT_10_GET_MSG.Attribute

16#000a INT
OUTPUT_10_GET_MSG.Instance 1 DINT
OUTPUT_10_GET_MSG.LocalIndex

0 DINT
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OUTPUT_10_GET_MSG (Continued)
OUTPUT_10_GET_MSG.Channel '$00' SINT
OUTPUT_10_GET_MSG.Rack 8#000 SINT
OUTPUT_10_GET_MSG.Group 0 SINT
OUTPUT_10_GET_MSG.Slot 0 SINT
OUTPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_GET_MSG.Path.LEN

16 DINT
OUTPUT_10_GET_MSG.Path.DATA

SINT
OUTPUT_10_GET_MSG.RemoteIndex

0 DINT
OUTPUT_10_GET_MSG.RemoteElement

STRING
OUTPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_10_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

OUTPUT_10_SET_MSG.Flags 16#0220 INT
OUTPUT_10_SET_MSG.Flags.4 0 BOOL
OUTPUT_10_SET_MSG.EW 0 BOOL
OUTPUT_10_SET_MSG.ER 0 BOOL

OUTPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_10_SET_MSG.DN 0 BOOL
OUTPUT_10_SET_MSG.ST 0 BOOL
OUTPUT_10_SET_MSG.EN 0 BOOL
OUTPUT_10_SET_MSG.TO 0 BOOL
OUTPUT_10_SET_MSG.EN_CC 0 BOOL
OUTPUT_10_SET_MSG.ERR 16#0000 INT
OUTPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_SET_MSG.ERR_SRC

0 SINT
OUTPUT_10_SET_MSG.DN_LEN 0 INT
OUTPUT_10_SET_MSG.REQ_LEN

2 INT
OUTPUT_10_SET_MSG.DestinationLink

0 INT
OUTPUT_10_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_SET_MSG.SourceLink

0 INT
OUTPUT_10_SET_MSG.Class 16#0091 INT
OUTPUT_10_SET_MSG.Attribute 16#000a INT
OUTPUT_10_SET_MSG.Instance 1 DINT
OUTPUT_10_SET_MSG.LocalIndex

0 DINT
OUTPUT_10_SET_MSG.Channel '$00' SINT
OUTPUT_10_SET_MSG.Rack 8#000 SINT
OUTPUT_10_SET_MSG.Group 0 SINT
OUTPUT_10_SET_MSG.Slot 0 SINT
OUTPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_SET_MSG.Path.LEN

16 DINT
OUTPUT_10_SET_MSG.Path.DATA

SINT
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OUTPUT_10_SET_MSG (Continued)
OUTPUT_10_SET_MSG.RemoteIndex

0 DINT
OUTPUT_10_SET_MSG.RemoteElement

STRING
OUTPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

OUTPUT_11_GET_MSG.Flags 16#0200 INT
OUTPUT_11_GET_MSG.Flags.4 0 BOOL
OUTPUT_11_GET_MSG.EW 0 BOOL
OUTPUT_11_GET_MSG.ER 0 BOOL

OUTPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_11_GET_MSG.DN 0 BOOL
OUTPUT_11_GET_MSG.ST 0 BOOL
OUTPUT_11_GET_MSG.EN 0 BOOL
OUTPUT_11_GET_MSG.TO 0 BOOL
OUTPUT_11_GET_MSG.EN_CC 0 BOOL
OUTPUT_11_GET_MSG.ERR 16#0000 INT
OUTPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_GET_MSG.ERR_SRC

0 SINT
OUTPUT_11_GET_MSG.DN_LEN

0 INT
OUTPUT_11_GET_MSG.REQ_LEN

0 INT
OUTPUT_11_GET_MSG.DestinationLink

0 INT
OUTPUT_11_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_GET_MSG.SourceLink

0 INT
OUTPUT_11_GET_MSG.Class 16#0091 INT
OUTPUT_11_GET_MSG.Attribute

16#000b INT
OUTPUT_11_GET_MSG.Instance 1 DINT
OUTPUT_11_GET_MSG.LocalIndex

0 DINT
OUTPUT_11_GET_MSG.Channel '$00' SINT
OUTPUT_11_GET_MSG.Rack 8#000 SINT
OUTPUT_11_GET_MSG.Group 0 SINT
OUTPUT_11_GET_MSG.Slot 0 SINT
OUTPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_GET_MSG.Path.LEN

16 DINT
OUTPUT_11_GET_MSG.Path.DATA

SINT
OUTPUT_11_GET_MSG.RemoteIndex

0 DINT
OUTPUT_11_GET_MSG.RemoteElement

STRING
OUTPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_GET_MSG.RemoteElement.DATA



CompactLogix_V13 - Project Tag Listing  Page 16CompactLogix_V13 - Project Tag Listing  Page 16
CompactLogix_V13 (Controller) 2/20/2009 6:28:53 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

OUTPUT_11_GET_MSG (Continued)
OUTPUT_11_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

OUTPUT_11_SET_MSG.Flags 16#0220 INT
OUTPUT_11_SET_MSG.Flags.4 0 BOOL
OUTPUT_11_SET_MSG.EW 0 BOOL
OUTPUT_11_SET_MSG.ER 0 BOOL

OUTPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_11_SET_MSG.DN 0 BOOL
OUTPUT_11_SET_MSG.ST 0 BOOL
OUTPUT_11_SET_MSG.EN 0 BOOL
OUTPUT_11_SET_MSG.TO 0 BOOL
OUTPUT_11_SET_MSG.EN_CC 0 BOOL
OUTPUT_11_SET_MSG.ERR 16#0000 INT
OUTPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_SET_MSG.ERR_SRC

0 SINT
OUTPUT_11_SET_MSG.DN_LEN 0 INT
OUTPUT_11_SET_MSG.REQ_LEN

2 INT
OUTPUT_11_SET_MSG.DestinationLink

0 INT
OUTPUT_11_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_SET_MSG.SourceLink

0 INT
OUTPUT_11_SET_MSG.Class 16#0091 INT
OUTPUT_11_SET_MSG.Attribute 16#000b INT
OUTPUT_11_SET_MSG.Instance 1 DINT
OUTPUT_11_SET_MSG.LocalIndex

0 DINT
OUTPUT_11_SET_MSG.Channel '$00' SINT
OUTPUT_11_SET_MSG.Rack 8#000 SINT
OUTPUT_11_SET_MSG.Group 0 SINT
OUTPUT_11_SET_MSG.Slot 0 SINT
OUTPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_SET_MSG.Path.LEN

16 DINT
OUTPUT_11_SET_MSG.Path.DATA

SINT
OUTPUT_11_SET_MSG.RemoteIndex

0 DINT
OUTPUT_11_SET_MSG.RemoteElement

STRING
OUTPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_SET_MSG.TimeoutMultiplier

0 SINT
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OUTPUT_12_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

OUTPUT_12_GET_MSG.Flags 16#0200 INT
OUTPUT_12_GET_MSG.Flags.4 0 BOOL
OUTPUT_12_GET_MSG.EW 0 BOOL
OUTPUT_12_GET_MSG.ER 0 BOOL

OUTPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_12_GET_MSG.DN 0 BOOL
OUTPUT_12_GET_MSG.ST 0 BOOL
OUTPUT_12_GET_MSG.EN 0 BOOL
OUTPUT_12_GET_MSG.TO 0 BOOL
OUTPUT_12_GET_MSG.EN_CC 0 BOOL
OUTPUT_12_GET_MSG.ERR 16#0000 INT
OUTPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_GET_MSG.ERR_SRC

0 SINT
OUTPUT_12_GET_MSG.DN_LEN

0 INT
OUTPUT_12_GET_MSG.REQ_LEN

0 INT
OUTPUT_12_GET_MSG.DestinationLink

0 INT
OUTPUT_12_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_GET_MSG.SourceLink

0 INT
OUTPUT_12_GET_MSG.Class 16#0091 INT
OUTPUT_12_GET_MSG.Attribute

16#000c INT
OUTPUT_12_GET_MSG.Instance 1 DINT
OUTPUT_12_GET_MSG.LocalIndex

0 DINT
OUTPUT_12_GET_MSG.Channel '$00' SINT
OUTPUT_12_GET_MSG.Rack 8#000 SINT
OUTPUT_12_GET_MSG.Group 0 SINT
OUTPUT_12_GET_MSG.Slot 0 SINT
OUTPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_GET_MSG.Path.LEN

16 DINT
OUTPUT_12_GET_MSG.Path.DATA

SINT
OUTPUT_12_GET_MSG.RemoteIndex

0 DINT
OUTPUT_12_GET_MSG.RemoteElement

STRING
OUTPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_12_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

OUTPUT_12_SET_MSG.Flags 16#0220 INT
OUTPUT_12_SET_MSG.Flags.4 0 BOOL
OUTPUT_12_SET_MSG.EW 0 BOOL
OUTPUT_12_SET_MSG.ER 0 BOOL

OUTPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_12_SET_MSG.DN 0 BOOL
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OUTPUT_12_SET_MSG (Continued)
OUTPUT_12_SET_MSG.ST 0 BOOL
OUTPUT_12_SET_MSG.EN 0 BOOL
OUTPUT_12_SET_MSG.TO 0 BOOL
OUTPUT_12_SET_MSG.EN_CC 0 BOOL
OUTPUT_12_SET_MSG.ERR 16#0000 INT
OUTPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_SET_MSG.ERR_SRC

0 SINT
OUTPUT_12_SET_MSG.DN_LEN 0 INT
OUTPUT_12_SET_MSG.REQ_LEN

2 INT
OUTPUT_12_SET_MSG.DestinationLink

0 INT
OUTPUT_12_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_SET_MSG.SourceLink

0 INT
OUTPUT_12_SET_MSG.Class 16#0091 INT
OUTPUT_12_SET_MSG.Attribute 16#000c INT
OUTPUT_12_SET_MSG.Instance 1 DINT
OUTPUT_12_SET_MSG.LocalIndex

0 DINT
OUTPUT_12_SET_MSG.Channel '$00' SINT
OUTPUT_12_SET_MSG.Rack 8#000 SINT
OUTPUT_12_SET_MSG.Group 0 SINT
OUTPUT_12_SET_MSG.Slot 0 SINT
OUTPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_SET_MSG.Path.LEN

16 DINT
OUTPUT_12_SET_MSG.Path.DATA

SINT
OUTPUT_12_SET_MSG.RemoteIndex

0 DINT
OUTPUT_12_SET_MSG.RemoteElement

STRING
OUTPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

OUTPUT_5_GET_MSG.Flags 16#0200 INT
OUTPUT_5_GET_MSG.Flags.4 0 BOOL
OUTPUT_5_GET_MSG.EW 0 BOOL
OUTPUT_5_GET_MSG.ER 0 BOOL

OUTPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_5_GET_MSG.DN 0 BOOL
OUTPUT_5_GET_MSG.ST 0 BOOL
OUTPUT_5_GET_MSG.EN 0 BOOL
OUTPUT_5_GET_MSG.TO 0 BOOL
OUTPUT_5_GET_MSG.EN_CC 0 BOOL
OUTPUT_5_GET_MSG.ERR 16#0000 INT
OUTPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_GET_MSG.ERR_SRC

0 SINT
OUTPUT_5_GET_MSG.DN_LEN 0 INT
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OUTPUT_5_GET_MSG (Continued)
OUTPUT_5_GET_MSG.REQ_LEN

0 INT
OUTPUT_5_GET_MSG.DestinationLink

0 INT
OUTPUT_5_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_GET_MSG.SourceLink

0 INT
OUTPUT_5_GET_MSG.Class 16#0091 INT
OUTPUT_5_GET_MSG.Attribute 16#0005 INT
OUTPUT_5_GET_MSG.Instance 1 DINT
OUTPUT_5_GET_MSG.LocalIndex

0 DINT
OUTPUT_5_GET_MSG.Channel '$00' SINT
OUTPUT_5_GET_MSG.Rack 8#000 SINT
OUTPUT_5_GET_MSG.Group 0 SINT
OUTPUT_5_GET_MSG.Slot 0 SINT
OUTPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_GET_MSG.Path.LEN 16 DINT
OUTPUT_5_GET_MSG.Path.DATA

SINT
OUTPUT_5_GET_MSG.RemoteIndex

0 DINT
OUTPUT_5_GET_MSG.RemoteElement

STRING
OUTPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

OUTPUT_5_SET_MSG.Flags 16#0220 INT
OUTPUT_5_SET_MSG.Flags.4 0 BOOL
OUTPUT_5_SET_MSG.EW 0 BOOL
OUTPUT_5_SET_MSG.ER 0 BOOL

OUTPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_5_SET_MSG.DN 0 BOOL
OUTPUT_5_SET_MSG.ST 0 BOOL
OUTPUT_5_SET_MSG.EN 0 BOOL
OUTPUT_5_SET_MSG.TO 0 BOOL
OUTPUT_5_SET_MSG.EN_CC 0 BOOL
OUTPUT_5_SET_MSG.ERR 16#0000 INT
OUTPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_SET_MSG.ERR_SRC 0 SINT
OUTPUT_5_SET_MSG.DN_LEN 0 INT
OUTPUT_5_SET_MSG.REQ_LEN

2 INT
OUTPUT_5_SET_MSG.DestinationLink

0 INT
OUTPUT_5_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_SET_MSG.SourceLink

0 INT
OUTPUT_5_SET_MSG.Class 16#0091 INT
OUTPUT_5_SET_MSG.Attribute 16#0005 INT
OUTPUT_5_SET_MSG.Instance 1 DINT
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OUTPUT_5_SET_MSG (Continued)
OUTPUT_5_SET_MSG.LocalIndex

0 DINT
OUTPUT_5_SET_MSG.Channel '$00' SINT
OUTPUT_5_SET_MSG.Rack 8#000 SINT
OUTPUT_5_SET_MSG.Group 0 SINT
OUTPUT_5_SET_MSG.Slot 0 SINT
OUTPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_SET_MSG.Path.LEN 16 DINT
OUTPUT_5_SET_MSG.Path.DATA

SINT
OUTPUT_5_SET_MSG.RemoteIndex

0 DINT
OUTPUT_5_SET_MSG.RemoteElement

STRING
OUTPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

OUTPUT_6_GET_MSG.Flags 16#0200 INT
OUTPUT_6_GET_MSG.Flags.4 0 BOOL
OUTPUT_6_GET_MSG.EW 0 BOOL
OUTPUT_6_GET_MSG.ER 0 BOOL

OUTPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_6_GET_MSG.DN 0 BOOL
OUTPUT_6_GET_MSG.ST 0 BOOL
OUTPUT_6_GET_MSG.EN 0 BOOL
OUTPUT_6_GET_MSG.TO 0 BOOL
OUTPUT_6_GET_MSG.EN_CC 0 BOOL
OUTPUT_6_GET_MSG.ERR 16#0000 INT
OUTPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_GET_MSG.ERR_SRC

0 SINT
OUTPUT_6_GET_MSG.DN_LEN 0 INT
OUTPUT_6_GET_MSG.REQ_LEN

0 INT
OUTPUT_6_GET_MSG.DestinationLink

0 INT
OUTPUT_6_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_GET_MSG.SourceLink

0 INT
OUTPUT_6_GET_MSG.Class 16#0091 INT
OUTPUT_6_GET_MSG.Attribute 16#0006 INT
OUTPUT_6_GET_MSG.Instance 1 DINT
OUTPUT_6_GET_MSG.LocalIndex

0 DINT
OUTPUT_6_GET_MSG.Channel '$00' SINT
OUTPUT_6_GET_MSG.Rack 8#000 SINT
OUTPUT_6_GET_MSG.Group 0 SINT
OUTPUT_6_GET_MSG.Slot 0 SINT
OUTPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_GET_MSG.Path.LEN 16 DINT
OUTPUT_6_GET_MSG.Path.DATA

SINT
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OUTPUT_6_GET_MSG (Continued)
OUTPUT_6_GET_MSG.RemoteIndex

0 DINT
OUTPUT_6_GET_MSG.RemoteElement

STRING
OUTPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

OUTPUT_6_SET_MSG.Flags 16#0220 INT
OUTPUT_6_SET_MSG.Flags.4 0 BOOL
OUTPUT_6_SET_MSG.EW 0 BOOL
OUTPUT_6_SET_MSG.ER 0 BOOL

OUTPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_6_SET_MSG.DN 0 BOOL
OUTPUT_6_SET_MSG.ST 0 BOOL
OUTPUT_6_SET_MSG.EN 0 BOOL
OUTPUT_6_SET_MSG.TO 0 BOOL
OUTPUT_6_SET_MSG.EN_CC 0 BOOL
OUTPUT_6_SET_MSG.ERR 16#0000 INT
OUTPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_SET_MSG.ERR_SRC 0 SINT
OUTPUT_6_SET_MSG.DN_LEN 0 INT
OUTPUT_6_SET_MSG.REQ_LEN

2 INT
OUTPUT_6_SET_MSG.DestinationLink

0 INT
OUTPUT_6_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_SET_MSG.SourceLink

0 INT
OUTPUT_6_SET_MSG.Class 16#0091 INT
OUTPUT_6_SET_MSG.Attribute 16#0006 INT
OUTPUT_6_SET_MSG.Instance 1 DINT
OUTPUT_6_SET_MSG.LocalIndex

0 DINT
OUTPUT_6_SET_MSG.Channel '$00' SINT
OUTPUT_6_SET_MSG.Rack 8#000 SINT
OUTPUT_6_SET_MSG.Group 0 SINT
OUTPUT_6_SET_MSG.Slot 0 SINT
OUTPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_SET_MSG.Path.LEN 16 DINT
OUTPUT_6_SET_MSG.Path.DATA

SINT
OUTPUT_6_SET_MSG.RemoteIndex

0 DINT
OUTPUT_6_SET_MSG.RemoteElement

STRING
OUTPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_SET_MSG.ConnectionRate
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OUTPUT_6_SET_MSG (Continued)
OUTPUT_6_SET_MSG.ConnectionRate

7500000
DINT

OUTPUT_6_SET_MSG.TimeoutMultiplier
0 SINT

OUTPUT_7_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

OUTPUT_7_GET_MSG.Flags 16#0200 INT
OUTPUT_7_GET_MSG.Flags.4 0 BOOL
OUTPUT_7_GET_MSG.EW 0 BOOL
OUTPUT_7_GET_MSG.ER 0 BOOL

OUTPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_7_GET_MSG.DN 0 BOOL
OUTPUT_7_GET_MSG.ST 0 BOOL
OUTPUT_7_GET_MSG.EN 0 BOOL
OUTPUT_7_GET_MSG.TO 0 BOOL
OUTPUT_7_GET_MSG.EN_CC 0 BOOL
OUTPUT_7_GET_MSG.ERR 16#0000 INT
OUTPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_GET_MSG.ERR_SRC

0 SINT
OUTPUT_7_GET_MSG.DN_LEN 0 INT
OUTPUT_7_GET_MSG.REQ_LEN

0 INT
OUTPUT_7_GET_MSG.DestinationLink

0 INT
OUTPUT_7_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_GET_MSG.SourceLink

0 INT
OUTPUT_7_GET_MSG.Class 16#0091 INT
OUTPUT_7_GET_MSG.Attribute 16#0007 INT
OUTPUT_7_GET_MSG.Instance 1 DINT
OUTPUT_7_GET_MSG.LocalIndex

0 DINT
OUTPUT_7_GET_MSG.Channel '$00' SINT
OUTPUT_7_GET_MSG.Rack 8#000 SINT
OUTPUT_7_GET_MSG.Group 0 SINT
OUTPUT_7_GET_MSG.Slot 0 SINT
OUTPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_GET_MSG.Path.LEN 16 DINT
OUTPUT_7_GET_MSG.Path.DATA

SINT
OUTPUT_7_GET_MSG.RemoteIndex

0 DINT
OUTPUT_7_GET_MSG.RemoteElement

STRING
OUTPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_7_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

OUTPUT_7_SET_MSG.Flags 16#0220 INT
OUTPUT_7_SET_MSG.Flags.4 0 BOOL
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OUTPUT_7_SET_MSG (Continued)
OUTPUT_7_SET_MSG.EW 0 BOOL
OUTPUT_7_SET_MSG.ER 0 BOOL

OUTPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_7_SET_MSG.DN 0 BOOL
OUTPUT_7_SET_MSG.ST 0 BOOL
OUTPUT_7_SET_MSG.EN 0 BOOL
OUTPUT_7_SET_MSG.TO 0 BOOL
OUTPUT_7_SET_MSG.EN_CC 0 BOOL
OUTPUT_7_SET_MSG.ERR 16#0000 INT
OUTPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_SET_MSG.ERR_SRC 0 SINT
OUTPUT_7_SET_MSG.DN_LEN 0 INT
OUTPUT_7_SET_MSG.REQ_LEN

2 INT
OUTPUT_7_SET_MSG.DestinationLink

0 INT
OUTPUT_7_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_SET_MSG.SourceLink

0 INT
OUTPUT_7_SET_MSG.Class 16#0091 INT
OUTPUT_7_SET_MSG.Attribute 16#0007 INT
OUTPUT_7_SET_MSG.Instance 1 DINT
OUTPUT_7_SET_MSG.LocalIndex

0 DINT
OUTPUT_7_SET_MSG.Channel '$00' SINT
OUTPUT_7_SET_MSG.Rack 8#000 SINT
OUTPUT_7_SET_MSG.Group 0 SINT
OUTPUT_7_SET_MSG.Slot 0 SINT
OUTPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_SET_MSG.Path.LEN 16 DINT
OUTPUT_7_SET_MSG.Path.DATA

SINT
OUTPUT_7_SET_MSG.RemoteIndex

0 DINT
OUTPUT_7_SET_MSG.RemoteElement

STRING
OUTPUT_7_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

OUTPUT_8_GET_MSG.Flags 16#0200 INT
OUTPUT_8_GET_MSG.Flags.4 0 BOOL
OUTPUT_8_GET_MSG.EW 0 BOOL
OUTPUT_8_GET_MSG.ER 0 BOOL

OUTPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_8_GET_MSG.DN 0 BOOL
OUTPUT_8_GET_MSG.ST 0 BOOL
OUTPUT_8_GET_MSG.EN 0 BOOL
OUTPUT_8_GET_MSG.TO 0 BOOL
OUTPUT_8_GET_MSG.EN_CC 0 BOOL
OUTPUT_8_GET_MSG.ERR 16#0000 INT
OUTPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_GET_MSG.ERR_SRC



CompactLogix_V13 - Project Tag Listing  Page 24CompactLogix_V13 - Project Tag Listing  Page 24
CompactLogix_V13 (Controller) 2/20/2009 6:28:58 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

OUTPUT_8_GET_MSG (Continued)
OUTPUT_8_GET_MSG.ERR_SRC

0
SINT

OUTPUT_8_GET_MSG.DN_LEN 0 INT
OUTPUT_8_GET_MSG.REQ_LEN

0 INT
OUTPUT_8_GET_MSG.DestinationLink

0 INT
OUTPUT_8_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_GET_MSG.SourceLink

0 INT
OUTPUT_8_GET_MSG.Class 16#0091 INT
OUTPUT_8_GET_MSG.Attribute 16#0008 INT
OUTPUT_8_GET_MSG.Instance 1 DINT
OUTPUT_8_GET_MSG.LocalIndex

0 DINT
OUTPUT_8_GET_MSG.Channel '$00' SINT
OUTPUT_8_GET_MSG.Rack 8#000 SINT
OUTPUT_8_GET_MSG.Group 0 SINT
OUTPUT_8_GET_MSG.Slot 0 SINT
OUTPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_GET_MSG.Path.LEN 16 DINT
OUTPUT_8_GET_MSG.Path.DATA

SINT
OUTPUT_8_GET_MSG.RemoteIndex

0 DINT
OUTPUT_8_GET_MSG.RemoteElement

STRING
OUTPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

OUTPUT_8_SET_MSG.Flags 16#0220 INT
OUTPUT_8_SET_MSG.Flags.4 0 BOOL
OUTPUT_8_SET_MSG.EW 0 BOOL
OUTPUT_8_SET_MSG.ER 0 BOOL

OUTPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_8_SET_MSG.DN 0 BOOL
OUTPUT_8_SET_MSG.ST 0 BOOL
OUTPUT_8_SET_MSG.EN 0 BOOL
OUTPUT_8_SET_MSG.TO 0 BOOL
OUTPUT_8_SET_MSG.EN_CC 0 BOOL
OUTPUT_8_SET_MSG.ERR 16#0000 INT
OUTPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_SET_MSG.ERR_SRC 0 SINT
OUTPUT_8_SET_MSG.DN_LEN 0 INT
OUTPUT_8_SET_MSG.REQ_LEN

2 INT
OUTPUT_8_SET_MSG.DestinationLink

0 INT
OUTPUT_8_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_SET_MSG.SourceLink
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OUTPUT_8_SET_MSG (Continued)
OUTPUT_8_SET_MSG.SourceLink

0
INT

OUTPUT_8_SET_MSG.Class 16#0091 INT
OUTPUT_8_SET_MSG.Attribute 16#0008 INT
OUTPUT_8_SET_MSG.Instance 1 DINT
OUTPUT_8_SET_MSG.LocalIndex

0 DINT
OUTPUT_8_SET_MSG.Channel '$00' SINT
OUTPUT_8_SET_MSG.Rack 8#000 SINT
OUTPUT_8_SET_MSG.Group 0 SINT
OUTPUT_8_SET_MSG.Slot 0 SINT
OUTPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_SET_MSG.Path.LEN 16 DINT
OUTPUT_8_SET_MSG.Path.DATA

SINT
OUTPUT_8_SET_MSG.RemoteIndex

0 DINT
OUTPUT_8_SET_MSG.RemoteElement

STRING
OUTPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

OUTPUT_9_GET_MSG.Flags 16#0200 INT
OUTPUT_9_GET_MSG.Flags.4 0 BOOL
OUTPUT_9_GET_MSG.EW 0 BOOL
OUTPUT_9_GET_MSG.ER 0 BOOL

OUTPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_9_GET_MSG.DN 0 BOOL
OUTPUT_9_GET_MSG.ST 0 BOOL
OUTPUT_9_GET_MSG.EN 0 BOOL
OUTPUT_9_GET_MSG.TO 0 BOOL
OUTPUT_9_GET_MSG.EN_CC 0 BOOL
OUTPUT_9_GET_MSG.ERR 16#0000 INT
OUTPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_GET_MSG.ERR_SRC

0 SINT
OUTPUT_9_GET_MSG.DN_LEN 0 INT
OUTPUT_9_GET_MSG.REQ_LEN

0 INT
OUTPUT_9_GET_MSG.DestinationLink

0 INT
OUTPUT_9_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_GET_MSG.SourceLink

0 INT
OUTPUT_9_GET_MSG.Class 16#0091 INT
OUTPUT_9_GET_MSG.Attribute 16#0009 INT
OUTPUT_9_GET_MSG.Instance 1 DINT
OUTPUT_9_GET_MSG.LocalIndex

0 DINT
OUTPUT_9_GET_MSG.Channel '$00' SINT
OUTPUT_9_GET_MSG.Rack 8#000 SINT
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OUTPUT_9_GET_MSG (Continued)
OUTPUT_9_GET_MSG.Group 0 SINT
OUTPUT_9_GET_MSG.Slot 0 SINT
OUTPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_GET_MSG.Path.LEN 16 DINT
OUTPUT_9_GET_MSG.Path.DATA

SINT
OUTPUT_9_GET_MSG.RemoteIndex

0 DINT
OUTPUT_9_GET_MSG.RemoteElement

STRING
OUTPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_9_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_9_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

OUTPUT_9_SET_MSG.Flags 16#0220 INT
OUTPUT_9_SET_MSG.Flags.4 0 BOOL
OUTPUT_9_SET_MSG.EW 0 BOOL
OUTPUT_9_SET_MSG.ER 0 BOOL

OUTPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_9_SET_MSG.DN 0 BOOL
OUTPUT_9_SET_MSG.ST 0 BOOL
OUTPUT_9_SET_MSG.EN 0 BOOL
OUTPUT_9_SET_MSG.TO 0 BOOL
OUTPUT_9_SET_MSG.EN_CC 0 BOOL
OUTPUT_9_SET_MSG.ERR 16#0000 INT
OUTPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_SET_MSG.ERR_SRC 0 SINT
OUTPUT_9_SET_MSG.DN_LEN 0 INT
OUTPUT_9_SET_MSG.REQ_LEN

2 INT
OUTPUT_9_SET_MSG.DestinationLink

0 INT
OUTPUT_9_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_SET_MSG.SourceLink

0 INT
OUTPUT_9_SET_MSG.Class 16#0091 INT
OUTPUT_9_SET_MSG.Attribute 16#0009 INT
OUTPUT_9_SET_MSG.Instance 1 DINT
OUTPUT_9_SET_MSG.LocalIndex

0 DINT
OUTPUT_9_SET_MSG.Channel '$00' SINT
OUTPUT_9_SET_MSG.Rack 8#000 SINT
OUTPUT_9_SET_MSG.Group 0 SINT
OUTPUT_9_SET_MSG.Slot 0 SINT
OUTPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_SET_MSG.Path.LEN 16 DINT
OUTPUT_9_SET_MSG.Path.DATA

SINT
OUTPUT_9_SET_MSG.RemoteIndex

0 DINT
OUTPUT_9_SET_MSG.RemoteElement

STRING
OUTPUT_9_SET_MSG.RemoteElement.LEN
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OUTPUT_9_SET_MSG (Continued)
OUTPUT_9_SET_MSG.RemoteElement.LEN

0
DINT

OUTPUT_9_SET_MSG.RemoteElement.DATA
SINT

OUTPUT_9_SET_MSG.UnconnectedTimeout
30000000 DINT

OUTPUT_9_SET_MSG.ConnectionRate
7500000 DINT

OUTPUT_9_SET_MSG.TimeoutMultiplier
0 SINT

READ_DATA_10 1500 DINT CompactLogix_V13
READ_DATA_10 - MainProgram/Reading_Data_Sets - 10(GRT)

READ_DATA_11 1750 DINT CompactLogix_V13
READ_DATA_11 - MainProgram/Reading_Data_Sets - 12(GRT)

READ_DATA_12 2000 DINT CompactLogix_V13
READ_DATA_12 - MainProgram/Reading_Data_Sets - 14(GRT)

READ_DATA_5 250 DINT CompactLogix_V13
READ_DATA_5 - MainProgram/Reading_Data_Sets - 0(GRT)

READ_DATA_6 500 DINT CompactLogix_V13
READ_DATA_6 - MainProgram/Reading_Data_Sets - 2(GRT)

READ_DATA_7 750 DINT CompactLogix_V13
READ_DATA_7 - MainProgram/Reading_Data_Sets - 4(GRT)

READ_DATA_8 1000 DINT CompactLogix_V13
READ_DATA_8 - MainProgram/Reading_Data_Sets - 6(GRT)

READ_DATA_9 1250 DINT CompactLogix_V13
READ_DATA_9 - MainProgram/Reading_Data_Sets - 8(GRT)

READ_DONE 1 DINT CompactLogix_V13
READ_DONE - MainProgram/Message_Timing - 4(LES)

READ_INPUT_DATA_SET_10 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_10 - MainProgram/Reading_Data_Sets - *10(MSG), 11(MOV)

READ_INPUT_DATA_SET_11 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_11 - MainProgram/Reading_Data_Sets - *12(MSG), 13(MOV)

READ_INPUT_DATA_SET_12 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_12 - MainProgram/Reading_Data_Sets - *14(MSG), 15(MOV)

READ_INPUT_DATA_SET_5 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_5 - MainProgram/Reading_Data_Sets - *0(MSG), 1(MOV)

READ_INPUT_DATA_SET_6 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_6 - MainProgram/Reading_Data_Sets - *2(MSG), 3(MOV)

READ_INPUT_DATA_SET_7 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_7 - MainProgram/Reading_Data_Sets - *4(MSG), 5(MOV)

READ_INPUT_DATA_SET_8 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_8 - MainProgram/Reading_Data_Sets - *6(MSG), 7(MOV)

READ_INPUT_DATA_SET_9 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_9 - MainProgram/Reading_Data_Sets - *8(MSG), 9(MOV)
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READ_MESSAGE_INPUT_10 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_10 - MainProgram/Reading_Data_Sets - *11(MOV)

READ_MESSAGE_INPUT_11 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_11 - MainProgram/Reading_Data_Sets - *13(MOV)

READ_MESSAGE_INPUT_12 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_12 - MainProgram/Reading_Data_Sets - *15(MOV)

READ_MESSAGE_INPUT_5 107 INT CompactLogix_V13
READ_MESSAGE_INPUT_5 - MainProgram/Reading_Data_Sets - *1(MOV)

READ_MESSAGE_INPUT_6 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_6 - MainProgram/Reading_Data_Sets - *3(MOV)

READ_MESSAGE_INPUT_7 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_7 - MainProgram/Reading_Data_Sets - *5(MOV)

READ_MESSAGE_INPUT_8 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_8 - MainProgram/Reading_Data_Sets - *7(MOV)

READ_MESSAGE_INPUT_9 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_9 - MainProgram/Reading_Data_Sets - *9(MOV)

READ_MESSAGE_OUTPUT_10 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_10 - MainProgram/Reading_Data_Sets - *11(MOV)

READ_MESSAGE_OUTPUT_11 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_11 - MainProgram/Reading_Data_Sets - *13(MOV)

READ_MESSAGE_OUTPUT_12 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_12 - MainProgram/Reading_Data_Sets - *15(MOV)

READ_MESSAGE_OUTPUT_5 2203 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_5 - MainProgram/Reading_Data_Sets - *1(MOV)

READ_MESSAGE_OUTPUT_6 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_6 - MainProgram/Reading_Data_Sets - *3(MOV)

READ_MESSAGE_OUTPUT_7 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_7 - MainProgram/Reading_Data_Sets - *5(MOV)

READ_MESSAGE_OUTPUT_8 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_8 - MainProgram/Reading_Data_Sets - *7(MOV)

READ_MESSAGE_OUTPUT_9 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_9 - MainProgram/Reading_Data_Sets - *9(MOV)

READ_OUTPUT_DATA_SET_10 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_10 - MainProgram/Reading_Data_Sets - *10(MSG), 11(MOV)

READ_OUTPUT_DATA_SET_11 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_11 - MainProgram/Reading_Data_Sets - *12(MSG), 13(MOV)

READ_OUTPUT_DATA_SET_12 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_12 - MainProgram/Reading_Data_Sets - *14(MSG), 15(MOV)

READ_OUTPUT_DATA_SET_5 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_5 - MainProgram/Reading_Data_Sets - *0(MSG), 1(MOV)

READ_OUTPUT_DATA_SET_6 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_6 - MainProgram/Reading_Data_Sets - *2(MSG), 3(MOV)

READ_OUTPUT_DATA_SET_7 0 INT CompactLogix_V13
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READ_OUTPUT_DATA_SET_7 (Continued)
READ_OUTPUT_DATA_SET_7 - MainProgram/Reading_Data_Sets - *4(MSG), 5(MOV)

READ_OUTPUT_DATA_SET_8 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_8 - MainProgram/Reading_Data_Sets - *6(MSG), 7(MOV)

READ_OUTPUT_DATA_SET_9 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_9 - MainProgram/Reading_Data_Sets - *8(MSG), 9(MOV)

READ_TON TIMER CompactLogix_V13
READ_TON - MainProgram/Message_Timing - *3(TON)

READ_TON.PRE 2250 DINT
READ_TON.ACC 0 DINT

READ_TON.ACC - MainProgram/Message_Timing - 4(LES)
READ_TON.ACC - MainProgram/Reading_Data_Sets - 0(GRT), 10(GRT), 12(GRT), 14(GRT), 2(GRT), 4(GRT), 6(GRT), 8(GRT)

READ_TON.EN 0 BOOL
READ_TON.TT 0 BOOL

READ_TON.TT - MainProgram/Message_Timing - 3(XIC)
READ_TON.DN 0 BOOL
READ_TON.FS 0 BOOL
READ_TON.LS 0 BOOL
READ_TON.OV 0 BOOL
READ_TON.ER 0 BOOL

WRITE_DATA_10 1500 DINT CompactLogix_V13
WRITE_DATA_10 - MainProgram/Programming_Data_Sets - 11(GRT)

WRITE_DATA_11 1750 DINT CompactLogix_V13
WRITE_DATA_11 - MainProgram/Programming_Data_Sets - 13(GRT)

WRITE_DATA_12 2000 DINT CompactLogix_V13
WRITE_DATA_12 - MainProgram/Programming_Data_Sets - 15(GRT)

WRITE_DATA_5 250 DINT CompactLogix_V13
WRITE_DATA_5 - MainProgram/Programming_Data_Sets - 1(GRT)

WRITE_DATA_6 500 DINT CompactLogix_V13
WRITE_DATA_6 - MainProgram/Programming_Data_Sets - 3(GRT)

WRITE_DATA_7 750 DINT CompactLogix_V13
WRITE_DATA_7 - MainProgram/Programming_Data_Sets - 5(GRT)

WRITE_DATA_8 1000 DINT CompactLogix_V13
WRITE_DATA_8 - MainProgram/Programming_Data_Sets - 7(GRT)

WRITE_DATA_9 1250 DINT CompactLogix_V13
WRITE_DATA_9 - MainProgram/Programming_Data_Sets - 9(GRT)

WRITE_DONE 1 DINT CompactLogix_V13
WRITE_DONE - MainProgram/Message_Timing - 1(LES)

WRITE_INPUT_DATA_SET_10 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_10 - MainProgram/Programming_Data_Sets - 10(MOV)

WRITE_INPUT_DATA_SET_11 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_11 - MainProgram/Programming_Data_Sets - 12(MOV)

WRITE_INPUT_DATA_SET_12 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_12 - MainProgram/Programming_Data_Sets - 14(MOV)

WRITE_INPUT_DATA_SET_5 107 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_5 - MainProgram/Programming_Data_Sets - 0(MOV)

WRITE_INPUT_DATA_SET_6 0 INT CompactLogix_V13
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WRITE_INPUT_DATA_SET_6 (Continued)
WRITE_INPUT_DATA_SET_6 - MainProgram/Programming_Data_Sets - 2(MOV)

WRITE_INPUT_DATA_SET_7 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_7 - MainProgram/Programming_Data_Sets - 4(MOV)

WRITE_INPUT_DATA_SET_8 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_8 - MainProgram/Programming_Data_Sets - 6(MOV)

WRITE_INPUT_DATA_SET_9 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_9 - MainProgram/Programming_Data_Sets - 8(MOV)

WRITE_MESSAGE_INPUT_10 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_10 - MainProgram/Programming_Data_Sets - *10(MOV), 11(MSG)

WRITE_MESSAGE_INPUT_11 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_11 - MainProgram/Programming_Data_Sets - *12(MOV), 13(MSG)

WRITE_MESSAGE_INPUT_12 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_12 - MainProgram/Programming_Data_Sets - *14(MOV), 15(MSG)

WRITE_MESSAGE_INPUT_5 107 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_5 - MainProgram/Programming_Data_Sets - *0(MOV), 1(MSG)

WRITE_MESSAGE_INPUT_6 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_6 - MainProgram/Programming_Data_Sets - *2(MOV), 3(MSG)

WRITE_MESSAGE_INPUT_7 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_7 - MainProgram/Programming_Data_Sets - *4(MOV), 5(MSG)

WRITE_MESSAGE_INPUT_8 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_8 - MainProgram/Programming_Data_Sets - *6(MOV), 7(MSG)

WRITE_MESSAGE_INPUT_9 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_9 - MainProgram/Programming_Data_Sets - *8(MOV), 9(MSG)

WRITE_MESSAGE_OUTPUT_10 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_10 - MainProgram/Programming_Data_Sets - *10(MOV), 11(MSG)

WRITE_MESSAGE_OUTPUT_11 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_11 - MainProgram/Programming_Data_Sets - *12(MOV), 13(MSG)

WRITE_MESSAGE_OUTPUT_12 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_12 - MainProgram/Programming_Data_Sets - *14(MOV), 15(MSG)

WRITE_MESSAGE_OUTPUT_5 2203 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_5 - MainProgram/Programming_Data_Sets - *0(MOV), 1(MSG)

WRITE_MESSAGE_OUTPUT_6 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_6 - MainProgram/Programming_Data_Sets - *2(MOV), 3(MSG)

WRITE_MESSAGE_OUTPUT_7 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_7 - MainProgram/Programming_Data_Sets - *4(MOV), 5(MSG)

WRITE_MESSAGE_OUTPUT_8 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_8 - MainProgram/Programming_Data_Sets - *6(MOV), 7(MSG)

WRITE_MESSAGE_OUTPUT_9 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_9 - MainProgram/Programming_Data_Sets - *8(MOV), 9(MSG)

WRITE_OUTPUT_DATA_SET_10
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_10 - MainProgram/Programming_Data_Sets - 10(MOV)
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WRITE_OUTPUT_DATA_SET_11
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_11 - MainProgram/Programming_Data_Sets - 12(MOV)

WRITE_OUTPUT_DATA_SET_12
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_12 - MainProgram/Programming_Data_Sets - 14(MOV)

WRITE_OUTPUT_DATA_SET_5 2203 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_5 - MainProgram/Programming_Data_Sets - 0(MOV)

WRITE_OUTPUT_DATA_SET_6 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_6 - MainProgram/Programming_Data_Sets - 2(MOV)

WRITE_OUTPUT_DATA_SET_7 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_7 - MainProgram/Programming_Data_Sets - 4(MOV)

WRITE_OUTPUT_DATA_SET_8 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_8 - MainProgram/Programming_Data_Sets - 6(MOV)

WRITE_OUTPUT_DATA_SET_9 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_9 - MainProgram/Programming_Data_Sets - 8(MOV)

WRITE_TON TIMER CompactLogix_V13
WRITE_TON - MainProgram/Message_Timing - *0(TON)

WRITE_TON.PRE 2250 DINT
WRITE_TON.ACC 0 DINT

WRITE_TON.ACC - MainProgram/Message_Timing - 1(LES)
WRITE_TON.ACC - MainProgram/Programming_Data_Sets - 1(GRT), 11(GRT), 13(GRT), 15(GRT), 3(GRT), 5(GRT), 7(GRT), 9(GRT)

WRITE_TON.EN 0 BOOL
WRITE_TON.TT 0 BOOL

WRITE_TON.TT - MainProgram/Message_Timing - 0(XIC)
WRITE_TON.DN 0 BOOL
WRITE_TON.FS 0 BOOL
WRITE_TON.LS 0 BOOL
WRITE_TON.OV 0 BOOL
WRITE_TON.ER 0 BOOL
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Name Value Data Type Scope
INPUT_10_GET_MSG MESSAGE CompactLogix_V13

INPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)
INPUT_10_GET_MSG.Flags 16#0200 INT
INPUT_10_GET_MSG.Flags.4 0 BOOL
INPUT_10_GET_MSG.EW 0 BOOL
INPUT_10_GET_MSG.ER 0 BOOL

INPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_10_GET_MSG.DN 0 BOOL
INPUT_10_GET_MSG.ST 0 BOOL
INPUT_10_GET_MSG.EN 0 BOOL
INPUT_10_GET_MSG.TO 0 BOOL
INPUT_10_GET_MSG.EN_CC 0 BOOL
INPUT_10_GET_MSG.ERR 16#0000 INT
INPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_10_GET_MSG.ERR_SRC 0 SINT
INPUT_10_GET_MSG.DN_LEN 0 INT
INPUT_10_GET_MSG.REQ_LEN 0 INT
INPUT_10_GET_MSG.DestinationLink

0 INT
INPUT_10_GET_MSG.DestinationNode

8#000_000 INT
INPUT_10_GET_MSG.SourceLink 0 INT
INPUT_10_GET_MSG.Class 16#0091 INT
INPUT_10_GET_MSG.Attribute 16#000a INT
INPUT_10_GET_MSG.Instance 2 DINT
INPUT_10_GET_MSG.LocalIndex 0 DINT
INPUT_10_GET_MSG.Channel '$00' SINT
INPUT_10_GET_MSG.Rack 8#000 SINT
INPUT_10_GET_MSG.Group 0 SINT
INPUT_10_GET_MSG.Slot 0 SINT
INPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_GET_MSG.Path.LEN 16 DINT
INPUT_10_GET_MSG.Path.DATA

SINT
INPUT_10_GET_MSG.RemoteIndex

0 DINT
INPUT_10_GET_MSG.RemoteElement

STRING
INPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_GET_MSG.RemoteElement.DATA

SINT
INPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_GET_MSG.ConnectionRate

7500000 DINT
INPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_10_SET_MSG MESSAGE CompactLogix_V13
INPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

INPUT_10_SET_MSG.Flags 16#0220 INT
INPUT_10_SET_MSG.Flags.4 0 BOOL
INPUT_10_SET_MSG.EW 0 BOOL
INPUT_10_SET_MSG.ER 0 BOOL

INPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_10_SET_MSG.DN 0 BOOL
INPUT_10_SET_MSG.ST 0 BOOL
INPUT_10_SET_MSG.EN 0 BOOL
INPUT_10_SET_MSG.TO 0 BOOL
INPUT_10_SET_MSG.EN_CC 0 BOOL
INPUT_10_SET_MSG.ERR 16#0000 INT
INPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
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INPUT_10_SET_MSG (Continued)
INPUT_10_SET_MSG.ERR_SRC 0 SINT
INPUT_10_SET_MSG.DN_LEN 0 INT
INPUT_10_SET_MSG.REQ_LEN 2 INT
INPUT_10_SET_MSG.DestinationLink

0 INT
INPUT_10_SET_MSG.DestinationNode

8#000_000 INT
INPUT_10_SET_MSG.SourceLink 0 INT
INPUT_10_SET_MSG.Class 16#0091 INT
INPUT_10_SET_MSG.Attribute 16#000a INT
INPUT_10_SET_MSG.Instance 2 DINT
INPUT_10_SET_MSG.LocalIndex 0 DINT
INPUT_10_SET_MSG.Channel '$00' SINT
INPUT_10_SET_MSG.Rack 8#000 SINT
INPUT_10_SET_MSG.Group 0 SINT
INPUT_10_SET_MSG.Slot 0 SINT
INPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_SET_MSG.Path.LEN 16 DINT
INPUT_10_SET_MSG.Path.DATA SINT
INPUT_10_SET_MSG.RemoteIndex

0 DINT
INPUT_10_SET_MSG.RemoteElement

STRING
INPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_SET_MSG.RemoteElement.DATA

SINT
INPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_SET_MSG.ConnectionRate

7500000 DINT
INPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_GET_MSG MESSAGE CompactLogix_V13
INPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

INPUT_11_GET_MSG.Flags 16#0200 INT
INPUT_11_GET_MSG.Flags.4 0 BOOL
INPUT_11_GET_MSG.EW 0 BOOL
INPUT_11_GET_MSG.ER 0 BOOL

INPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_11_GET_MSG.DN 0 BOOL
INPUT_11_GET_MSG.ST 0 BOOL
INPUT_11_GET_MSG.EN 0 BOOL
INPUT_11_GET_MSG.TO 0 BOOL
INPUT_11_GET_MSG.EN_CC 0 BOOL
INPUT_11_GET_MSG.ERR 16#0000 INT
INPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_GET_MSG.ERR_SRC 0 SINT
INPUT_11_GET_MSG.DN_LEN 0 INT
INPUT_11_GET_MSG.REQ_LEN 0 INT
INPUT_11_GET_MSG.DestinationLink

0 INT
INPUT_11_GET_MSG.DestinationNode

8#000_000 INT
INPUT_11_GET_MSG.SourceLink 0 INT
INPUT_11_GET_MSG.Class 16#0091 INT
INPUT_11_GET_MSG.Attribute 16#000b INT
INPUT_11_GET_MSG.Instance 2 DINT
INPUT_11_GET_MSG.LocalIndex 0 DINT
INPUT_11_GET_MSG.Channel '$00' SINT
INPUT_11_GET_MSG.Rack 8#000 SINT
INPUT_11_GET_MSG.Group 0 SINT
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INPUT_11_GET_MSG (Continued)
INPUT_11_GET_MSG.Slot 0 SINT
INPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_GET_MSG.Path.LEN 16 DINT
INPUT_11_GET_MSG.Path.DATA

SINT
INPUT_11_GET_MSG.RemoteIndex

0 DINT
INPUT_11_GET_MSG.RemoteElement

STRING
INPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_GET_MSG.RemoteElement.DATA

SINT
INPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_11_GET_MSG.ConnectionRate

7500000 DINT
INPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_SET_MSG MESSAGE CompactLogix_V13
INPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

INPUT_11_SET_MSG.Flags 16#0220 INT
INPUT_11_SET_MSG.Flags.4 0 BOOL
INPUT_11_SET_MSG.EW 0 BOOL
INPUT_11_SET_MSG.ER 0 BOOL

INPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_11_SET_MSG.DN 0 BOOL
INPUT_11_SET_MSG.ST 0 BOOL
INPUT_11_SET_MSG.EN 0 BOOL
INPUT_11_SET_MSG.TO 0 BOOL
INPUT_11_SET_MSG.EN_CC 0 BOOL
INPUT_11_SET_MSG.ERR 16#0000 INT
INPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_SET_MSG.ERR_SRC 0 SINT
INPUT_11_SET_MSG.DN_LEN 0 INT
INPUT_11_SET_MSG.REQ_LEN 2 INT
INPUT_11_SET_MSG.DestinationLink

0 INT
INPUT_11_SET_MSG.DestinationNode

8#000_000 INT
INPUT_11_SET_MSG.SourceLink 0 INT
INPUT_11_SET_MSG.Class 16#0091 INT
INPUT_11_SET_MSG.Attribute 16#000b INT
INPUT_11_SET_MSG.Instance 2 DINT
INPUT_11_SET_MSG.LocalIndex 0 DINT
INPUT_11_SET_MSG.Channel '$00' SINT
INPUT_11_SET_MSG.Rack 8#000 SINT
INPUT_11_SET_MSG.Group 0 SINT
INPUT_11_SET_MSG.Slot 0 SINT
INPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_SET_MSG.Path.LEN 16 DINT
INPUT_11_SET_MSG.Path.DATA SINT
INPUT_11_SET_MSG.RemoteIndex

0 DINT
INPUT_11_SET_MSG.RemoteElement

STRING
INPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_SET_MSG.RemoteElement.DATA

SINT
INPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
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INPUT_11_SET_MSG (Continued)
INPUT_11_SET_MSG.ConnectionRate

7500000 DINT
INPUT_11_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_GET_MSG MESSAGE CompactLogix_V13
INPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

INPUT_12_GET_MSG.Flags 16#0200 INT
INPUT_12_GET_MSG.Flags.4 0 BOOL
INPUT_12_GET_MSG.EW 0 BOOL
INPUT_12_GET_MSG.ER 0 BOOL

INPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_12_GET_MSG.DN 0 BOOL
INPUT_12_GET_MSG.ST 0 BOOL
INPUT_12_GET_MSG.EN 0 BOOL
INPUT_12_GET_MSG.TO 0 BOOL
INPUT_12_GET_MSG.EN_CC 0 BOOL
INPUT_12_GET_MSG.ERR 16#0000 INT
INPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_GET_MSG.ERR_SRC 0 SINT
INPUT_12_GET_MSG.DN_LEN 0 INT
INPUT_12_GET_MSG.REQ_LEN 0 INT
INPUT_12_GET_MSG.DestinationLink

0 INT
INPUT_12_GET_MSG.DestinationNode

8#000_000 INT
INPUT_12_GET_MSG.SourceLink 0 INT
INPUT_12_GET_MSG.Class 16#0091 INT
INPUT_12_GET_MSG.Attribute 16#000c INT
INPUT_12_GET_MSG.Instance 2 DINT
INPUT_12_GET_MSG.LocalIndex 0 DINT
INPUT_12_GET_MSG.Channel '$00' SINT
INPUT_12_GET_MSG.Rack 8#000 SINT
INPUT_12_GET_MSG.Group 0 SINT
INPUT_12_GET_MSG.Slot 0 SINT
INPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_GET_MSG.Path.LEN 16 DINT
INPUT_12_GET_MSG.Path.DATA

SINT
INPUT_12_GET_MSG.RemoteIndex

0 DINT
INPUT_12_GET_MSG.RemoteElement

STRING
INPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_GET_MSG.RemoteElement.DATA

SINT
INPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_GET_MSG.ConnectionRate

7500000 DINT
INPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_SET_MSG MESSAGE CompactLogix_V13
INPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

INPUT_12_SET_MSG.Flags 16#0220 INT
INPUT_12_SET_MSG.Flags.4 0 BOOL
INPUT_12_SET_MSG.EW 0 BOOL
INPUT_12_SET_MSG.ER 0 BOOL

INPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_12_SET_MSG.DN 0 BOOL
INPUT_12_SET_MSG.ST 0 BOOL
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INPUT_12_SET_MSG (Continued)
INPUT_12_SET_MSG.EN 0 BOOL
INPUT_12_SET_MSG.TO 0 BOOL
INPUT_12_SET_MSG.EN_CC 0 BOOL
INPUT_12_SET_MSG.ERR 16#0000 INT
INPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_SET_MSG.ERR_SRC 0 SINT
INPUT_12_SET_MSG.DN_LEN 0 INT
INPUT_12_SET_MSG.REQ_LEN 2 INT
INPUT_12_SET_MSG.DestinationLink

0 INT
INPUT_12_SET_MSG.DestinationNode

8#000_000 INT
INPUT_12_SET_MSG.SourceLink 0 INT
INPUT_12_SET_MSG.Class 16#0091 INT
INPUT_12_SET_MSG.Attribute 16#000c INT
INPUT_12_SET_MSG.Instance 2 DINT
INPUT_12_SET_MSG.LocalIndex 0 DINT
INPUT_12_SET_MSG.Channel '$00' SINT
INPUT_12_SET_MSG.Rack 8#000 SINT
INPUT_12_SET_MSG.Group 0 SINT
INPUT_12_SET_MSG.Slot 0 SINT
INPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_SET_MSG.Path.LEN 16 DINT
INPUT_12_SET_MSG.Path.DATA SINT
INPUT_12_SET_MSG.RemoteIndex

0 DINT
INPUT_12_SET_MSG.RemoteElement

STRING
INPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_SET_MSG.RemoteElement.DATA

SINT
INPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_SET_MSG.ConnectionRate

7500000 DINT
INPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_GET_MSG MESSAGE CompactLogix_V13
INPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

INPUT_5_GET_MSG.Flags 16#0200 INT
INPUT_5_GET_MSG.Flags.4 0 BOOL
INPUT_5_GET_MSG.EW 0 BOOL
INPUT_5_GET_MSG.ER 0 BOOL

INPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_5_GET_MSG.DN 0 BOOL
INPUT_5_GET_MSG.ST 0 BOOL
INPUT_5_GET_MSG.EN 0 BOOL
INPUT_5_GET_MSG.TO 0 BOOL
INPUT_5_GET_MSG.EN_CC 0 BOOL
INPUT_5_GET_MSG.ERR 16#0000 INT
INPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_GET_MSG.ERR_SRC 0 SINT
INPUT_5_GET_MSG.DN_LEN 0 INT
INPUT_5_GET_MSG.REQ_LEN 0 INT
INPUT_5_GET_MSG.DestinationLink

0 INT
INPUT_5_GET_MSG.DestinationNode

8#000_000 INT
INPUT_5_GET_MSG.SourceLink 0 INT
INPUT_5_GET_MSG.Class 16#0091 INT
INPUT_5_GET_MSG.Attribute 16#0005 INT
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INPUT_5_GET_MSG (Continued)
INPUT_5_GET_MSG.Instance 2 DINT
INPUT_5_GET_MSG.LocalIndex 0 DINT
INPUT_5_GET_MSG.Channel '$00' SINT
INPUT_5_GET_MSG.Rack 8#000 SINT
INPUT_5_GET_MSG.Group 0 SINT
INPUT_5_GET_MSG.Slot 0 SINT
INPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_GET_MSG.Path.LEN 16 DINT
INPUT_5_GET_MSG.Path.DATA SINT
INPUT_5_GET_MSG.RemoteIndex

0 DINT
INPUT_5_GET_MSG.RemoteElement

STRING
INPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_GET_MSG.RemoteElement.DATA

SINT
INPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_GET_MSG.ConnectionRate

7500000 DINT
INPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_SET_MSG MESSAGE CompactLogix_V13
INPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

INPUT_5_SET_MSG.Flags 16#0220 INT
INPUT_5_SET_MSG.Flags.4 0 BOOL
INPUT_5_SET_MSG.EW 0 BOOL
INPUT_5_SET_MSG.ER 0 BOOL

INPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_5_SET_MSG.DN 0 BOOL
INPUT_5_SET_MSG.ST 0 BOOL
INPUT_5_SET_MSG.EN 0 BOOL
INPUT_5_SET_MSG.TO 0 BOOL
INPUT_5_SET_MSG.EN_CC 0 BOOL
INPUT_5_SET_MSG.ERR 16#0000 INT
INPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_SET_MSG.ERR_SRC 0 SINT
INPUT_5_SET_MSG.DN_LEN 0 INT
INPUT_5_SET_MSG.REQ_LEN 2 INT
INPUT_5_SET_MSG.DestinationLink

0 INT
INPUT_5_SET_MSG.DestinationNode

8#000_000 INT
INPUT_5_SET_MSG.SourceLink 0 INT
INPUT_5_SET_MSG.Class 16#0091 INT
INPUT_5_SET_MSG.Attribute 16#0005 INT
INPUT_5_SET_MSG.Instance 2 DINT
INPUT_5_SET_MSG.LocalIndex 0 DINT
INPUT_5_SET_MSG.Channel '$00' SINT
INPUT_5_SET_MSG.Rack 8#000 SINT
INPUT_5_SET_MSG.Group 0 SINT
INPUT_5_SET_MSG.Slot 0 SINT
INPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_SET_MSG.Path.LEN 16 DINT
INPUT_5_SET_MSG.Path.DATA SINT
INPUT_5_SET_MSG.RemoteIndex 0 DINT
INPUT_5_SET_MSG.RemoteElement

STRING
INPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_SET_MSG.RemoteElement.DATA



CompactLogix_V13 - Controller Tag Listing  Page 38CompactLogix_V13 - Controller Tag Listing  Page 38
CompactLogix_V13 (Controller) 2/20/2009 6:29:05 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

INPUT_5_SET_MSG (Continued)
INPUT_5_SET_MSG.RemoteElement.DATA

SINT
INPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_SET_MSG.ConnectionRate

7500000 DINT
INPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_6_GET_MSG MESSAGE CompactLogix_V13
INPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

INPUT_6_GET_MSG.Flags 16#0200 INT
INPUT_6_GET_MSG.Flags.4 0 BOOL
INPUT_6_GET_MSG.EW 0 BOOL
INPUT_6_GET_MSG.ER 0 BOOL

INPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_6_GET_MSG.DN 0 BOOL
INPUT_6_GET_MSG.ST 0 BOOL
INPUT_6_GET_MSG.EN 0 BOOL
INPUT_6_GET_MSG.TO 0 BOOL
INPUT_6_GET_MSG.EN_CC 0 BOOL
INPUT_6_GET_MSG.ERR 16#0000 INT
INPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_GET_MSG.ERR_SRC 0 SINT
INPUT_6_GET_MSG.DN_LEN 0 INT
INPUT_6_GET_MSG.REQ_LEN 0 INT
INPUT_6_GET_MSG.DestinationLink

0 INT
INPUT_6_GET_MSG.DestinationNode

8#000_000 INT
INPUT_6_GET_MSG.SourceLink 0 INT
INPUT_6_GET_MSG.Class 16#0091 INT
INPUT_6_GET_MSG.Attribute 16#0006 INT
INPUT_6_GET_MSG.Instance 2 DINT
INPUT_6_GET_MSG.LocalIndex 0 DINT
INPUT_6_GET_MSG.Channel '$00' SINT
INPUT_6_GET_MSG.Rack 8#000 SINT
INPUT_6_GET_MSG.Group 0 SINT
INPUT_6_GET_MSG.Slot 0 SINT
INPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_GET_MSG.Path.LEN 16 DINT
INPUT_6_GET_MSG.Path.DATA SINT
INPUT_6_GET_MSG.RemoteIndex

0 DINT
INPUT_6_GET_MSG.RemoteElement

STRING
INPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_GET_MSG.RemoteElement.DATA

SINT
INPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_GET_MSG.ConnectionRate

7500000 DINT
INPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_6_SET_MSG MESSAGE CompactLogix_V13
INPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

INPUT_6_SET_MSG.Flags 16#0220 INT
INPUT_6_SET_MSG.Flags.4 0 BOOL
INPUT_6_SET_MSG.EW 0 BOOL
INPUT_6_SET_MSG.ER 0 BOOL



CompactLogix_V13 - Controller Tag Listing  Page 39CompactLogix_V13 - Controller Tag Listing  Page 39
CompactLogix_V13 (Controller) 2/20/2009 6:29:06 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

INPUT_6_SET_MSG (Continued)
INPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)

INPUT_6_SET_MSG.DN 0 BOOL
INPUT_6_SET_MSG.ST 0 BOOL
INPUT_6_SET_MSG.EN 0 BOOL
INPUT_6_SET_MSG.TO 0 BOOL
INPUT_6_SET_MSG.EN_CC 0 BOOL
INPUT_6_SET_MSG.ERR 16#0000 INT
INPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_SET_MSG.ERR_SRC 0 SINT
INPUT_6_SET_MSG.DN_LEN 0 INT
INPUT_6_SET_MSG.REQ_LEN 2 INT
INPUT_6_SET_MSG.DestinationLink

0 INT
INPUT_6_SET_MSG.DestinationNode

8#000_000 INT
INPUT_6_SET_MSG.SourceLink 0 INT
INPUT_6_SET_MSG.Class 16#0091 INT
INPUT_6_SET_MSG.Attribute 16#0006 INT
INPUT_6_SET_MSG.Instance 2 DINT
INPUT_6_SET_MSG.LocalIndex 0 DINT
INPUT_6_SET_MSG.Channel '$00' SINT
INPUT_6_SET_MSG.Rack 8#000 SINT
INPUT_6_SET_MSG.Group 0 SINT
INPUT_6_SET_MSG.Slot 0 SINT
INPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_SET_MSG.Path.LEN 16 DINT
INPUT_6_SET_MSG.Path.DATA SINT
INPUT_6_SET_MSG.RemoteIndex 0 DINT
INPUT_6_SET_MSG.RemoteElement

STRING
INPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_SET_MSG.RemoteElement.DATA

SINT
INPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_SET_MSG.ConnectionRate

7500000 DINT
INPUT_6_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_GET_MSG MESSAGE CompactLogix_V13
INPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

INPUT_7_GET_MSG.Flags 16#0200 INT
INPUT_7_GET_MSG.Flags.4 0 BOOL
INPUT_7_GET_MSG.EW 0 BOOL
INPUT_7_GET_MSG.ER 0 BOOL

INPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_7_GET_MSG.DN 0 BOOL
INPUT_7_GET_MSG.ST 0 BOOL
INPUT_7_GET_MSG.EN 0 BOOL
INPUT_7_GET_MSG.TO 0 BOOL
INPUT_7_GET_MSG.EN_CC 0 BOOL
INPUT_7_GET_MSG.ERR 16#0000 INT
INPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_GET_MSG.ERR_SRC 0 SINT
INPUT_7_GET_MSG.DN_LEN 0 INT
INPUT_7_GET_MSG.REQ_LEN 0 INT
INPUT_7_GET_MSG.DestinationLink

0 INT
INPUT_7_GET_MSG.DestinationNode

8#000_000 INT
INPUT_7_GET_MSG.SourceLink 0 INT
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INPUT_7_GET_MSG (Continued)
INPUT_7_GET_MSG.Class 16#0091 INT
INPUT_7_GET_MSG.Attribute 16#0007 INT
INPUT_7_GET_MSG.Instance 2 DINT
INPUT_7_GET_MSG.LocalIndex 0 DINT
INPUT_7_GET_MSG.Channel '$00' SINT
INPUT_7_GET_MSG.Rack 8#000 SINT
INPUT_7_GET_MSG.Group 0 SINT
INPUT_7_GET_MSG.Slot 0 SINT
INPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_GET_MSG.Path.LEN 16 DINT
INPUT_7_GET_MSG.Path.DATA SINT
INPUT_7_GET_MSG.RemoteIndex

0 DINT
INPUT_7_GET_MSG.RemoteElement

STRING
INPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_7_GET_MSG.RemoteElement.DATA

SINT
INPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_7_GET_MSG.ConnectionRate

7500000 DINT
INPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_SET_MSG MESSAGE CompactLogix_V13
INPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

INPUT_7_SET_MSG.Flags 16#0220 INT
INPUT_7_SET_MSG.Flags.4 0 BOOL
INPUT_7_SET_MSG.EW 0 BOOL
INPUT_7_SET_MSG.ER 0 BOOL

INPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_7_SET_MSG.DN 0 BOOL
INPUT_7_SET_MSG.ST 0 BOOL
INPUT_7_SET_MSG.EN 0 BOOL
INPUT_7_SET_MSG.TO 0 BOOL
INPUT_7_SET_MSG.EN_CC 0 BOOL
INPUT_7_SET_MSG.ERR 16#0000 INT
INPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_SET_MSG.ERR_SRC 0 SINT
INPUT_7_SET_MSG.DN_LEN 0 INT
INPUT_7_SET_MSG.REQ_LEN 2 INT
INPUT_7_SET_MSG.DestinationLink

0 INT
INPUT_7_SET_MSG.DestinationNode

8#000_000 INT
INPUT_7_SET_MSG.SourceLink 0 INT
INPUT_7_SET_MSG.Class 16#0091 INT
INPUT_7_SET_MSG.Attribute 16#0007 INT
INPUT_7_SET_MSG.Instance 2 DINT
INPUT_7_SET_MSG.LocalIndex 0 DINT
INPUT_7_SET_MSG.Channel '$00' SINT
INPUT_7_SET_MSG.Rack 8#000 SINT
INPUT_7_SET_MSG.Group 0 SINT
INPUT_7_SET_MSG.Slot 0 SINT
INPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_SET_MSG.Path.LEN 16 DINT
INPUT_7_SET_MSG.Path.DATA SINT
INPUT_7_SET_MSG.RemoteIndex 0 DINT
INPUT_7_SET_MSG.RemoteElement

STRING
INPUT_7_SET_MSG.RemoteElement.LEN
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INPUT_7_SET_MSG (Continued)
INPUT_7_SET_MSG.RemoteElement.LEN

0
DINT

INPUT_7_SET_MSG.RemoteElement.DATA
SINT

INPUT_7_SET_MSG.UnconnectedTimeout
30000000 DINT

INPUT_7_SET_MSG.ConnectionRate
7500000 DINT

INPUT_7_SET_MSG.TimeoutMultiplier
0 SINT

INPUT_8_GET_MSG MESSAGE CompactLogix_V13
INPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

INPUT_8_GET_MSG.Flags 16#0200 INT
INPUT_8_GET_MSG.Flags.4 0 BOOL
INPUT_8_GET_MSG.EW 0 BOOL
INPUT_8_GET_MSG.ER 0 BOOL

INPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_8_GET_MSG.DN 0 BOOL
INPUT_8_GET_MSG.ST 0 BOOL
INPUT_8_GET_MSG.EN 0 BOOL
INPUT_8_GET_MSG.TO 0 BOOL
INPUT_8_GET_MSG.EN_CC 0 BOOL
INPUT_8_GET_MSG.ERR 16#0000 INT
INPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_GET_MSG.ERR_SRC 0 SINT
INPUT_8_GET_MSG.DN_LEN 0 INT
INPUT_8_GET_MSG.REQ_LEN 0 INT
INPUT_8_GET_MSG.DestinationLink

0 INT
INPUT_8_GET_MSG.DestinationNode

8#000_000 INT
INPUT_8_GET_MSG.SourceLink 0 INT
INPUT_8_GET_MSG.Class 16#0091 INT
INPUT_8_GET_MSG.Attribute 16#0008 INT
INPUT_8_GET_MSG.Instance 2 DINT
INPUT_8_GET_MSG.LocalIndex 0 DINT
INPUT_8_GET_MSG.Channel '$00' SINT
INPUT_8_GET_MSG.Rack 8#000 SINT
INPUT_8_GET_MSG.Group 0 SINT
INPUT_8_GET_MSG.Slot 0 SINT
INPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_GET_MSG.Path.LEN 16 DINT
INPUT_8_GET_MSG.Path.DATA SINT
INPUT_8_GET_MSG.RemoteIndex

0 DINT
INPUT_8_GET_MSG.RemoteElement

STRING
INPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_GET_MSG.RemoteElement.DATA

SINT
INPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_GET_MSG.ConnectionRate

7500000 DINT
INPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_8_SET_MSG MESSAGE CompactLogix_V13
INPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

INPUT_8_SET_MSG.Flags 16#0220 INT
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INPUT_8_SET_MSG (Continued)
INPUT_8_SET_MSG.Flags.4 0 BOOL
INPUT_8_SET_MSG.EW 0 BOOL
INPUT_8_SET_MSG.ER 0 BOOL

INPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_8_SET_MSG.DN 0 BOOL
INPUT_8_SET_MSG.ST 0 BOOL
INPUT_8_SET_MSG.EN 0 BOOL
INPUT_8_SET_MSG.TO 0 BOOL
INPUT_8_SET_MSG.EN_CC 0 BOOL
INPUT_8_SET_MSG.ERR 16#0000 INT
INPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_SET_MSG.ERR_SRC 0 SINT
INPUT_8_SET_MSG.DN_LEN 0 INT
INPUT_8_SET_MSG.REQ_LEN 2 INT
INPUT_8_SET_MSG.DestinationLink

0 INT
INPUT_8_SET_MSG.DestinationNode

8#000_000 INT
INPUT_8_SET_MSG.SourceLink 0 INT
INPUT_8_SET_MSG.Class 16#0091 INT
INPUT_8_SET_MSG.Attribute 16#0008 INT
INPUT_8_SET_MSG.Instance 2 DINT
INPUT_8_SET_MSG.LocalIndex 0 DINT
INPUT_8_SET_MSG.Channel '$00' SINT
INPUT_8_SET_MSG.Rack 8#000 SINT
INPUT_8_SET_MSG.Group 0 SINT
INPUT_8_SET_MSG.Slot 0 SINT
INPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_SET_MSG.Path.LEN 16 DINT
INPUT_8_SET_MSG.Path.DATA SINT
INPUT_8_SET_MSG.RemoteIndex 0 DINT
INPUT_8_SET_MSG.RemoteElement

STRING
INPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_SET_MSG.RemoteElement.DATA

SINT
INPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_SET_MSG.ConnectionRate

7500000 DINT
INPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_GET_MSG MESSAGE CompactLogix_V13
INPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

INPUT_9_GET_MSG.Flags 16#0200 INT
INPUT_9_GET_MSG.Flags.4 0 BOOL
INPUT_9_GET_MSG.EW 0 BOOL
INPUT_9_GET_MSG.ER 0 BOOL

INPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_9_GET_MSG.DN 0 BOOL
INPUT_9_GET_MSG.ST 0 BOOL
INPUT_9_GET_MSG.EN 0 BOOL
INPUT_9_GET_MSG.TO 0 BOOL
INPUT_9_GET_MSG.EN_CC 0 BOOL
INPUT_9_GET_MSG.ERR 16#0000 INT
INPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_GET_MSG.ERR_SRC 0 SINT
INPUT_9_GET_MSG.DN_LEN 0 INT
INPUT_9_GET_MSG.REQ_LEN 0 INT
INPUT_9_GET_MSG.DestinationLink

0 INT
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INPUT_9_GET_MSG (Continued)
INPUT_9_GET_MSG.DestinationNode

8#000_000 INT
INPUT_9_GET_MSG.SourceLink 0 INT
INPUT_9_GET_MSG.Class 16#0091 INT
INPUT_9_GET_MSG.Attribute 16#0009 INT
INPUT_9_GET_MSG.Instance 2 DINT
INPUT_9_GET_MSG.LocalIndex 0 DINT
INPUT_9_GET_MSG.Channel '$00' SINT
INPUT_9_GET_MSG.Rack 8#000 SINT
INPUT_9_GET_MSG.Group 0 SINT
INPUT_9_GET_MSG.Slot 0 SINT
INPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_GET_MSG.Path.LEN 16 DINT
INPUT_9_GET_MSG.Path.DATA SINT
INPUT_9_GET_MSG.RemoteIndex

0 DINT
INPUT_9_GET_MSG.RemoteElement

STRING
INPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_GET_MSG.RemoteElement.DATA

SINT
INPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_GET_MSG.ConnectionRate

7500000 DINT
INPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_SET_MSG MESSAGE CompactLogix_V13
INPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

INPUT_9_SET_MSG.Flags 16#0220 INT
INPUT_9_SET_MSG.Flags.4 0 BOOL
INPUT_9_SET_MSG.EW 0 BOOL
INPUT_9_SET_MSG.ER 0 BOOL

INPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_9_SET_MSG.DN 0 BOOL
INPUT_9_SET_MSG.ST 0 BOOL
INPUT_9_SET_MSG.EN 0 BOOL
INPUT_9_SET_MSG.TO 0 BOOL
INPUT_9_SET_MSG.EN_CC 0 BOOL
INPUT_9_SET_MSG.ERR 16#0000 INT
INPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_SET_MSG.ERR_SRC 0 SINT
INPUT_9_SET_MSG.DN_LEN 0 INT
INPUT_9_SET_MSG.REQ_LEN 2 INT
INPUT_9_SET_MSG.DestinationLink

0 INT
INPUT_9_SET_MSG.DestinationNode

8#000_000 INT
INPUT_9_SET_MSG.SourceLink 0 INT
INPUT_9_SET_MSG.Class 16#0091 INT
INPUT_9_SET_MSG.Attribute 16#0009 INT
INPUT_9_SET_MSG.Instance 2 DINT
INPUT_9_SET_MSG.LocalIndex 0 DINT
INPUT_9_SET_MSG.Channel '$00' SINT
INPUT_9_SET_MSG.Rack 8#000 SINT
INPUT_9_SET_MSG.Group 0 SINT
INPUT_9_SET_MSG.Slot 0 SINT
INPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_SET_MSG.Path.LEN 16 DINT
INPUT_9_SET_MSG.Path.DATA SINT
INPUT_9_SET_MSG.RemoteIndex 0 DINT
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INPUT_9_SET_MSG (Continued)
INPUT_9_SET_MSG.RemoteElement

STRING
INPUT_9_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_SET_MSG.RemoteElement.DATA

SINT
INPUT_9_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_SET_MSG.ConnectionRate

7500000 DINT
INPUT_9_SET_MSG.TimeoutMultiplier

0 SINT

Local:2:I AB:1769_IQ6XOW4:I:0 CompactLogix_V13
Local:2:I.Data 2#0000_0000 SINT
Local:2:I.Data.0 0 BOOL

Local:2:I.Data.0 - MainProgram/Message_Timing - 0(XIC)
Local:2:I.Data.1 0 BOOL

Local:2:I.Data.1 - MainProgram/Message_Timing - 3(XIC)

Local:2:O AB:1769_IQ6XOW4:O:0 CompactLogix_V13
Local:2:O.Data 2#0000_0001 SINT
Local:2:O.Data.0 1 BOOL

Local:2:O.Data.0 - MainProgram/Message_Timing - *1(OTE)
Local:2:O.Data.1 1 BOOL

Local:2:O.Data.1 - MainProgram/Message_Timing - *2(OTE)
Local:2:O.Data.2 1 BOOL

Local:2:O.Data.2 - MainProgram/Message_Timing - *4(OTE)
Local:2:O.Data.3 1 BOOL

Local:2:O.Data.3 - MainProgram/Message_Timing - *5(OTE)

OUTPUT_10_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)

OUTPUT_10_GET_MSG.Flags 16#0200 INT
OUTPUT_10_GET_MSG.Flags.4 0 BOOL
OUTPUT_10_GET_MSG.EW 0 BOOL
OUTPUT_10_GET_MSG.ER 0 BOOL

OUTPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_10_GET_MSG.DN 0 BOOL
OUTPUT_10_GET_MSG.ST 0 BOOL
OUTPUT_10_GET_MSG.EN 0 BOOL
OUTPUT_10_GET_MSG.TO 0 BOOL
OUTPUT_10_GET_MSG.EN_CC 0 BOOL
OUTPUT_10_GET_MSG.ERR 16#0000 INT
OUTPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_GET_MSG.ERR_SRC

0 SINT
OUTPUT_10_GET_MSG.DN_LEN

0 INT
OUTPUT_10_GET_MSG.REQ_LEN

0 INT
OUTPUT_10_GET_MSG.DestinationLink

0 INT
OUTPUT_10_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_GET_MSG.SourceLink

0 INT
OUTPUT_10_GET_MSG.Class 16#0091 INT
OUTPUT_10_GET_MSG.Attribute

16#000a INT
OUTPUT_10_GET_MSG.Instance 1 DINT
OUTPUT_10_GET_MSG.LocalIndex

0 DINT
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OUTPUT_10_GET_MSG (Continued)
OUTPUT_10_GET_MSG.Channel '$00' SINT
OUTPUT_10_GET_MSG.Rack 8#000 SINT
OUTPUT_10_GET_MSG.Group 0 SINT
OUTPUT_10_GET_MSG.Slot 0 SINT
OUTPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_GET_MSG.Path.LEN

16 DINT
OUTPUT_10_GET_MSG.Path.DATA

SINT
OUTPUT_10_GET_MSG.RemoteIndex

0 DINT
OUTPUT_10_GET_MSG.RemoteElement

STRING
OUTPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_10_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

OUTPUT_10_SET_MSG.Flags 16#0220 INT
OUTPUT_10_SET_MSG.Flags.4 0 BOOL
OUTPUT_10_SET_MSG.EW 0 BOOL
OUTPUT_10_SET_MSG.ER 0 BOOL

OUTPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_10_SET_MSG.DN 0 BOOL
OUTPUT_10_SET_MSG.ST 0 BOOL
OUTPUT_10_SET_MSG.EN 0 BOOL
OUTPUT_10_SET_MSG.TO 0 BOOL
OUTPUT_10_SET_MSG.EN_CC 0 BOOL
OUTPUT_10_SET_MSG.ERR 16#0000 INT
OUTPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_SET_MSG.ERR_SRC

0 SINT
OUTPUT_10_SET_MSG.DN_LEN 0 INT
OUTPUT_10_SET_MSG.REQ_LEN

2 INT
OUTPUT_10_SET_MSG.DestinationLink

0 INT
OUTPUT_10_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_SET_MSG.SourceLink

0 INT
OUTPUT_10_SET_MSG.Class 16#0091 INT
OUTPUT_10_SET_MSG.Attribute 16#000a INT
OUTPUT_10_SET_MSG.Instance 1 DINT
OUTPUT_10_SET_MSG.LocalIndex

0 DINT
OUTPUT_10_SET_MSG.Channel '$00' SINT
OUTPUT_10_SET_MSG.Rack 8#000 SINT
OUTPUT_10_SET_MSG.Group 0 SINT
OUTPUT_10_SET_MSG.Slot 0 SINT
OUTPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_SET_MSG.Path.LEN

16 DINT
OUTPUT_10_SET_MSG.Path.DATA

SINT
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OUTPUT_10_SET_MSG (Continued)
OUTPUT_10_SET_MSG.RemoteIndex

0 DINT
OUTPUT_10_SET_MSG.RemoteElement

STRING
OUTPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

OUTPUT_11_GET_MSG.Flags 16#0200 INT
OUTPUT_11_GET_MSG.Flags.4 0 BOOL
OUTPUT_11_GET_MSG.EW 0 BOOL
OUTPUT_11_GET_MSG.ER 0 BOOL

OUTPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_11_GET_MSG.DN 0 BOOL
OUTPUT_11_GET_MSG.ST 0 BOOL
OUTPUT_11_GET_MSG.EN 0 BOOL
OUTPUT_11_GET_MSG.TO 0 BOOL
OUTPUT_11_GET_MSG.EN_CC 0 BOOL
OUTPUT_11_GET_MSG.ERR 16#0000 INT
OUTPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_GET_MSG.ERR_SRC

0 SINT
OUTPUT_11_GET_MSG.DN_LEN

0 INT
OUTPUT_11_GET_MSG.REQ_LEN

0 INT
OUTPUT_11_GET_MSG.DestinationLink

0 INT
OUTPUT_11_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_GET_MSG.SourceLink

0 INT
OUTPUT_11_GET_MSG.Class 16#0091 INT
OUTPUT_11_GET_MSG.Attribute

16#000b INT
OUTPUT_11_GET_MSG.Instance 1 DINT
OUTPUT_11_GET_MSG.LocalIndex

0 DINT
OUTPUT_11_GET_MSG.Channel '$00' SINT
OUTPUT_11_GET_MSG.Rack 8#000 SINT
OUTPUT_11_GET_MSG.Group 0 SINT
OUTPUT_11_GET_MSG.Slot 0 SINT
OUTPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_GET_MSG.Path.LEN

16 DINT
OUTPUT_11_GET_MSG.Path.DATA

SINT
OUTPUT_11_GET_MSG.RemoteIndex

0 DINT
OUTPUT_11_GET_MSG.RemoteElement

STRING
OUTPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_GET_MSG.RemoteElement.DATA
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RSLogix 5000

OUTPUT_11_GET_MSG (Continued)
OUTPUT_11_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

OUTPUT_11_SET_MSG.Flags 16#0220 INT
OUTPUT_11_SET_MSG.Flags.4 0 BOOL
OUTPUT_11_SET_MSG.EW 0 BOOL
OUTPUT_11_SET_MSG.ER 0 BOOL

OUTPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_11_SET_MSG.DN 0 BOOL
OUTPUT_11_SET_MSG.ST 0 BOOL
OUTPUT_11_SET_MSG.EN 0 BOOL
OUTPUT_11_SET_MSG.TO 0 BOOL
OUTPUT_11_SET_MSG.EN_CC 0 BOOL
OUTPUT_11_SET_MSG.ERR 16#0000 INT
OUTPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_SET_MSG.ERR_SRC

0 SINT
OUTPUT_11_SET_MSG.DN_LEN 0 INT
OUTPUT_11_SET_MSG.REQ_LEN

2 INT
OUTPUT_11_SET_MSG.DestinationLink

0 INT
OUTPUT_11_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_SET_MSG.SourceLink

0 INT
OUTPUT_11_SET_MSG.Class 16#0091 INT
OUTPUT_11_SET_MSG.Attribute 16#000b INT
OUTPUT_11_SET_MSG.Instance 1 DINT
OUTPUT_11_SET_MSG.LocalIndex

0 DINT
OUTPUT_11_SET_MSG.Channel '$00' SINT
OUTPUT_11_SET_MSG.Rack 8#000 SINT
OUTPUT_11_SET_MSG.Group 0 SINT
OUTPUT_11_SET_MSG.Slot 0 SINT
OUTPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_SET_MSG.Path.LEN

16 DINT
OUTPUT_11_SET_MSG.Path.DATA

SINT
OUTPUT_11_SET_MSG.RemoteIndex

0 DINT
OUTPUT_11_SET_MSG.RemoteElement

STRING
OUTPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_SET_MSG.TimeoutMultiplier

0 SINT
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OUTPUT_12_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

OUTPUT_12_GET_MSG.Flags 16#0200 INT
OUTPUT_12_GET_MSG.Flags.4 0 BOOL
OUTPUT_12_GET_MSG.EW 0 BOOL
OUTPUT_12_GET_MSG.ER 0 BOOL

OUTPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_12_GET_MSG.DN 0 BOOL
OUTPUT_12_GET_MSG.ST 0 BOOL
OUTPUT_12_GET_MSG.EN 0 BOOL
OUTPUT_12_GET_MSG.TO 0 BOOL
OUTPUT_12_GET_MSG.EN_CC 0 BOOL
OUTPUT_12_GET_MSG.ERR 16#0000 INT
OUTPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_GET_MSG.ERR_SRC

0 SINT
OUTPUT_12_GET_MSG.DN_LEN

0 INT
OUTPUT_12_GET_MSG.REQ_LEN

0 INT
OUTPUT_12_GET_MSG.DestinationLink

0 INT
OUTPUT_12_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_GET_MSG.SourceLink

0 INT
OUTPUT_12_GET_MSG.Class 16#0091 INT
OUTPUT_12_GET_MSG.Attribute

16#000c INT
OUTPUT_12_GET_MSG.Instance 1 DINT
OUTPUT_12_GET_MSG.LocalIndex

0 DINT
OUTPUT_12_GET_MSG.Channel '$00' SINT
OUTPUT_12_GET_MSG.Rack 8#000 SINT
OUTPUT_12_GET_MSG.Group 0 SINT
OUTPUT_12_GET_MSG.Slot 0 SINT
OUTPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_GET_MSG.Path.LEN

16 DINT
OUTPUT_12_GET_MSG.Path.DATA

SINT
OUTPUT_12_GET_MSG.RemoteIndex

0 DINT
OUTPUT_12_GET_MSG.RemoteElement

STRING
OUTPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_12_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

OUTPUT_12_SET_MSG.Flags 16#0220 INT
OUTPUT_12_SET_MSG.Flags.4 0 BOOL
OUTPUT_12_SET_MSG.EW 0 BOOL
OUTPUT_12_SET_MSG.ER 0 BOOL

OUTPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_12_SET_MSG.DN 0 BOOL
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OUTPUT_12_SET_MSG (Continued)
OUTPUT_12_SET_MSG.ST 0 BOOL
OUTPUT_12_SET_MSG.EN 0 BOOL
OUTPUT_12_SET_MSG.TO 0 BOOL
OUTPUT_12_SET_MSG.EN_CC 0 BOOL
OUTPUT_12_SET_MSG.ERR 16#0000 INT
OUTPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_SET_MSG.ERR_SRC

0 SINT
OUTPUT_12_SET_MSG.DN_LEN 0 INT
OUTPUT_12_SET_MSG.REQ_LEN

2 INT
OUTPUT_12_SET_MSG.DestinationLink

0 INT
OUTPUT_12_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_SET_MSG.SourceLink

0 INT
OUTPUT_12_SET_MSG.Class 16#0091 INT
OUTPUT_12_SET_MSG.Attribute 16#000c INT
OUTPUT_12_SET_MSG.Instance 1 DINT
OUTPUT_12_SET_MSG.LocalIndex

0 DINT
OUTPUT_12_SET_MSG.Channel '$00' SINT
OUTPUT_12_SET_MSG.Rack 8#000 SINT
OUTPUT_12_SET_MSG.Group 0 SINT
OUTPUT_12_SET_MSG.Slot 0 SINT
OUTPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_SET_MSG.Path.LEN

16 DINT
OUTPUT_12_SET_MSG.Path.DATA

SINT
OUTPUT_12_SET_MSG.RemoteIndex

0 DINT
OUTPUT_12_SET_MSG.RemoteElement

STRING
OUTPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

OUTPUT_5_GET_MSG.Flags 16#0200 INT
OUTPUT_5_GET_MSG.Flags.4 0 BOOL
OUTPUT_5_GET_MSG.EW 0 BOOL
OUTPUT_5_GET_MSG.ER 0 BOOL

OUTPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_5_GET_MSG.DN 0 BOOL
OUTPUT_5_GET_MSG.ST 0 BOOL
OUTPUT_5_GET_MSG.EN 0 BOOL
OUTPUT_5_GET_MSG.TO 0 BOOL
OUTPUT_5_GET_MSG.EN_CC 0 BOOL
OUTPUT_5_GET_MSG.ERR 16#0000 INT
OUTPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_GET_MSG.ERR_SRC

0 SINT
OUTPUT_5_GET_MSG.DN_LEN 0 INT
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RSLogix 5000

OUTPUT_5_GET_MSG (Continued)
OUTPUT_5_GET_MSG.REQ_LEN

0 INT
OUTPUT_5_GET_MSG.DestinationLink

0 INT
OUTPUT_5_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_GET_MSG.SourceLink

0 INT
OUTPUT_5_GET_MSG.Class 16#0091 INT
OUTPUT_5_GET_MSG.Attribute 16#0005 INT
OUTPUT_5_GET_MSG.Instance 1 DINT
OUTPUT_5_GET_MSG.LocalIndex

0 DINT
OUTPUT_5_GET_MSG.Channel '$00' SINT
OUTPUT_5_GET_MSG.Rack 8#000 SINT
OUTPUT_5_GET_MSG.Group 0 SINT
OUTPUT_5_GET_MSG.Slot 0 SINT
OUTPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_GET_MSG.Path.LEN 16 DINT
OUTPUT_5_GET_MSG.Path.DATA

SINT
OUTPUT_5_GET_MSG.RemoteIndex

0 DINT
OUTPUT_5_GET_MSG.RemoteElement

STRING
OUTPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

OUTPUT_5_SET_MSG.Flags 16#0220 INT
OUTPUT_5_SET_MSG.Flags.4 0 BOOL
OUTPUT_5_SET_MSG.EW 0 BOOL
OUTPUT_5_SET_MSG.ER 0 BOOL

OUTPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_5_SET_MSG.DN 0 BOOL
OUTPUT_5_SET_MSG.ST 0 BOOL
OUTPUT_5_SET_MSG.EN 0 BOOL
OUTPUT_5_SET_MSG.TO 0 BOOL
OUTPUT_5_SET_MSG.EN_CC 0 BOOL
OUTPUT_5_SET_MSG.ERR 16#0000 INT
OUTPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_SET_MSG.ERR_SRC 0 SINT
OUTPUT_5_SET_MSG.DN_LEN 0 INT
OUTPUT_5_SET_MSG.REQ_LEN

2 INT
OUTPUT_5_SET_MSG.DestinationLink

0 INT
OUTPUT_5_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_SET_MSG.SourceLink

0 INT
OUTPUT_5_SET_MSG.Class 16#0091 INT
OUTPUT_5_SET_MSG.Attribute 16#0005 INT
OUTPUT_5_SET_MSG.Instance 1 DINT



CompactLogix_V13 - Controller Tag Listing  Page 51CompactLogix_V13 - Controller Tag Listing  Page 51
CompactLogix_V13 (Controller) 2/20/2009 6:29:12 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

OUTPUT_5_SET_MSG (Continued)
OUTPUT_5_SET_MSG.LocalIndex

0 DINT
OUTPUT_5_SET_MSG.Channel '$00' SINT
OUTPUT_5_SET_MSG.Rack 8#000 SINT
OUTPUT_5_SET_MSG.Group 0 SINT
OUTPUT_5_SET_MSG.Slot 0 SINT
OUTPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_SET_MSG.Path.LEN 16 DINT
OUTPUT_5_SET_MSG.Path.DATA

SINT
OUTPUT_5_SET_MSG.RemoteIndex

0 DINT
OUTPUT_5_SET_MSG.RemoteElement

STRING
OUTPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

OUTPUT_6_GET_MSG.Flags 16#0200 INT
OUTPUT_6_GET_MSG.Flags.4 0 BOOL
OUTPUT_6_GET_MSG.EW 0 BOOL
OUTPUT_6_GET_MSG.ER 0 BOOL

OUTPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_6_GET_MSG.DN 0 BOOL
OUTPUT_6_GET_MSG.ST 0 BOOL
OUTPUT_6_GET_MSG.EN 0 BOOL
OUTPUT_6_GET_MSG.TO 0 BOOL
OUTPUT_6_GET_MSG.EN_CC 0 BOOL
OUTPUT_6_GET_MSG.ERR 16#0000 INT
OUTPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_GET_MSG.ERR_SRC

0 SINT
OUTPUT_6_GET_MSG.DN_LEN 0 INT
OUTPUT_6_GET_MSG.REQ_LEN

0 INT
OUTPUT_6_GET_MSG.DestinationLink

0 INT
OUTPUT_6_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_GET_MSG.SourceLink

0 INT
OUTPUT_6_GET_MSG.Class 16#0091 INT
OUTPUT_6_GET_MSG.Attribute 16#0006 INT
OUTPUT_6_GET_MSG.Instance 1 DINT
OUTPUT_6_GET_MSG.LocalIndex

0 DINT
OUTPUT_6_GET_MSG.Channel '$00' SINT
OUTPUT_6_GET_MSG.Rack 8#000 SINT
OUTPUT_6_GET_MSG.Group 0 SINT
OUTPUT_6_GET_MSG.Slot 0 SINT
OUTPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_GET_MSG.Path.LEN 16 DINT
OUTPUT_6_GET_MSG.Path.DATA

SINT
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OUTPUT_6_GET_MSG (Continued)
OUTPUT_6_GET_MSG.RemoteIndex

0 DINT
OUTPUT_6_GET_MSG.RemoteElement

STRING
OUTPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

OUTPUT_6_SET_MSG.Flags 16#0220 INT
OUTPUT_6_SET_MSG.Flags.4 0 BOOL
OUTPUT_6_SET_MSG.EW 0 BOOL
OUTPUT_6_SET_MSG.ER 0 BOOL

OUTPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_6_SET_MSG.DN 0 BOOL
OUTPUT_6_SET_MSG.ST 0 BOOL
OUTPUT_6_SET_MSG.EN 0 BOOL
OUTPUT_6_SET_MSG.TO 0 BOOL
OUTPUT_6_SET_MSG.EN_CC 0 BOOL
OUTPUT_6_SET_MSG.ERR 16#0000 INT
OUTPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_SET_MSG.ERR_SRC 0 SINT
OUTPUT_6_SET_MSG.DN_LEN 0 INT
OUTPUT_6_SET_MSG.REQ_LEN

2 INT
OUTPUT_6_SET_MSG.DestinationLink

0 INT
OUTPUT_6_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_SET_MSG.SourceLink

0 INT
OUTPUT_6_SET_MSG.Class 16#0091 INT
OUTPUT_6_SET_MSG.Attribute 16#0006 INT
OUTPUT_6_SET_MSG.Instance 1 DINT
OUTPUT_6_SET_MSG.LocalIndex

0 DINT
OUTPUT_6_SET_MSG.Channel '$00' SINT
OUTPUT_6_SET_MSG.Rack 8#000 SINT
OUTPUT_6_SET_MSG.Group 0 SINT
OUTPUT_6_SET_MSG.Slot 0 SINT
OUTPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_SET_MSG.Path.LEN 16 DINT
OUTPUT_6_SET_MSG.Path.DATA

SINT
OUTPUT_6_SET_MSG.RemoteIndex

0 DINT
OUTPUT_6_SET_MSG.RemoteElement

STRING
OUTPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_SET_MSG.ConnectionRate
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OUTPUT_6_SET_MSG (Continued)
OUTPUT_6_SET_MSG.ConnectionRate

7500000
DINT

OUTPUT_6_SET_MSG.TimeoutMultiplier
0 SINT

OUTPUT_7_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

OUTPUT_7_GET_MSG.Flags 16#0200 INT
OUTPUT_7_GET_MSG.Flags.4 0 BOOL
OUTPUT_7_GET_MSG.EW 0 BOOL
OUTPUT_7_GET_MSG.ER 0 BOOL

OUTPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_7_GET_MSG.DN 0 BOOL
OUTPUT_7_GET_MSG.ST 0 BOOL
OUTPUT_7_GET_MSG.EN 0 BOOL
OUTPUT_7_GET_MSG.TO 0 BOOL
OUTPUT_7_GET_MSG.EN_CC 0 BOOL
OUTPUT_7_GET_MSG.ERR 16#0000 INT
OUTPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_GET_MSG.ERR_SRC

0 SINT
OUTPUT_7_GET_MSG.DN_LEN 0 INT
OUTPUT_7_GET_MSG.REQ_LEN

0 INT
OUTPUT_7_GET_MSG.DestinationLink

0 INT
OUTPUT_7_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_GET_MSG.SourceLink

0 INT
OUTPUT_7_GET_MSG.Class 16#0091 INT
OUTPUT_7_GET_MSG.Attribute 16#0007 INT
OUTPUT_7_GET_MSG.Instance 1 DINT
OUTPUT_7_GET_MSG.LocalIndex

0 DINT
OUTPUT_7_GET_MSG.Channel '$00' SINT
OUTPUT_7_GET_MSG.Rack 8#000 SINT
OUTPUT_7_GET_MSG.Group 0 SINT
OUTPUT_7_GET_MSG.Slot 0 SINT
OUTPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_GET_MSG.Path.LEN 16 DINT
OUTPUT_7_GET_MSG.Path.DATA

SINT
OUTPUT_7_GET_MSG.RemoteIndex

0 DINT
OUTPUT_7_GET_MSG.RemoteElement

STRING
OUTPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_7_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

OUTPUT_7_SET_MSG.Flags 16#0220 INT
OUTPUT_7_SET_MSG.Flags.4 0 BOOL
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OUTPUT_7_SET_MSG (Continued)
OUTPUT_7_SET_MSG.EW 0 BOOL
OUTPUT_7_SET_MSG.ER 0 BOOL

OUTPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_7_SET_MSG.DN 0 BOOL
OUTPUT_7_SET_MSG.ST 0 BOOL
OUTPUT_7_SET_MSG.EN 0 BOOL
OUTPUT_7_SET_MSG.TO 0 BOOL
OUTPUT_7_SET_MSG.EN_CC 0 BOOL
OUTPUT_7_SET_MSG.ERR 16#0000 INT
OUTPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_SET_MSG.ERR_SRC 0 SINT
OUTPUT_7_SET_MSG.DN_LEN 0 INT
OUTPUT_7_SET_MSG.REQ_LEN

2 INT
OUTPUT_7_SET_MSG.DestinationLink

0 INT
OUTPUT_7_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_SET_MSG.SourceLink

0 INT
OUTPUT_7_SET_MSG.Class 16#0091 INT
OUTPUT_7_SET_MSG.Attribute 16#0007 INT
OUTPUT_7_SET_MSG.Instance 1 DINT
OUTPUT_7_SET_MSG.LocalIndex

0 DINT
OUTPUT_7_SET_MSG.Channel '$00' SINT
OUTPUT_7_SET_MSG.Rack 8#000 SINT
OUTPUT_7_SET_MSG.Group 0 SINT
OUTPUT_7_SET_MSG.Slot 0 SINT
OUTPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_SET_MSG.Path.LEN 16 DINT
OUTPUT_7_SET_MSG.Path.DATA

SINT
OUTPUT_7_SET_MSG.RemoteIndex

0 DINT
OUTPUT_7_SET_MSG.RemoteElement

STRING
OUTPUT_7_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

OUTPUT_8_GET_MSG.Flags 16#0200 INT
OUTPUT_8_GET_MSG.Flags.4 0 BOOL
OUTPUT_8_GET_MSG.EW 0 BOOL
OUTPUT_8_GET_MSG.ER 0 BOOL

OUTPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_8_GET_MSG.DN 0 BOOL
OUTPUT_8_GET_MSG.ST 0 BOOL
OUTPUT_8_GET_MSG.EN 0 BOOL
OUTPUT_8_GET_MSG.TO 0 BOOL
OUTPUT_8_GET_MSG.EN_CC 0 BOOL
OUTPUT_8_GET_MSG.ERR 16#0000 INT
OUTPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_GET_MSG.ERR_SRC
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OUTPUT_8_GET_MSG (Continued)
OUTPUT_8_GET_MSG.ERR_SRC

0
SINT

OUTPUT_8_GET_MSG.DN_LEN 0 INT
OUTPUT_8_GET_MSG.REQ_LEN

0 INT
OUTPUT_8_GET_MSG.DestinationLink

0 INT
OUTPUT_8_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_GET_MSG.SourceLink

0 INT
OUTPUT_8_GET_MSG.Class 16#0091 INT
OUTPUT_8_GET_MSG.Attribute 16#0008 INT
OUTPUT_8_GET_MSG.Instance 1 DINT
OUTPUT_8_GET_MSG.LocalIndex

0 DINT
OUTPUT_8_GET_MSG.Channel '$00' SINT
OUTPUT_8_GET_MSG.Rack 8#000 SINT
OUTPUT_8_GET_MSG.Group 0 SINT
OUTPUT_8_GET_MSG.Slot 0 SINT
OUTPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_GET_MSG.Path.LEN 16 DINT
OUTPUT_8_GET_MSG.Path.DATA

SINT
OUTPUT_8_GET_MSG.RemoteIndex

0 DINT
OUTPUT_8_GET_MSG.RemoteElement

STRING
OUTPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

OUTPUT_8_SET_MSG.Flags 16#0220 INT
OUTPUT_8_SET_MSG.Flags.4 0 BOOL
OUTPUT_8_SET_MSG.EW 0 BOOL
OUTPUT_8_SET_MSG.ER 0 BOOL

OUTPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_8_SET_MSG.DN 0 BOOL
OUTPUT_8_SET_MSG.ST 0 BOOL
OUTPUT_8_SET_MSG.EN 0 BOOL
OUTPUT_8_SET_MSG.TO 0 BOOL
OUTPUT_8_SET_MSG.EN_CC 0 BOOL
OUTPUT_8_SET_MSG.ERR 16#0000 INT
OUTPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_SET_MSG.ERR_SRC 0 SINT
OUTPUT_8_SET_MSG.DN_LEN 0 INT
OUTPUT_8_SET_MSG.REQ_LEN

2 INT
OUTPUT_8_SET_MSG.DestinationLink

0 INT
OUTPUT_8_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_SET_MSG.SourceLink
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OUTPUT_8_SET_MSG (Continued)
OUTPUT_8_SET_MSG.SourceLink

0
INT

OUTPUT_8_SET_MSG.Class 16#0091 INT
OUTPUT_8_SET_MSG.Attribute 16#0008 INT
OUTPUT_8_SET_MSG.Instance 1 DINT
OUTPUT_8_SET_MSG.LocalIndex

0 DINT
OUTPUT_8_SET_MSG.Channel '$00' SINT
OUTPUT_8_SET_MSG.Rack 8#000 SINT
OUTPUT_8_SET_MSG.Group 0 SINT
OUTPUT_8_SET_MSG.Slot 0 SINT
OUTPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_SET_MSG.Path.LEN 16 DINT
OUTPUT_8_SET_MSG.Path.DATA

SINT
OUTPUT_8_SET_MSG.RemoteIndex

0 DINT
OUTPUT_8_SET_MSG.RemoteElement

STRING
OUTPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

OUTPUT_9_GET_MSG.Flags 16#0200 INT
OUTPUT_9_GET_MSG.Flags.4 0 BOOL
OUTPUT_9_GET_MSG.EW 0 BOOL
OUTPUT_9_GET_MSG.ER 0 BOOL

OUTPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_9_GET_MSG.DN 0 BOOL
OUTPUT_9_GET_MSG.ST 0 BOOL
OUTPUT_9_GET_MSG.EN 0 BOOL
OUTPUT_9_GET_MSG.TO 0 BOOL
OUTPUT_9_GET_MSG.EN_CC 0 BOOL
OUTPUT_9_GET_MSG.ERR 16#0000 INT
OUTPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_GET_MSG.ERR_SRC

0 SINT
OUTPUT_9_GET_MSG.DN_LEN 0 INT
OUTPUT_9_GET_MSG.REQ_LEN

0 INT
OUTPUT_9_GET_MSG.DestinationLink

0 INT
OUTPUT_9_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_GET_MSG.SourceLink

0 INT
OUTPUT_9_GET_MSG.Class 16#0091 INT
OUTPUT_9_GET_MSG.Attribute 16#0009 INT
OUTPUT_9_GET_MSG.Instance 1 DINT
OUTPUT_9_GET_MSG.LocalIndex

0 DINT
OUTPUT_9_GET_MSG.Channel '$00' SINT
OUTPUT_9_GET_MSG.Rack 8#000 SINT
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OUTPUT_9_GET_MSG (Continued)
OUTPUT_9_GET_MSG.Group 0 SINT
OUTPUT_9_GET_MSG.Slot 0 SINT
OUTPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_GET_MSG.Path.LEN 16 DINT
OUTPUT_9_GET_MSG.Path.DATA

SINT
OUTPUT_9_GET_MSG.RemoteIndex

0 DINT
OUTPUT_9_GET_MSG.RemoteElement

STRING
OUTPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_9_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_9_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

OUTPUT_9_SET_MSG.Flags 16#0220 INT
OUTPUT_9_SET_MSG.Flags.4 0 BOOL
OUTPUT_9_SET_MSG.EW 0 BOOL
OUTPUT_9_SET_MSG.ER 0 BOOL

OUTPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_9_SET_MSG.DN 0 BOOL
OUTPUT_9_SET_MSG.ST 0 BOOL
OUTPUT_9_SET_MSG.EN 0 BOOL
OUTPUT_9_SET_MSG.TO 0 BOOL
OUTPUT_9_SET_MSG.EN_CC 0 BOOL
OUTPUT_9_SET_MSG.ERR 16#0000 INT
OUTPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_SET_MSG.ERR_SRC 0 SINT
OUTPUT_9_SET_MSG.DN_LEN 0 INT
OUTPUT_9_SET_MSG.REQ_LEN

2 INT
OUTPUT_9_SET_MSG.DestinationLink

0 INT
OUTPUT_9_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_SET_MSG.SourceLink

0 INT
OUTPUT_9_SET_MSG.Class 16#0091 INT
OUTPUT_9_SET_MSG.Attribute 16#0009 INT
OUTPUT_9_SET_MSG.Instance 1 DINT
OUTPUT_9_SET_MSG.LocalIndex

0 DINT
OUTPUT_9_SET_MSG.Channel '$00' SINT
OUTPUT_9_SET_MSG.Rack 8#000 SINT
OUTPUT_9_SET_MSG.Group 0 SINT
OUTPUT_9_SET_MSG.Slot 0 SINT
OUTPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_SET_MSG.Path.LEN 16 DINT
OUTPUT_9_SET_MSG.Path.DATA

SINT
OUTPUT_9_SET_MSG.RemoteIndex

0 DINT
OUTPUT_9_SET_MSG.RemoteElement

STRING
OUTPUT_9_SET_MSG.RemoteElement.LEN
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OUTPUT_9_SET_MSG (Continued)
OUTPUT_9_SET_MSG.RemoteElement.LEN

0
DINT

OUTPUT_9_SET_MSG.RemoteElement.DATA
SINT

OUTPUT_9_SET_MSG.UnconnectedTimeout
30000000 DINT

OUTPUT_9_SET_MSG.ConnectionRate
7500000 DINT

OUTPUT_9_SET_MSG.TimeoutMultiplier
0 SINT

READ_DATA_10 1500 DINT CompactLogix_V13
READ_DATA_10 - MainProgram/Reading_Data_Sets - 10(GRT)

READ_DATA_11 1750 DINT CompactLogix_V13
READ_DATA_11 - MainProgram/Reading_Data_Sets - 12(GRT)

READ_DATA_12 2000 DINT CompactLogix_V13
READ_DATA_12 - MainProgram/Reading_Data_Sets - 14(GRT)

READ_DATA_5 250 DINT CompactLogix_V13
READ_DATA_5 - MainProgram/Reading_Data_Sets - 0(GRT)

READ_DATA_6 500 DINT CompactLogix_V13
READ_DATA_6 - MainProgram/Reading_Data_Sets - 2(GRT)

READ_DATA_7 750 DINT CompactLogix_V13
READ_DATA_7 - MainProgram/Reading_Data_Sets - 4(GRT)

READ_DATA_8 1000 DINT CompactLogix_V13
READ_DATA_8 - MainProgram/Reading_Data_Sets - 6(GRT)

READ_DATA_9 1250 DINT CompactLogix_V13
READ_DATA_9 - MainProgram/Reading_Data_Sets - 8(GRT)

READ_DONE 1 DINT CompactLogix_V13
READ_DONE - MainProgram/Message_Timing - 4(LES)

READ_INPUT_DATA_SET_10 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_10 - MainProgram/Reading_Data_Sets - *10(MSG), 11(MOV)

READ_INPUT_DATA_SET_11 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_11 - MainProgram/Reading_Data_Sets - *12(MSG), 13(MOV)

READ_INPUT_DATA_SET_12 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_12 - MainProgram/Reading_Data_Sets - *14(MSG), 15(MOV)

READ_INPUT_DATA_SET_5 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_5 - MainProgram/Reading_Data_Sets - *0(MSG), 1(MOV)

READ_INPUT_DATA_SET_6 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_6 - MainProgram/Reading_Data_Sets - *2(MSG), 3(MOV)

READ_INPUT_DATA_SET_7 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_7 - MainProgram/Reading_Data_Sets - *4(MSG), 5(MOV)

READ_INPUT_DATA_SET_8 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_8 - MainProgram/Reading_Data_Sets - *6(MSG), 7(MOV)

READ_INPUT_DATA_SET_9 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_9 - MainProgram/Reading_Data_Sets - *8(MSG), 9(MOV)
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READ_MESSAGE_INPUT_10 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_10 - MainProgram/Reading_Data_Sets - *11(MOV)

READ_MESSAGE_INPUT_11 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_11 - MainProgram/Reading_Data_Sets - *13(MOV)

READ_MESSAGE_INPUT_12 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_12 - MainProgram/Reading_Data_Sets - *15(MOV)

READ_MESSAGE_INPUT_5 107 INT CompactLogix_V13
READ_MESSAGE_INPUT_5 - MainProgram/Reading_Data_Sets - *1(MOV)

READ_MESSAGE_INPUT_6 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_6 - MainProgram/Reading_Data_Sets - *3(MOV)

READ_MESSAGE_INPUT_7 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_7 - MainProgram/Reading_Data_Sets - *5(MOV)

READ_MESSAGE_INPUT_8 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_8 - MainProgram/Reading_Data_Sets - *7(MOV)

READ_MESSAGE_INPUT_9 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_9 - MainProgram/Reading_Data_Sets - *9(MOV)

READ_MESSAGE_OUTPUT_10 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_10 - MainProgram/Reading_Data_Sets - *11(MOV)

READ_MESSAGE_OUTPUT_11 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_11 - MainProgram/Reading_Data_Sets - *13(MOV)

READ_MESSAGE_OUTPUT_12 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_12 - MainProgram/Reading_Data_Sets - *15(MOV)

READ_MESSAGE_OUTPUT_5 2203 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_5 - MainProgram/Reading_Data_Sets - *1(MOV)

READ_MESSAGE_OUTPUT_6 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_6 - MainProgram/Reading_Data_Sets - *3(MOV)

READ_MESSAGE_OUTPUT_7 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_7 - MainProgram/Reading_Data_Sets - *5(MOV)

READ_MESSAGE_OUTPUT_8 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_8 - MainProgram/Reading_Data_Sets - *7(MOV)

READ_MESSAGE_OUTPUT_9 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_9 - MainProgram/Reading_Data_Sets - *9(MOV)

READ_OUTPUT_DATA_SET_10 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_10 - MainProgram/Reading_Data_Sets - *10(MSG), 11(MOV)

READ_OUTPUT_DATA_SET_11 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_11 - MainProgram/Reading_Data_Sets - *12(MSG), 13(MOV)

READ_OUTPUT_DATA_SET_12 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_12 - MainProgram/Reading_Data_Sets - *14(MSG), 15(MOV)

READ_OUTPUT_DATA_SET_5 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_5 - MainProgram/Reading_Data_Sets - *0(MSG), 1(MOV)

READ_OUTPUT_DATA_SET_6 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_6 - MainProgram/Reading_Data_Sets - *2(MSG), 3(MOV)

READ_OUTPUT_DATA_SET_7 0 INT CompactLogix_V13
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READ_OUTPUT_DATA_SET_7 (Continued)
READ_OUTPUT_DATA_SET_7 - MainProgram/Reading_Data_Sets - *4(MSG), 5(MOV)

READ_OUTPUT_DATA_SET_8 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_8 - MainProgram/Reading_Data_Sets - *6(MSG), 7(MOV)

READ_OUTPUT_DATA_SET_9 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_9 - MainProgram/Reading_Data_Sets - *8(MSG), 9(MOV)

READ_TON TIMER CompactLogix_V13
READ_TON - MainProgram/Message_Timing - *3(TON)

READ_TON.PRE 2250 DINT
READ_TON.ACC 0 DINT

READ_TON.ACC - MainProgram/Message_Timing - 4(LES)
READ_TON.ACC - MainProgram/Reading_Data_Sets - 0(GRT), 10(GRT), 12(GRT), 14(GRT), 2(GRT), 4(GRT), 6(GRT), 8(GRT)

READ_TON.EN 0 BOOL
READ_TON.TT 0 BOOL

READ_TON.TT - MainProgram/Message_Timing - 3(XIC)
READ_TON.DN 0 BOOL
READ_TON.FS 0 BOOL
READ_TON.LS 0 BOOL
READ_TON.OV 0 BOOL
READ_TON.ER 0 BOOL

WRITE_DATA_10 1500 DINT CompactLogix_V13
WRITE_DATA_10 - MainProgram/Programming_Data_Sets - 11(GRT)

WRITE_DATA_11 1750 DINT CompactLogix_V13
WRITE_DATA_11 - MainProgram/Programming_Data_Sets - 13(GRT)

WRITE_DATA_12 2000 DINT CompactLogix_V13
WRITE_DATA_12 - MainProgram/Programming_Data_Sets - 15(GRT)

WRITE_DATA_5 250 DINT CompactLogix_V13
WRITE_DATA_5 - MainProgram/Programming_Data_Sets - 1(GRT)

WRITE_DATA_6 500 DINT CompactLogix_V13
WRITE_DATA_6 - MainProgram/Programming_Data_Sets - 3(GRT)

WRITE_DATA_7 750 DINT CompactLogix_V13
WRITE_DATA_7 - MainProgram/Programming_Data_Sets - 5(GRT)

WRITE_DATA_8 1000 DINT CompactLogix_V13
WRITE_DATA_8 - MainProgram/Programming_Data_Sets - 7(GRT)

WRITE_DATA_9 1250 DINT CompactLogix_V13
WRITE_DATA_9 - MainProgram/Programming_Data_Sets - 9(GRT)

WRITE_DONE 1 DINT CompactLogix_V13
WRITE_DONE - MainProgram/Message_Timing - 1(LES)

WRITE_INPUT_DATA_SET_10 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_10 - MainProgram/Programming_Data_Sets - 10(MOV)

WRITE_INPUT_DATA_SET_11 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_11 - MainProgram/Programming_Data_Sets - 12(MOV)

WRITE_INPUT_DATA_SET_12 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_12 - MainProgram/Programming_Data_Sets - 14(MOV)

WRITE_INPUT_DATA_SET_5 107 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_5 - MainProgram/Programming_Data_Sets - 0(MOV)

WRITE_INPUT_DATA_SET_6 0 INT CompactLogix_V13
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WRITE_INPUT_DATA_SET_6 (Continued)
WRITE_INPUT_DATA_SET_6 - MainProgram/Programming_Data_Sets - 2(MOV)

WRITE_INPUT_DATA_SET_7 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_7 - MainProgram/Programming_Data_Sets - 4(MOV)

WRITE_INPUT_DATA_SET_8 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_8 - MainProgram/Programming_Data_Sets - 6(MOV)

WRITE_INPUT_DATA_SET_9 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_9 - MainProgram/Programming_Data_Sets - 8(MOV)

WRITE_MESSAGE_INPUT_10 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_10 - MainProgram/Programming_Data_Sets - *10(MOV), 11(MSG)

WRITE_MESSAGE_INPUT_11 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_11 - MainProgram/Programming_Data_Sets - *12(MOV), 13(MSG)

WRITE_MESSAGE_INPUT_12 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_12 - MainProgram/Programming_Data_Sets - *14(MOV), 15(MSG)

WRITE_MESSAGE_INPUT_5 107 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_5 - MainProgram/Programming_Data_Sets - *0(MOV), 1(MSG)

WRITE_MESSAGE_INPUT_6 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_6 - MainProgram/Programming_Data_Sets - *2(MOV), 3(MSG)

WRITE_MESSAGE_INPUT_7 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_7 - MainProgram/Programming_Data_Sets - *4(MOV), 5(MSG)

WRITE_MESSAGE_INPUT_8 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_8 - MainProgram/Programming_Data_Sets - *6(MOV), 7(MSG)

WRITE_MESSAGE_INPUT_9 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_9 - MainProgram/Programming_Data_Sets - *8(MOV), 9(MSG)

WRITE_MESSAGE_OUTPUT_10 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_10 - MainProgram/Programming_Data_Sets - *10(MOV), 11(MSG)

WRITE_MESSAGE_OUTPUT_11 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_11 - MainProgram/Programming_Data_Sets - *12(MOV), 13(MSG)

WRITE_MESSAGE_OUTPUT_12 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_12 - MainProgram/Programming_Data_Sets - *14(MOV), 15(MSG)

WRITE_MESSAGE_OUTPUT_5 2203 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_5 - MainProgram/Programming_Data_Sets - *0(MOV), 1(MSG)

WRITE_MESSAGE_OUTPUT_6 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_6 - MainProgram/Programming_Data_Sets - *2(MOV), 3(MSG)

WRITE_MESSAGE_OUTPUT_7 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_7 - MainProgram/Programming_Data_Sets - *4(MOV), 5(MSG)

WRITE_MESSAGE_OUTPUT_8 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_8 - MainProgram/Programming_Data_Sets - *6(MOV), 7(MSG)

WRITE_MESSAGE_OUTPUT_9 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_9 - MainProgram/Programming_Data_Sets - *8(MOV), 9(MSG)

WRITE_OUTPUT_DATA_SET_10
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_10 - MainProgram/Programming_Data_Sets - 10(MOV)
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WRITE_OUTPUT_DATA_SET_11
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_11 - MainProgram/Programming_Data_Sets - 12(MOV)

WRITE_OUTPUT_DATA_SET_12
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_12 - MainProgram/Programming_Data_Sets - 14(MOV)

WRITE_OUTPUT_DATA_SET_5 2203 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_5 - MainProgram/Programming_Data_Sets - 0(MOV)

WRITE_OUTPUT_DATA_SET_6 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_6 - MainProgram/Programming_Data_Sets - 2(MOV)

WRITE_OUTPUT_DATA_SET_7 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_7 - MainProgram/Programming_Data_Sets - 4(MOV)

WRITE_OUTPUT_DATA_SET_8 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_8 - MainProgram/Programming_Data_Sets - 6(MOV)

WRITE_OUTPUT_DATA_SET_9 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_9 - MainProgram/Programming_Data_Sets - 8(MOV)

WRITE_TON TIMER CompactLogix_V13
WRITE_TON - MainProgram/Message_Timing - *0(TON)

WRITE_TON.PRE 2250 DINT
WRITE_TON.ACC 0 DINT

WRITE_TON.ACC - MainProgram/Message_Timing - 1(LES)
WRITE_TON.ACC - MainProgram/Programming_Data_Sets - 1(GRT), 11(GRT), 13(GRT), 15(GRT), 3(GRT), 5(GRT), 7(GRT), 9(GRT)

WRITE_TON.EN 0 BOOL
WRITE_TON.TT 0 BOOL

WRITE_TON.TT - MainProgram/Message_Timing - 0(XIC)
WRITE_TON.DN 0 BOOL
WRITE_TON.FS 0 BOOL
WRITE_TON.LS 0 BOOL
WRITE_TON.OV 0 BOOL
WRITE_TON.ER 0 BOOL
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Name Value Data Type Scope
No Tags Exist
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0 Jump To Subroutine
Routine Name Programming_Data_Sets

JSR
Jump To Subroutine
Routine Name Reading_Data_Sets

JSR

1 Jump To Subroutine
Routine Name Message_Timing

JSR

(End)
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Name Value Data Type Scope
No Tags Exist



Message_Timing - Ladder Diagram  Page 66Message_Timing - Ladder Diagram  Page 66
CompactLogix_V13:MainTask:MainProgram 2/20/2009 6:29:21 AM
Total number of rungs in routine: 6 C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

Write Message Timing

0  
Local:2:I.Data.0

 
WRITE_TON.TT

EN
DN

Timer On Delay
Timer WRITE_TON
Preset 2250
Accum 0

TON

Write Message Timing

1 Less Than (A<B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DONE
 1

LES
 

Local:2:O.Data.0

2  
OUTPUT_5_SET_MSG.ER

 
OUTPUT_6_SET_MSG.ER

 
OUTPUT_7_SET_MSG.ER

 
OUTPUT_8_SET_MSG.ER

 
OUTPUT_9_SET_MSG.ER

 
OUTPUT_10_SET_MSG.ER

 
OUTPUT_11_SET_MSG.ER

 
OUTPUT_12_SET_MSG.ER

 
INPUT_5_SET_MSG.ER

 
INPUT_6_SET_MSG.ER

 
INPUT_7_SET_MSG.ER

 
INPUT_8_SET_MSG.ER

 
INPUT_9_SET_MSG.ER

 
INPUT_10_SET_MSG.ER

 
INPUT_11_SET_MSG.ER

 
INPUT_12_SET_MSG.ER

 
Local:2:O.Data.1
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Read Message Timing

3  
Local:2:I.Data.1

 
READ_TON.TT

EN
DN

Timer On Delay
Timer READ_TON
Preset 2250
Accum 0

TON

Read Message Timing

4 Less Than (A<B)
Source A READ_TON.ACC
 0
Source B READ_DONE
 1

LES
 

Local:2:O.Data.2

5  
OUTPUT_5_GET_MSG.ER

 
OUTPUT_6_GET_MSG.ER

 
OUTPUT_7_GET_MSG.ER

 
OUTPUT_8_GET_MSG.ER

 
OUTPUT_9_GET_MSG.ER

 
OUTPUT_10_GET_MSG.ER

 
OUTPUT_11_GET_MSG.ER

 
OUTPUT_12_GET_MSG.ER

 
INPUT_5_GET_MSG.ER

 
INPUT_6_GET_MSG.ER

 
INPUT_7_GET_MSG.ER

 
INPUT_8_GET_MSG.ER

 
INPUT_9_GET_MSG.ER

 
INPUT_10_GET_MSG.ER

 
INPUT_11_GET_MSG.ER

 
INPUT_12_GET_MSG.ER

 
Local:2:O.Data.3
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(End)
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Name Value Data Type Scope
INPUT_10_GET_MSG MESSAGE CompactLogix_V13

INPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)
INPUT_10_GET_MSG.Flags 16#0200 INT
INPUT_10_GET_MSG.Flags.4 0 BOOL
INPUT_10_GET_MSG.EW 0 BOOL
INPUT_10_GET_MSG.ER 0 BOOL

INPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_10_GET_MSG.DN 0 BOOL
INPUT_10_GET_MSG.ST 0 BOOL
INPUT_10_GET_MSG.EN 0 BOOL
INPUT_10_GET_MSG.TO 0 BOOL
INPUT_10_GET_MSG.EN_CC 0 BOOL
INPUT_10_GET_MSG.ERR 16#0000 INT
INPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_10_GET_MSG.ERR_SRC 0 SINT
INPUT_10_GET_MSG.DN_LEN 0 INT
INPUT_10_GET_MSG.REQ_LEN 0 INT
INPUT_10_GET_MSG.DestinationLink

0 INT
INPUT_10_GET_MSG.DestinationNode

8#000_000 INT
INPUT_10_GET_MSG.SourceLink 0 INT
INPUT_10_GET_MSG.Class 16#0091 INT
INPUT_10_GET_MSG.Attribute 16#000a INT
INPUT_10_GET_MSG.Instance 2 DINT
INPUT_10_GET_MSG.LocalIndex 0 DINT
INPUT_10_GET_MSG.Channel '$00' SINT
INPUT_10_GET_MSG.Rack 8#000 SINT
INPUT_10_GET_MSG.Group 0 SINT
INPUT_10_GET_MSG.Slot 0 SINT
INPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_GET_MSG.Path.LEN 16 DINT
INPUT_10_GET_MSG.Path.DATA

SINT
INPUT_10_GET_MSG.RemoteIndex

0 DINT
INPUT_10_GET_MSG.RemoteElement

STRING
INPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_GET_MSG.RemoteElement.DATA

SINT
INPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_GET_MSG.ConnectionRate

7500000 DINT
INPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_10_SET_MSG MESSAGE CompactLogix_V13
INPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

INPUT_10_SET_MSG.Flags 16#0220 INT
INPUT_10_SET_MSG.Flags.4 0 BOOL
INPUT_10_SET_MSG.EW 0 BOOL
INPUT_10_SET_MSG.ER 0 BOOL

INPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_10_SET_MSG.DN 0 BOOL
INPUT_10_SET_MSG.ST 0 BOOL
INPUT_10_SET_MSG.EN 0 BOOL
INPUT_10_SET_MSG.TO 0 BOOL
INPUT_10_SET_MSG.EN_CC 0 BOOL
INPUT_10_SET_MSG.ERR 16#0000 INT
INPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
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INPUT_10_SET_MSG (Continued)
INPUT_10_SET_MSG.ERR_SRC 0 SINT
INPUT_10_SET_MSG.DN_LEN 0 INT
INPUT_10_SET_MSG.REQ_LEN 2 INT
INPUT_10_SET_MSG.DestinationLink

0 INT
INPUT_10_SET_MSG.DestinationNode

8#000_000 INT
INPUT_10_SET_MSG.SourceLink 0 INT
INPUT_10_SET_MSG.Class 16#0091 INT
INPUT_10_SET_MSG.Attribute 16#000a INT
INPUT_10_SET_MSG.Instance 2 DINT
INPUT_10_SET_MSG.LocalIndex 0 DINT
INPUT_10_SET_MSG.Channel '$00' SINT
INPUT_10_SET_MSG.Rack 8#000 SINT
INPUT_10_SET_MSG.Group 0 SINT
INPUT_10_SET_MSG.Slot 0 SINT
INPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_SET_MSG.Path.LEN 16 DINT
INPUT_10_SET_MSG.Path.DATA SINT
INPUT_10_SET_MSG.RemoteIndex

0 DINT
INPUT_10_SET_MSG.RemoteElement

STRING
INPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_SET_MSG.RemoteElement.DATA

SINT
INPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_SET_MSG.ConnectionRate

7500000 DINT
INPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_GET_MSG MESSAGE CompactLogix_V13
INPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

INPUT_11_GET_MSG.Flags 16#0200 INT
INPUT_11_GET_MSG.Flags.4 0 BOOL
INPUT_11_GET_MSG.EW 0 BOOL
INPUT_11_GET_MSG.ER 0 BOOL

INPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_11_GET_MSG.DN 0 BOOL
INPUT_11_GET_MSG.ST 0 BOOL
INPUT_11_GET_MSG.EN 0 BOOL
INPUT_11_GET_MSG.TO 0 BOOL
INPUT_11_GET_MSG.EN_CC 0 BOOL
INPUT_11_GET_MSG.ERR 16#0000 INT
INPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_GET_MSG.ERR_SRC 0 SINT
INPUT_11_GET_MSG.DN_LEN 0 INT
INPUT_11_GET_MSG.REQ_LEN 0 INT
INPUT_11_GET_MSG.DestinationLink

0 INT
INPUT_11_GET_MSG.DestinationNode

8#000_000 INT
INPUT_11_GET_MSG.SourceLink 0 INT
INPUT_11_GET_MSG.Class 16#0091 INT
INPUT_11_GET_MSG.Attribute 16#000b INT
INPUT_11_GET_MSG.Instance 2 DINT
INPUT_11_GET_MSG.LocalIndex 0 DINT
INPUT_11_GET_MSG.Channel '$00' SINT
INPUT_11_GET_MSG.Rack 8#000 SINT
INPUT_11_GET_MSG.Group 0 SINT
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INPUT_11_GET_MSG (Continued)
INPUT_11_GET_MSG.Slot 0 SINT
INPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_GET_MSG.Path.LEN 16 DINT
INPUT_11_GET_MSG.Path.DATA

SINT
INPUT_11_GET_MSG.RemoteIndex

0 DINT
INPUT_11_GET_MSG.RemoteElement

STRING
INPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_GET_MSG.RemoteElement.DATA

SINT
INPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_11_GET_MSG.ConnectionRate

7500000 DINT
INPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_SET_MSG MESSAGE CompactLogix_V13
INPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

INPUT_11_SET_MSG.Flags 16#0220 INT
INPUT_11_SET_MSG.Flags.4 0 BOOL
INPUT_11_SET_MSG.EW 0 BOOL
INPUT_11_SET_MSG.ER 0 BOOL

INPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_11_SET_MSG.DN 0 BOOL
INPUT_11_SET_MSG.ST 0 BOOL
INPUT_11_SET_MSG.EN 0 BOOL
INPUT_11_SET_MSG.TO 0 BOOL
INPUT_11_SET_MSG.EN_CC 0 BOOL
INPUT_11_SET_MSG.ERR 16#0000 INT
INPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_SET_MSG.ERR_SRC 0 SINT
INPUT_11_SET_MSG.DN_LEN 0 INT
INPUT_11_SET_MSG.REQ_LEN 2 INT
INPUT_11_SET_MSG.DestinationLink

0 INT
INPUT_11_SET_MSG.DestinationNode

8#000_000 INT
INPUT_11_SET_MSG.SourceLink 0 INT
INPUT_11_SET_MSG.Class 16#0091 INT
INPUT_11_SET_MSG.Attribute 16#000b INT
INPUT_11_SET_MSG.Instance 2 DINT
INPUT_11_SET_MSG.LocalIndex 0 DINT
INPUT_11_SET_MSG.Channel '$00' SINT
INPUT_11_SET_MSG.Rack 8#000 SINT
INPUT_11_SET_MSG.Group 0 SINT
INPUT_11_SET_MSG.Slot 0 SINT
INPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_SET_MSG.Path.LEN 16 DINT
INPUT_11_SET_MSG.Path.DATA SINT
INPUT_11_SET_MSG.RemoteIndex

0 DINT
INPUT_11_SET_MSG.RemoteElement

STRING
INPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_SET_MSG.RemoteElement.DATA

SINT
INPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
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INPUT_11_SET_MSG (Continued)
INPUT_11_SET_MSG.ConnectionRate

7500000 DINT
INPUT_11_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_GET_MSG MESSAGE CompactLogix_V13
INPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

INPUT_12_GET_MSG.Flags 16#0200 INT
INPUT_12_GET_MSG.Flags.4 0 BOOL
INPUT_12_GET_MSG.EW 0 BOOL
INPUT_12_GET_MSG.ER 0 BOOL

INPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_12_GET_MSG.DN 0 BOOL
INPUT_12_GET_MSG.ST 0 BOOL
INPUT_12_GET_MSG.EN 0 BOOL
INPUT_12_GET_MSG.TO 0 BOOL
INPUT_12_GET_MSG.EN_CC 0 BOOL
INPUT_12_GET_MSG.ERR 16#0000 INT
INPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_GET_MSG.ERR_SRC 0 SINT
INPUT_12_GET_MSG.DN_LEN 0 INT
INPUT_12_GET_MSG.REQ_LEN 0 INT
INPUT_12_GET_MSG.DestinationLink

0 INT
INPUT_12_GET_MSG.DestinationNode

8#000_000 INT
INPUT_12_GET_MSG.SourceLink 0 INT
INPUT_12_GET_MSG.Class 16#0091 INT
INPUT_12_GET_MSG.Attribute 16#000c INT
INPUT_12_GET_MSG.Instance 2 DINT
INPUT_12_GET_MSG.LocalIndex 0 DINT
INPUT_12_GET_MSG.Channel '$00' SINT
INPUT_12_GET_MSG.Rack 8#000 SINT
INPUT_12_GET_MSG.Group 0 SINT
INPUT_12_GET_MSG.Slot 0 SINT
INPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_GET_MSG.Path.LEN 16 DINT
INPUT_12_GET_MSG.Path.DATA

SINT
INPUT_12_GET_MSG.RemoteIndex

0 DINT
INPUT_12_GET_MSG.RemoteElement

STRING
INPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_GET_MSG.RemoteElement.DATA

SINT
INPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_GET_MSG.ConnectionRate

7500000 DINT
INPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_SET_MSG MESSAGE CompactLogix_V13
INPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

INPUT_12_SET_MSG.Flags 16#0220 INT
INPUT_12_SET_MSG.Flags.4 0 BOOL
INPUT_12_SET_MSG.EW 0 BOOL
INPUT_12_SET_MSG.ER 0 BOOL

INPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_12_SET_MSG.DN 0 BOOL
INPUT_12_SET_MSG.ST 0 BOOL
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INPUT_12_SET_MSG (Continued)
INPUT_12_SET_MSG.EN 0 BOOL
INPUT_12_SET_MSG.TO 0 BOOL
INPUT_12_SET_MSG.EN_CC 0 BOOL
INPUT_12_SET_MSG.ERR 16#0000 INT
INPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_SET_MSG.ERR_SRC 0 SINT
INPUT_12_SET_MSG.DN_LEN 0 INT
INPUT_12_SET_MSG.REQ_LEN 2 INT
INPUT_12_SET_MSG.DestinationLink

0 INT
INPUT_12_SET_MSG.DestinationNode

8#000_000 INT
INPUT_12_SET_MSG.SourceLink 0 INT
INPUT_12_SET_MSG.Class 16#0091 INT
INPUT_12_SET_MSG.Attribute 16#000c INT
INPUT_12_SET_MSG.Instance 2 DINT
INPUT_12_SET_MSG.LocalIndex 0 DINT
INPUT_12_SET_MSG.Channel '$00' SINT
INPUT_12_SET_MSG.Rack 8#000 SINT
INPUT_12_SET_MSG.Group 0 SINT
INPUT_12_SET_MSG.Slot 0 SINT
INPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_SET_MSG.Path.LEN 16 DINT
INPUT_12_SET_MSG.Path.DATA SINT
INPUT_12_SET_MSG.RemoteIndex

0 DINT
INPUT_12_SET_MSG.RemoteElement

STRING
INPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_SET_MSG.RemoteElement.DATA

SINT
INPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_SET_MSG.ConnectionRate

7500000 DINT
INPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_GET_MSG MESSAGE CompactLogix_V13
INPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

INPUT_5_GET_MSG.Flags 16#0200 INT
INPUT_5_GET_MSG.Flags.4 0 BOOL
INPUT_5_GET_MSG.EW 0 BOOL
INPUT_5_GET_MSG.ER 0 BOOL

INPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_5_GET_MSG.DN 0 BOOL
INPUT_5_GET_MSG.ST 0 BOOL
INPUT_5_GET_MSG.EN 0 BOOL
INPUT_5_GET_MSG.TO 0 BOOL
INPUT_5_GET_MSG.EN_CC 0 BOOL
INPUT_5_GET_MSG.ERR 16#0000 INT
INPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_GET_MSG.ERR_SRC 0 SINT
INPUT_5_GET_MSG.DN_LEN 0 INT
INPUT_5_GET_MSG.REQ_LEN 0 INT
INPUT_5_GET_MSG.DestinationLink

0 INT
INPUT_5_GET_MSG.DestinationNode

8#000_000 INT
INPUT_5_GET_MSG.SourceLink 0 INT
INPUT_5_GET_MSG.Class 16#0091 INT
INPUT_5_GET_MSG.Attribute 16#0005 INT
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INPUT_5_GET_MSG (Continued)
INPUT_5_GET_MSG.Instance 2 DINT
INPUT_5_GET_MSG.LocalIndex 0 DINT
INPUT_5_GET_MSG.Channel '$00' SINT
INPUT_5_GET_MSG.Rack 8#000 SINT
INPUT_5_GET_MSG.Group 0 SINT
INPUT_5_GET_MSG.Slot 0 SINT
INPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_GET_MSG.Path.LEN 16 DINT
INPUT_5_GET_MSG.Path.DATA SINT
INPUT_5_GET_MSG.RemoteIndex

0 DINT
INPUT_5_GET_MSG.RemoteElement

STRING
INPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_GET_MSG.RemoteElement.DATA

SINT
INPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_GET_MSG.ConnectionRate

7500000 DINT
INPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_SET_MSG MESSAGE CompactLogix_V13
INPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

INPUT_5_SET_MSG.Flags 16#0220 INT
INPUT_5_SET_MSG.Flags.4 0 BOOL
INPUT_5_SET_MSG.EW 0 BOOL
INPUT_5_SET_MSG.ER 0 BOOL

INPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_5_SET_MSG.DN 0 BOOL
INPUT_5_SET_MSG.ST 0 BOOL
INPUT_5_SET_MSG.EN 0 BOOL
INPUT_5_SET_MSG.TO 0 BOOL
INPUT_5_SET_MSG.EN_CC 0 BOOL
INPUT_5_SET_MSG.ERR 16#0000 INT
INPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_SET_MSG.ERR_SRC 0 SINT
INPUT_5_SET_MSG.DN_LEN 0 INT
INPUT_5_SET_MSG.REQ_LEN 2 INT
INPUT_5_SET_MSG.DestinationLink

0 INT
INPUT_5_SET_MSG.DestinationNode

8#000_000 INT
INPUT_5_SET_MSG.SourceLink 0 INT
INPUT_5_SET_MSG.Class 16#0091 INT
INPUT_5_SET_MSG.Attribute 16#0005 INT
INPUT_5_SET_MSG.Instance 2 DINT
INPUT_5_SET_MSG.LocalIndex 0 DINT
INPUT_5_SET_MSG.Channel '$00' SINT
INPUT_5_SET_MSG.Rack 8#000 SINT
INPUT_5_SET_MSG.Group 0 SINT
INPUT_5_SET_MSG.Slot 0 SINT
INPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_SET_MSG.Path.LEN 16 DINT
INPUT_5_SET_MSG.Path.DATA SINT
INPUT_5_SET_MSG.RemoteIndex 0 DINT
INPUT_5_SET_MSG.RemoteElement

STRING
INPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_SET_MSG.RemoteElement.DATA
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INPUT_5_SET_MSG (Continued)
INPUT_5_SET_MSG.RemoteElement.DATA

SINT
INPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_SET_MSG.ConnectionRate

7500000 DINT
INPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_6_GET_MSG MESSAGE CompactLogix_V13
INPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

INPUT_6_GET_MSG.Flags 16#0200 INT
INPUT_6_GET_MSG.Flags.4 0 BOOL
INPUT_6_GET_MSG.EW 0 BOOL
INPUT_6_GET_MSG.ER 0 BOOL

INPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_6_GET_MSG.DN 0 BOOL
INPUT_6_GET_MSG.ST 0 BOOL
INPUT_6_GET_MSG.EN 0 BOOL
INPUT_6_GET_MSG.TO 0 BOOL
INPUT_6_GET_MSG.EN_CC 0 BOOL
INPUT_6_GET_MSG.ERR 16#0000 INT
INPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_GET_MSG.ERR_SRC 0 SINT
INPUT_6_GET_MSG.DN_LEN 0 INT
INPUT_6_GET_MSG.REQ_LEN 0 INT
INPUT_6_GET_MSG.DestinationLink

0 INT
INPUT_6_GET_MSG.DestinationNode

8#000_000 INT
INPUT_6_GET_MSG.SourceLink 0 INT
INPUT_6_GET_MSG.Class 16#0091 INT
INPUT_6_GET_MSG.Attribute 16#0006 INT
INPUT_6_GET_MSG.Instance 2 DINT
INPUT_6_GET_MSG.LocalIndex 0 DINT
INPUT_6_GET_MSG.Channel '$00' SINT
INPUT_6_GET_MSG.Rack 8#000 SINT
INPUT_6_GET_MSG.Group 0 SINT
INPUT_6_GET_MSG.Slot 0 SINT
INPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_GET_MSG.Path.LEN 16 DINT
INPUT_6_GET_MSG.Path.DATA SINT
INPUT_6_GET_MSG.RemoteIndex

0 DINT
INPUT_6_GET_MSG.RemoteElement

STRING
INPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_GET_MSG.RemoteElement.DATA

SINT
INPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_GET_MSG.ConnectionRate

7500000 DINT
INPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_6_SET_MSG MESSAGE CompactLogix_V13
INPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

INPUT_6_SET_MSG.Flags 16#0220 INT
INPUT_6_SET_MSG.Flags.4 0 BOOL
INPUT_6_SET_MSG.EW 0 BOOL
INPUT_6_SET_MSG.ER 0 BOOL
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INPUT_6_SET_MSG (Continued)
INPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)

INPUT_6_SET_MSG.DN 0 BOOL
INPUT_6_SET_MSG.ST 0 BOOL
INPUT_6_SET_MSG.EN 0 BOOL
INPUT_6_SET_MSG.TO 0 BOOL
INPUT_6_SET_MSG.EN_CC 0 BOOL
INPUT_6_SET_MSG.ERR 16#0000 INT
INPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_SET_MSG.ERR_SRC 0 SINT
INPUT_6_SET_MSG.DN_LEN 0 INT
INPUT_6_SET_MSG.REQ_LEN 2 INT
INPUT_6_SET_MSG.DestinationLink

0 INT
INPUT_6_SET_MSG.DestinationNode

8#000_000 INT
INPUT_6_SET_MSG.SourceLink 0 INT
INPUT_6_SET_MSG.Class 16#0091 INT
INPUT_6_SET_MSG.Attribute 16#0006 INT
INPUT_6_SET_MSG.Instance 2 DINT
INPUT_6_SET_MSG.LocalIndex 0 DINT
INPUT_6_SET_MSG.Channel '$00' SINT
INPUT_6_SET_MSG.Rack 8#000 SINT
INPUT_6_SET_MSG.Group 0 SINT
INPUT_6_SET_MSG.Slot 0 SINT
INPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_SET_MSG.Path.LEN 16 DINT
INPUT_6_SET_MSG.Path.DATA SINT
INPUT_6_SET_MSG.RemoteIndex 0 DINT
INPUT_6_SET_MSG.RemoteElement

STRING
INPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_SET_MSG.RemoteElement.DATA

SINT
INPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_SET_MSG.ConnectionRate

7500000 DINT
INPUT_6_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_GET_MSG MESSAGE CompactLogix_V13
INPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

INPUT_7_GET_MSG.Flags 16#0200 INT
INPUT_7_GET_MSG.Flags.4 0 BOOL
INPUT_7_GET_MSG.EW 0 BOOL
INPUT_7_GET_MSG.ER 0 BOOL

INPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_7_GET_MSG.DN 0 BOOL
INPUT_7_GET_MSG.ST 0 BOOL
INPUT_7_GET_MSG.EN 0 BOOL
INPUT_7_GET_MSG.TO 0 BOOL
INPUT_7_GET_MSG.EN_CC 0 BOOL
INPUT_7_GET_MSG.ERR 16#0000 INT
INPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_GET_MSG.ERR_SRC 0 SINT
INPUT_7_GET_MSG.DN_LEN 0 INT
INPUT_7_GET_MSG.REQ_LEN 0 INT
INPUT_7_GET_MSG.DestinationLink

0 INT
INPUT_7_GET_MSG.DestinationNode

8#000_000 INT
INPUT_7_GET_MSG.SourceLink 0 INT
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INPUT_7_GET_MSG (Continued)
INPUT_7_GET_MSG.Class 16#0091 INT
INPUT_7_GET_MSG.Attribute 16#0007 INT
INPUT_7_GET_MSG.Instance 2 DINT
INPUT_7_GET_MSG.LocalIndex 0 DINT
INPUT_7_GET_MSG.Channel '$00' SINT
INPUT_7_GET_MSG.Rack 8#000 SINT
INPUT_7_GET_MSG.Group 0 SINT
INPUT_7_GET_MSG.Slot 0 SINT
INPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_GET_MSG.Path.LEN 16 DINT
INPUT_7_GET_MSG.Path.DATA SINT
INPUT_7_GET_MSG.RemoteIndex

0 DINT
INPUT_7_GET_MSG.RemoteElement

STRING
INPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_7_GET_MSG.RemoteElement.DATA

SINT
INPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_7_GET_MSG.ConnectionRate

7500000 DINT
INPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_SET_MSG MESSAGE CompactLogix_V13
INPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

INPUT_7_SET_MSG.Flags 16#0220 INT
INPUT_7_SET_MSG.Flags.4 0 BOOL
INPUT_7_SET_MSG.EW 0 BOOL
INPUT_7_SET_MSG.ER 0 BOOL

INPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_7_SET_MSG.DN 0 BOOL
INPUT_7_SET_MSG.ST 0 BOOL
INPUT_7_SET_MSG.EN 0 BOOL
INPUT_7_SET_MSG.TO 0 BOOL
INPUT_7_SET_MSG.EN_CC 0 BOOL
INPUT_7_SET_MSG.ERR 16#0000 INT
INPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_SET_MSG.ERR_SRC 0 SINT
INPUT_7_SET_MSG.DN_LEN 0 INT
INPUT_7_SET_MSG.REQ_LEN 2 INT
INPUT_7_SET_MSG.DestinationLink

0 INT
INPUT_7_SET_MSG.DestinationNode

8#000_000 INT
INPUT_7_SET_MSG.SourceLink 0 INT
INPUT_7_SET_MSG.Class 16#0091 INT
INPUT_7_SET_MSG.Attribute 16#0007 INT
INPUT_7_SET_MSG.Instance 2 DINT
INPUT_7_SET_MSG.LocalIndex 0 DINT
INPUT_7_SET_MSG.Channel '$00' SINT
INPUT_7_SET_MSG.Rack 8#000 SINT
INPUT_7_SET_MSG.Group 0 SINT
INPUT_7_SET_MSG.Slot 0 SINT
INPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_SET_MSG.Path.LEN 16 DINT
INPUT_7_SET_MSG.Path.DATA SINT
INPUT_7_SET_MSG.RemoteIndex 0 DINT
INPUT_7_SET_MSG.RemoteElement

STRING
INPUT_7_SET_MSG.RemoteElement.LEN
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INPUT_7_SET_MSG (Continued)
INPUT_7_SET_MSG.RemoteElement.LEN

0
DINT

INPUT_7_SET_MSG.RemoteElement.DATA
SINT

INPUT_7_SET_MSG.UnconnectedTimeout
30000000 DINT

INPUT_7_SET_MSG.ConnectionRate
7500000 DINT

INPUT_7_SET_MSG.TimeoutMultiplier
0 SINT

INPUT_8_GET_MSG MESSAGE CompactLogix_V13
INPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

INPUT_8_GET_MSG.Flags 16#0200 INT
INPUT_8_GET_MSG.Flags.4 0 BOOL
INPUT_8_GET_MSG.EW 0 BOOL
INPUT_8_GET_MSG.ER 0 BOOL

INPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_8_GET_MSG.DN 0 BOOL
INPUT_8_GET_MSG.ST 0 BOOL
INPUT_8_GET_MSG.EN 0 BOOL
INPUT_8_GET_MSG.TO 0 BOOL
INPUT_8_GET_MSG.EN_CC 0 BOOL
INPUT_8_GET_MSG.ERR 16#0000 INT
INPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_GET_MSG.ERR_SRC 0 SINT
INPUT_8_GET_MSG.DN_LEN 0 INT
INPUT_8_GET_MSG.REQ_LEN 0 INT
INPUT_8_GET_MSG.DestinationLink

0 INT
INPUT_8_GET_MSG.DestinationNode

8#000_000 INT
INPUT_8_GET_MSG.SourceLink 0 INT
INPUT_8_GET_MSG.Class 16#0091 INT
INPUT_8_GET_MSG.Attribute 16#0008 INT
INPUT_8_GET_MSG.Instance 2 DINT
INPUT_8_GET_MSG.LocalIndex 0 DINT
INPUT_8_GET_MSG.Channel '$00' SINT
INPUT_8_GET_MSG.Rack 8#000 SINT
INPUT_8_GET_MSG.Group 0 SINT
INPUT_8_GET_MSG.Slot 0 SINT
INPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_GET_MSG.Path.LEN 16 DINT
INPUT_8_GET_MSG.Path.DATA SINT
INPUT_8_GET_MSG.RemoteIndex

0 DINT
INPUT_8_GET_MSG.RemoteElement

STRING
INPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_GET_MSG.RemoteElement.DATA

SINT
INPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_GET_MSG.ConnectionRate

7500000 DINT
INPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_8_SET_MSG MESSAGE CompactLogix_V13
INPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

INPUT_8_SET_MSG.Flags 16#0220 INT
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INPUT_8_SET_MSG (Continued)
INPUT_8_SET_MSG.Flags.4 0 BOOL
INPUT_8_SET_MSG.EW 0 BOOL
INPUT_8_SET_MSG.ER 0 BOOL

INPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_8_SET_MSG.DN 0 BOOL
INPUT_8_SET_MSG.ST 0 BOOL
INPUT_8_SET_MSG.EN 0 BOOL
INPUT_8_SET_MSG.TO 0 BOOL
INPUT_8_SET_MSG.EN_CC 0 BOOL
INPUT_8_SET_MSG.ERR 16#0000 INT
INPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_SET_MSG.ERR_SRC 0 SINT
INPUT_8_SET_MSG.DN_LEN 0 INT
INPUT_8_SET_MSG.REQ_LEN 2 INT
INPUT_8_SET_MSG.DestinationLink

0 INT
INPUT_8_SET_MSG.DestinationNode

8#000_000 INT
INPUT_8_SET_MSG.SourceLink 0 INT
INPUT_8_SET_MSG.Class 16#0091 INT
INPUT_8_SET_MSG.Attribute 16#0008 INT
INPUT_8_SET_MSG.Instance 2 DINT
INPUT_8_SET_MSG.LocalIndex 0 DINT
INPUT_8_SET_MSG.Channel '$00' SINT
INPUT_8_SET_MSG.Rack 8#000 SINT
INPUT_8_SET_MSG.Group 0 SINT
INPUT_8_SET_MSG.Slot 0 SINT
INPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_SET_MSG.Path.LEN 16 DINT
INPUT_8_SET_MSG.Path.DATA SINT
INPUT_8_SET_MSG.RemoteIndex 0 DINT
INPUT_8_SET_MSG.RemoteElement

STRING
INPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_SET_MSG.RemoteElement.DATA

SINT
INPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_SET_MSG.ConnectionRate

7500000 DINT
INPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_GET_MSG MESSAGE CompactLogix_V13
INPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

INPUT_9_GET_MSG.Flags 16#0200 INT
INPUT_9_GET_MSG.Flags.4 0 BOOL
INPUT_9_GET_MSG.EW 0 BOOL
INPUT_9_GET_MSG.ER 0 BOOL

INPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_9_GET_MSG.DN 0 BOOL
INPUT_9_GET_MSG.ST 0 BOOL
INPUT_9_GET_MSG.EN 0 BOOL
INPUT_9_GET_MSG.TO 0 BOOL
INPUT_9_GET_MSG.EN_CC 0 BOOL
INPUT_9_GET_MSG.ERR 16#0000 INT
INPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_GET_MSG.ERR_SRC 0 SINT
INPUT_9_GET_MSG.DN_LEN 0 INT
INPUT_9_GET_MSG.REQ_LEN 0 INT
INPUT_9_GET_MSG.DestinationLink

0 INT
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INPUT_9_GET_MSG (Continued)
INPUT_9_GET_MSG.DestinationNode

8#000_000 INT
INPUT_9_GET_MSG.SourceLink 0 INT
INPUT_9_GET_MSG.Class 16#0091 INT
INPUT_9_GET_MSG.Attribute 16#0009 INT
INPUT_9_GET_MSG.Instance 2 DINT
INPUT_9_GET_MSG.LocalIndex 0 DINT
INPUT_9_GET_MSG.Channel '$00' SINT
INPUT_9_GET_MSG.Rack 8#000 SINT
INPUT_9_GET_MSG.Group 0 SINT
INPUT_9_GET_MSG.Slot 0 SINT
INPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_GET_MSG.Path.LEN 16 DINT
INPUT_9_GET_MSG.Path.DATA SINT
INPUT_9_GET_MSG.RemoteIndex

0 DINT
INPUT_9_GET_MSG.RemoteElement

STRING
INPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_GET_MSG.RemoteElement.DATA

SINT
INPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_GET_MSG.ConnectionRate

7500000 DINT
INPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_SET_MSG MESSAGE CompactLogix_V13
INPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

INPUT_9_SET_MSG.Flags 16#0220 INT
INPUT_9_SET_MSG.Flags.4 0 BOOL
INPUT_9_SET_MSG.EW 0 BOOL
INPUT_9_SET_MSG.ER 0 BOOL

INPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_9_SET_MSG.DN 0 BOOL
INPUT_9_SET_MSG.ST 0 BOOL
INPUT_9_SET_MSG.EN 0 BOOL
INPUT_9_SET_MSG.TO 0 BOOL
INPUT_9_SET_MSG.EN_CC 0 BOOL
INPUT_9_SET_MSG.ERR 16#0000 INT
INPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_SET_MSG.ERR_SRC 0 SINT
INPUT_9_SET_MSG.DN_LEN 0 INT
INPUT_9_SET_MSG.REQ_LEN 2 INT
INPUT_9_SET_MSG.DestinationLink

0 INT
INPUT_9_SET_MSG.DestinationNode

8#000_000 INT
INPUT_9_SET_MSG.SourceLink 0 INT
INPUT_9_SET_MSG.Class 16#0091 INT
INPUT_9_SET_MSG.Attribute 16#0009 INT
INPUT_9_SET_MSG.Instance 2 DINT
INPUT_9_SET_MSG.LocalIndex 0 DINT
INPUT_9_SET_MSG.Channel '$00' SINT
INPUT_9_SET_MSG.Rack 8#000 SINT
INPUT_9_SET_MSG.Group 0 SINT
INPUT_9_SET_MSG.Slot 0 SINT
INPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_SET_MSG.Path.LEN 16 DINT
INPUT_9_SET_MSG.Path.DATA SINT
INPUT_9_SET_MSG.RemoteIndex 0 DINT
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INPUT_9_SET_MSG (Continued)
INPUT_9_SET_MSG.RemoteElement

STRING
INPUT_9_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_SET_MSG.RemoteElement.DATA

SINT
INPUT_9_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_SET_MSG.ConnectionRate

7500000 DINT
INPUT_9_SET_MSG.TimeoutMultiplier

0 SINT

Local:2:I AB:1769_IQ6XOW4:I:0 CompactLogix_V13
Local:2:I.Data 2#0000_0000 SINT
Local:2:I.Data.0 0 BOOL

Local:2:I.Data.0 - MainProgram/Message_Timing - 0(XIC)
Local:2:I.Data.1 0 BOOL

Local:2:I.Data.1 - MainProgram/Message_Timing - 3(XIC)

Local:2:O AB:1769_IQ6XOW4:O:0 CompactLogix_V13
Local:2:O.Data 2#0000_0001 SINT
Local:2:O.Data.0 1 BOOL

Local:2:O.Data.0 - MainProgram/Message_Timing - *1(OTE)
Local:2:O.Data.1 1 BOOL

Local:2:O.Data.1 - MainProgram/Message_Timing - *2(OTE)
Local:2:O.Data.2 1 BOOL

Local:2:O.Data.2 - MainProgram/Message_Timing - *4(OTE)
Local:2:O.Data.3 1 BOOL

Local:2:O.Data.3 - MainProgram/Message_Timing - *5(OTE)

OUTPUT_10_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)

OUTPUT_10_GET_MSG.Flags 16#0200 INT
OUTPUT_10_GET_MSG.Flags.4 0 BOOL
OUTPUT_10_GET_MSG.EW 0 BOOL
OUTPUT_10_GET_MSG.ER 0 BOOL

OUTPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_10_GET_MSG.DN 0 BOOL
OUTPUT_10_GET_MSG.ST 0 BOOL
OUTPUT_10_GET_MSG.EN 0 BOOL
OUTPUT_10_GET_MSG.TO 0 BOOL
OUTPUT_10_GET_MSG.EN_CC 0 BOOL
OUTPUT_10_GET_MSG.ERR 16#0000 INT
OUTPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_GET_MSG.ERR_SRC

0 SINT
OUTPUT_10_GET_MSG.DN_LEN

0 INT
OUTPUT_10_GET_MSG.REQ_LEN

0 INT
OUTPUT_10_GET_MSG.DestinationLink

0 INT
OUTPUT_10_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_GET_MSG.SourceLink

0 INT
OUTPUT_10_GET_MSG.Class 16#0091 INT
OUTPUT_10_GET_MSG.Attribute

16#000a INT
OUTPUT_10_GET_MSG.Instance 1 DINT
OUTPUT_10_GET_MSG.LocalIndex

0 DINT
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OUTPUT_10_GET_MSG (Continued)
OUTPUT_10_GET_MSG.Channel '$00' SINT
OUTPUT_10_GET_MSG.Rack 8#000 SINT
OUTPUT_10_GET_MSG.Group 0 SINT
OUTPUT_10_GET_MSG.Slot 0 SINT
OUTPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_GET_MSG.Path.LEN

16 DINT
OUTPUT_10_GET_MSG.Path.DATA

SINT
OUTPUT_10_GET_MSG.RemoteIndex

0 DINT
OUTPUT_10_GET_MSG.RemoteElement

STRING
OUTPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_10_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

OUTPUT_10_SET_MSG.Flags 16#0220 INT
OUTPUT_10_SET_MSG.Flags.4 0 BOOL
OUTPUT_10_SET_MSG.EW 0 BOOL
OUTPUT_10_SET_MSG.ER 0 BOOL

OUTPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_10_SET_MSG.DN 0 BOOL
OUTPUT_10_SET_MSG.ST 0 BOOL
OUTPUT_10_SET_MSG.EN 0 BOOL
OUTPUT_10_SET_MSG.TO 0 BOOL
OUTPUT_10_SET_MSG.EN_CC 0 BOOL
OUTPUT_10_SET_MSG.ERR 16#0000 INT
OUTPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_SET_MSG.ERR_SRC

0 SINT
OUTPUT_10_SET_MSG.DN_LEN 0 INT
OUTPUT_10_SET_MSG.REQ_LEN

2 INT
OUTPUT_10_SET_MSG.DestinationLink

0 INT
OUTPUT_10_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_SET_MSG.SourceLink

0 INT
OUTPUT_10_SET_MSG.Class 16#0091 INT
OUTPUT_10_SET_MSG.Attribute 16#000a INT
OUTPUT_10_SET_MSG.Instance 1 DINT
OUTPUT_10_SET_MSG.LocalIndex

0 DINT
OUTPUT_10_SET_MSG.Channel '$00' SINT
OUTPUT_10_SET_MSG.Rack 8#000 SINT
OUTPUT_10_SET_MSG.Group 0 SINT
OUTPUT_10_SET_MSG.Slot 0 SINT
OUTPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_SET_MSG.Path.LEN

16 DINT
OUTPUT_10_SET_MSG.Path.DATA

SINT
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OUTPUT_10_SET_MSG (Continued)
OUTPUT_10_SET_MSG.RemoteIndex

0 DINT
OUTPUT_10_SET_MSG.RemoteElement

STRING
OUTPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

OUTPUT_11_GET_MSG.Flags 16#0200 INT
OUTPUT_11_GET_MSG.Flags.4 0 BOOL
OUTPUT_11_GET_MSG.EW 0 BOOL
OUTPUT_11_GET_MSG.ER 0 BOOL

OUTPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_11_GET_MSG.DN 0 BOOL
OUTPUT_11_GET_MSG.ST 0 BOOL
OUTPUT_11_GET_MSG.EN 0 BOOL
OUTPUT_11_GET_MSG.TO 0 BOOL
OUTPUT_11_GET_MSG.EN_CC 0 BOOL
OUTPUT_11_GET_MSG.ERR 16#0000 INT
OUTPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_GET_MSG.ERR_SRC

0 SINT
OUTPUT_11_GET_MSG.DN_LEN

0 INT
OUTPUT_11_GET_MSG.REQ_LEN

0 INT
OUTPUT_11_GET_MSG.DestinationLink

0 INT
OUTPUT_11_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_GET_MSG.SourceLink

0 INT
OUTPUT_11_GET_MSG.Class 16#0091 INT
OUTPUT_11_GET_MSG.Attribute

16#000b INT
OUTPUT_11_GET_MSG.Instance 1 DINT
OUTPUT_11_GET_MSG.LocalIndex

0 DINT
OUTPUT_11_GET_MSG.Channel '$00' SINT
OUTPUT_11_GET_MSG.Rack 8#000 SINT
OUTPUT_11_GET_MSG.Group 0 SINT
OUTPUT_11_GET_MSG.Slot 0 SINT
OUTPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_GET_MSG.Path.LEN

16 DINT
OUTPUT_11_GET_MSG.Path.DATA

SINT
OUTPUT_11_GET_MSG.RemoteIndex

0 DINT
OUTPUT_11_GET_MSG.RemoteElement

STRING
OUTPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_GET_MSG.RemoteElement.DATA
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OUTPUT_11_GET_MSG (Continued)
OUTPUT_11_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

OUTPUT_11_SET_MSG.Flags 16#0220 INT
OUTPUT_11_SET_MSG.Flags.4 0 BOOL
OUTPUT_11_SET_MSG.EW 0 BOOL
OUTPUT_11_SET_MSG.ER 0 BOOL

OUTPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_11_SET_MSG.DN 0 BOOL
OUTPUT_11_SET_MSG.ST 0 BOOL
OUTPUT_11_SET_MSG.EN 0 BOOL
OUTPUT_11_SET_MSG.TO 0 BOOL
OUTPUT_11_SET_MSG.EN_CC 0 BOOL
OUTPUT_11_SET_MSG.ERR 16#0000 INT
OUTPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_SET_MSG.ERR_SRC

0 SINT
OUTPUT_11_SET_MSG.DN_LEN 0 INT
OUTPUT_11_SET_MSG.REQ_LEN

2 INT
OUTPUT_11_SET_MSG.DestinationLink

0 INT
OUTPUT_11_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_SET_MSG.SourceLink

0 INT
OUTPUT_11_SET_MSG.Class 16#0091 INT
OUTPUT_11_SET_MSG.Attribute 16#000b INT
OUTPUT_11_SET_MSG.Instance 1 DINT
OUTPUT_11_SET_MSG.LocalIndex

0 DINT
OUTPUT_11_SET_MSG.Channel '$00' SINT
OUTPUT_11_SET_MSG.Rack 8#000 SINT
OUTPUT_11_SET_MSG.Group 0 SINT
OUTPUT_11_SET_MSG.Slot 0 SINT
OUTPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_SET_MSG.Path.LEN

16 DINT
OUTPUT_11_SET_MSG.Path.DATA

SINT
OUTPUT_11_SET_MSG.RemoteIndex

0 DINT
OUTPUT_11_SET_MSG.RemoteElement

STRING
OUTPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_SET_MSG.TimeoutMultiplier

0 SINT
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OUTPUT_12_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

OUTPUT_12_GET_MSG.Flags 16#0200 INT
OUTPUT_12_GET_MSG.Flags.4 0 BOOL
OUTPUT_12_GET_MSG.EW 0 BOOL
OUTPUT_12_GET_MSG.ER 0 BOOL

OUTPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_12_GET_MSG.DN 0 BOOL
OUTPUT_12_GET_MSG.ST 0 BOOL
OUTPUT_12_GET_MSG.EN 0 BOOL
OUTPUT_12_GET_MSG.TO 0 BOOL
OUTPUT_12_GET_MSG.EN_CC 0 BOOL
OUTPUT_12_GET_MSG.ERR 16#0000 INT
OUTPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_GET_MSG.ERR_SRC

0 SINT
OUTPUT_12_GET_MSG.DN_LEN

0 INT
OUTPUT_12_GET_MSG.REQ_LEN

0 INT
OUTPUT_12_GET_MSG.DestinationLink

0 INT
OUTPUT_12_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_GET_MSG.SourceLink

0 INT
OUTPUT_12_GET_MSG.Class 16#0091 INT
OUTPUT_12_GET_MSG.Attribute

16#000c INT
OUTPUT_12_GET_MSG.Instance 1 DINT
OUTPUT_12_GET_MSG.LocalIndex

0 DINT
OUTPUT_12_GET_MSG.Channel '$00' SINT
OUTPUT_12_GET_MSG.Rack 8#000 SINT
OUTPUT_12_GET_MSG.Group 0 SINT
OUTPUT_12_GET_MSG.Slot 0 SINT
OUTPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_GET_MSG.Path.LEN

16 DINT
OUTPUT_12_GET_MSG.Path.DATA

SINT
OUTPUT_12_GET_MSG.RemoteIndex

0 DINT
OUTPUT_12_GET_MSG.RemoteElement

STRING
OUTPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_12_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

OUTPUT_12_SET_MSG.Flags 16#0220 INT
OUTPUT_12_SET_MSG.Flags.4 0 BOOL
OUTPUT_12_SET_MSG.EW 0 BOOL
OUTPUT_12_SET_MSG.ER 0 BOOL

OUTPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_12_SET_MSG.DN 0 BOOL
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OUTPUT_12_SET_MSG (Continued)
OUTPUT_12_SET_MSG.ST 0 BOOL
OUTPUT_12_SET_MSG.EN 0 BOOL
OUTPUT_12_SET_MSG.TO 0 BOOL
OUTPUT_12_SET_MSG.EN_CC 0 BOOL
OUTPUT_12_SET_MSG.ERR 16#0000 INT
OUTPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_SET_MSG.ERR_SRC

0 SINT
OUTPUT_12_SET_MSG.DN_LEN 0 INT
OUTPUT_12_SET_MSG.REQ_LEN

2 INT
OUTPUT_12_SET_MSG.DestinationLink

0 INT
OUTPUT_12_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_SET_MSG.SourceLink

0 INT
OUTPUT_12_SET_MSG.Class 16#0091 INT
OUTPUT_12_SET_MSG.Attribute 16#000c INT
OUTPUT_12_SET_MSG.Instance 1 DINT
OUTPUT_12_SET_MSG.LocalIndex

0 DINT
OUTPUT_12_SET_MSG.Channel '$00' SINT
OUTPUT_12_SET_MSG.Rack 8#000 SINT
OUTPUT_12_SET_MSG.Group 0 SINT
OUTPUT_12_SET_MSG.Slot 0 SINT
OUTPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_SET_MSG.Path.LEN

16 DINT
OUTPUT_12_SET_MSG.Path.DATA

SINT
OUTPUT_12_SET_MSG.RemoteIndex

0 DINT
OUTPUT_12_SET_MSG.RemoteElement

STRING
OUTPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

OUTPUT_5_GET_MSG.Flags 16#0200 INT
OUTPUT_5_GET_MSG.Flags.4 0 BOOL
OUTPUT_5_GET_MSG.EW 0 BOOL
OUTPUT_5_GET_MSG.ER 0 BOOL

OUTPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_5_GET_MSG.DN 0 BOOL
OUTPUT_5_GET_MSG.ST 0 BOOL
OUTPUT_5_GET_MSG.EN 0 BOOL
OUTPUT_5_GET_MSG.TO 0 BOOL
OUTPUT_5_GET_MSG.EN_CC 0 BOOL
OUTPUT_5_GET_MSG.ERR 16#0000 INT
OUTPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_GET_MSG.ERR_SRC

0 SINT
OUTPUT_5_GET_MSG.DN_LEN 0 INT
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OUTPUT_5_GET_MSG (Continued)
OUTPUT_5_GET_MSG.REQ_LEN

0 INT
OUTPUT_5_GET_MSG.DestinationLink

0 INT
OUTPUT_5_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_GET_MSG.SourceLink

0 INT
OUTPUT_5_GET_MSG.Class 16#0091 INT
OUTPUT_5_GET_MSG.Attribute 16#0005 INT
OUTPUT_5_GET_MSG.Instance 1 DINT
OUTPUT_5_GET_MSG.LocalIndex

0 DINT
OUTPUT_5_GET_MSG.Channel '$00' SINT
OUTPUT_5_GET_MSG.Rack 8#000 SINT
OUTPUT_5_GET_MSG.Group 0 SINT
OUTPUT_5_GET_MSG.Slot 0 SINT
OUTPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_GET_MSG.Path.LEN 16 DINT
OUTPUT_5_GET_MSG.Path.DATA

SINT
OUTPUT_5_GET_MSG.RemoteIndex

0 DINT
OUTPUT_5_GET_MSG.RemoteElement

STRING
OUTPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

OUTPUT_5_SET_MSG.Flags 16#0220 INT
OUTPUT_5_SET_MSG.Flags.4 0 BOOL
OUTPUT_5_SET_MSG.EW 0 BOOL
OUTPUT_5_SET_MSG.ER 0 BOOL

OUTPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_5_SET_MSG.DN 0 BOOL
OUTPUT_5_SET_MSG.ST 0 BOOL
OUTPUT_5_SET_MSG.EN 0 BOOL
OUTPUT_5_SET_MSG.TO 0 BOOL
OUTPUT_5_SET_MSG.EN_CC 0 BOOL
OUTPUT_5_SET_MSG.ERR 16#0000 INT
OUTPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_SET_MSG.ERR_SRC 0 SINT
OUTPUT_5_SET_MSG.DN_LEN 0 INT
OUTPUT_5_SET_MSG.REQ_LEN

2 INT
OUTPUT_5_SET_MSG.DestinationLink

0 INT
OUTPUT_5_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_SET_MSG.SourceLink

0 INT
OUTPUT_5_SET_MSG.Class 16#0091 INT
OUTPUT_5_SET_MSG.Attribute 16#0005 INT
OUTPUT_5_SET_MSG.Instance 1 DINT
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OUTPUT_5_SET_MSG (Continued)
OUTPUT_5_SET_MSG.LocalIndex

0 DINT
OUTPUT_5_SET_MSG.Channel '$00' SINT
OUTPUT_5_SET_MSG.Rack 8#000 SINT
OUTPUT_5_SET_MSG.Group 0 SINT
OUTPUT_5_SET_MSG.Slot 0 SINT
OUTPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_SET_MSG.Path.LEN 16 DINT
OUTPUT_5_SET_MSG.Path.DATA

SINT
OUTPUT_5_SET_MSG.RemoteIndex

0 DINT
OUTPUT_5_SET_MSG.RemoteElement

STRING
OUTPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

OUTPUT_6_GET_MSG.Flags 16#0200 INT
OUTPUT_6_GET_MSG.Flags.4 0 BOOL
OUTPUT_6_GET_MSG.EW 0 BOOL
OUTPUT_6_GET_MSG.ER 0 BOOL

OUTPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_6_GET_MSG.DN 0 BOOL
OUTPUT_6_GET_MSG.ST 0 BOOL
OUTPUT_6_GET_MSG.EN 0 BOOL
OUTPUT_6_GET_MSG.TO 0 BOOL
OUTPUT_6_GET_MSG.EN_CC 0 BOOL
OUTPUT_6_GET_MSG.ERR 16#0000 INT
OUTPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_GET_MSG.ERR_SRC

0 SINT
OUTPUT_6_GET_MSG.DN_LEN 0 INT
OUTPUT_6_GET_MSG.REQ_LEN

0 INT
OUTPUT_6_GET_MSG.DestinationLink

0 INT
OUTPUT_6_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_GET_MSG.SourceLink

0 INT
OUTPUT_6_GET_MSG.Class 16#0091 INT
OUTPUT_6_GET_MSG.Attribute 16#0006 INT
OUTPUT_6_GET_MSG.Instance 1 DINT
OUTPUT_6_GET_MSG.LocalIndex

0 DINT
OUTPUT_6_GET_MSG.Channel '$00' SINT
OUTPUT_6_GET_MSG.Rack 8#000 SINT
OUTPUT_6_GET_MSG.Group 0 SINT
OUTPUT_6_GET_MSG.Slot 0 SINT
OUTPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_GET_MSG.Path.LEN 16 DINT
OUTPUT_6_GET_MSG.Path.DATA

SINT
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OUTPUT_6_GET_MSG (Continued)
OUTPUT_6_GET_MSG.RemoteIndex

0 DINT
OUTPUT_6_GET_MSG.RemoteElement

STRING
OUTPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

OUTPUT_6_SET_MSG.Flags 16#0220 INT
OUTPUT_6_SET_MSG.Flags.4 0 BOOL
OUTPUT_6_SET_MSG.EW 0 BOOL
OUTPUT_6_SET_MSG.ER 0 BOOL

OUTPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_6_SET_MSG.DN 0 BOOL
OUTPUT_6_SET_MSG.ST 0 BOOL
OUTPUT_6_SET_MSG.EN 0 BOOL
OUTPUT_6_SET_MSG.TO 0 BOOL
OUTPUT_6_SET_MSG.EN_CC 0 BOOL
OUTPUT_6_SET_MSG.ERR 16#0000 INT
OUTPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_SET_MSG.ERR_SRC 0 SINT
OUTPUT_6_SET_MSG.DN_LEN 0 INT
OUTPUT_6_SET_MSG.REQ_LEN

2 INT
OUTPUT_6_SET_MSG.DestinationLink

0 INT
OUTPUT_6_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_SET_MSG.SourceLink

0 INT
OUTPUT_6_SET_MSG.Class 16#0091 INT
OUTPUT_6_SET_MSG.Attribute 16#0006 INT
OUTPUT_6_SET_MSG.Instance 1 DINT
OUTPUT_6_SET_MSG.LocalIndex

0 DINT
OUTPUT_6_SET_MSG.Channel '$00' SINT
OUTPUT_6_SET_MSG.Rack 8#000 SINT
OUTPUT_6_SET_MSG.Group 0 SINT
OUTPUT_6_SET_MSG.Slot 0 SINT
OUTPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_SET_MSG.Path.LEN 16 DINT
OUTPUT_6_SET_MSG.Path.DATA

SINT
OUTPUT_6_SET_MSG.RemoteIndex

0 DINT
OUTPUT_6_SET_MSG.RemoteElement

STRING
OUTPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_SET_MSG.ConnectionRate
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OUTPUT_6_SET_MSG (Continued)
OUTPUT_6_SET_MSG.ConnectionRate

7500000
DINT

OUTPUT_6_SET_MSG.TimeoutMultiplier
0 SINT

OUTPUT_7_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

OUTPUT_7_GET_MSG.Flags 16#0200 INT
OUTPUT_7_GET_MSG.Flags.4 0 BOOL
OUTPUT_7_GET_MSG.EW 0 BOOL
OUTPUT_7_GET_MSG.ER 0 BOOL

OUTPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_7_GET_MSG.DN 0 BOOL
OUTPUT_7_GET_MSG.ST 0 BOOL
OUTPUT_7_GET_MSG.EN 0 BOOL
OUTPUT_7_GET_MSG.TO 0 BOOL
OUTPUT_7_GET_MSG.EN_CC 0 BOOL
OUTPUT_7_GET_MSG.ERR 16#0000 INT
OUTPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_GET_MSG.ERR_SRC

0 SINT
OUTPUT_7_GET_MSG.DN_LEN 0 INT
OUTPUT_7_GET_MSG.REQ_LEN

0 INT
OUTPUT_7_GET_MSG.DestinationLink

0 INT
OUTPUT_7_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_GET_MSG.SourceLink

0 INT
OUTPUT_7_GET_MSG.Class 16#0091 INT
OUTPUT_7_GET_MSG.Attribute 16#0007 INT
OUTPUT_7_GET_MSG.Instance 1 DINT
OUTPUT_7_GET_MSG.LocalIndex

0 DINT
OUTPUT_7_GET_MSG.Channel '$00' SINT
OUTPUT_7_GET_MSG.Rack 8#000 SINT
OUTPUT_7_GET_MSG.Group 0 SINT
OUTPUT_7_GET_MSG.Slot 0 SINT
OUTPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_GET_MSG.Path.LEN 16 DINT
OUTPUT_7_GET_MSG.Path.DATA

SINT
OUTPUT_7_GET_MSG.RemoteIndex

0 DINT
OUTPUT_7_GET_MSG.RemoteElement

STRING
OUTPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_7_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

OUTPUT_7_SET_MSG.Flags 16#0220 INT
OUTPUT_7_SET_MSG.Flags.4 0 BOOL
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OUTPUT_7_SET_MSG (Continued)
OUTPUT_7_SET_MSG.EW 0 BOOL
OUTPUT_7_SET_MSG.ER 0 BOOL

OUTPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_7_SET_MSG.DN 0 BOOL
OUTPUT_7_SET_MSG.ST 0 BOOL
OUTPUT_7_SET_MSG.EN 0 BOOL
OUTPUT_7_SET_MSG.TO 0 BOOL
OUTPUT_7_SET_MSG.EN_CC 0 BOOL
OUTPUT_7_SET_MSG.ERR 16#0000 INT
OUTPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_SET_MSG.ERR_SRC 0 SINT
OUTPUT_7_SET_MSG.DN_LEN 0 INT
OUTPUT_7_SET_MSG.REQ_LEN

2 INT
OUTPUT_7_SET_MSG.DestinationLink

0 INT
OUTPUT_7_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_SET_MSG.SourceLink

0 INT
OUTPUT_7_SET_MSG.Class 16#0091 INT
OUTPUT_7_SET_MSG.Attribute 16#0007 INT
OUTPUT_7_SET_MSG.Instance 1 DINT
OUTPUT_7_SET_MSG.LocalIndex

0 DINT
OUTPUT_7_SET_MSG.Channel '$00' SINT
OUTPUT_7_SET_MSG.Rack 8#000 SINT
OUTPUT_7_SET_MSG.Group 0 SINT
OUTPUT_7_SET_MSG.Slot 0 SINT
OUTPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_SET_MSG.Path.LEN 16 DINT
OUTPUT_7_SET_MSG.Path.DATA

SINT
OUTPUT_7_SET_MSG.RemoteIndex

0 DINT
OUTPUT_7_SET_MSG.RemoteElement

STRING
OUTPUT_7_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

OUTPUT_8_GET_MSG.Flags 16#0200 INT
OUTPUT_8_GET_MSG.Flags.4 0 BOOL
OUTPUT_8_GET_MSG.EW 0 BOOL
OUTPUT_8_GET_MSG.ER 0 BOOL

OUTPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_8_GET_MSG.DN 0 BOOL
OUTPUT_8_GET_MSG.ST 0 BOOL
OUTPUT_8_GET_MSG.EN 0 BOOL
OUTPUT_8_GET_MSG.TO 0 BOOL
OUTPUT_8_GET_MSG.EN_CC 0 BOOL
OUTPUT_8_GET_MSG.ERR 16#0000 INT
OUTPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_GET_MSG.ERR_SRC
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OUTPUT_8_GET_MSG (Continued)
OUTPUT_8_GET_MSG.ERR_SRC

0
SINT

OUTPUT_8_GET_MSG.DN_LEN 0 INT
OUTPUT_8_GET_MSG.REQ_LEN

0 INT
OUTPUT_8_GET_MSG.DestinationLink

0 INT
OUTPUT_8_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_GET_MSG.SourceLink

0 INT
OUTPUT_8_GET_MSG.Class 16#0091 INT
OUTPUT_8_GET_MSG.Attribute 16#0008 INT
OUTPUT_8_GET_MSG.Instance 1 DINT
OUTPUT_8_GET_MSG.LocalIndex

0 DINT
OUTPUT_8_GET_MSG.Channel '$00' SINT
OUTPUT_8_GET_MSG.Rack 8#000 SINT
OUTPUT_8_GET_MSG.Group 0 SINT
OUTPUT_8_GET_MSG.Slot 0 SINT
OUTPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_GET_MSG.Path.LEN 16 DINT
OUTPUT_8_GET_MSG.Path.DATA

SINT
OUTPUT_8_GET_MSG.RemoteIndex

0 DINT
OUTPUT_8_GET_MSG.RemoteElement

STRING
OUTPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

OUTPUT_8_SET_MSG.Flags 16#0220 INT
OUTPUT_8_SET_MSG.Flags.4 0 BOOL
OUTPUT_8_SET_MSG.EW 0 BOOL
OUTPUT_8_SET_MSG.ER 0 BOOL

OUTPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_8_SET_MSG.DN 0 BOOL
OUTPUT_8_SET_MSG.ST 0 BOOL
OUTPUT_8_SET_MSG.EN 0 BOOL
OUTPUT_8_SET_MSG.TO 0 BOOL
OUTPUT_8_SET_MSG.EN_CC 0 BOOL
OUTPUT_8_SET_MSG.ERR 16#0000 INT
OUTPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_SET_MSG.ERR_SRC 0 SINT
OUTPUT_8_SET_MSG.DN_LEN 0 INT
OUTPUT_8_SET_MSG.REQ_LEN

2 INT
OUTPUT_8_SET_MSG.DestinationLink

0 INT
OUTPUT_8_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_SET_MSG.SourceLink
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OUTPUT_8_SET_MSG (Continued)
OUTPUT_8_SET_MSG.SourceLink

0
INT

OUTPUT_8_SET_MSG.Class 16#0091 INT
OUTPUT_8_SET_MSG.Attribute 16#0008 INT
OUTPUT_8_SET_MSG.Instance 1 DINT
OUTPUT_8_SET_MSG.LocalIndex

0 DINT
OUTPUT_8_SET_MSG.Channel '$00' SINT
OUTPUT_8_SET_MSG.Rack 8#000 SINT
OUTPUT_8_SET_MSG.Group 0 SINT
OUTPUT_8_SET_MSG.Slot 0 SINT
OUTPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_SET_MSG.Path.LEN 16 DINT
OUTPUT_8_SET_MSG.Path.DATA

SINT
OUTPUT_8_SET_MSG.RemoteIndex

0 DINT
OUTPUT_8_SET_MSG.RemoteElement

STRING
OUTPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

OUTPUT_9_GET_MSG.Flags 16#0200 INT
OUTPUT_9_GET_MSG.Flags.4 0 BOOL
OUTPUT_9_GET_MSG.EW 0 BOOL
OUTPUT_9_GET_MSG.ER 0 BOOL

OUTPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_9_GET_MSG.DN 0 BOOL
OUTPUT_9_GET_MSG.ST 0 BOOL
OUTPUT_9_GET_MSG.EN 0 BOOL
OUTPUT_9_GET_MSG.TO 0 BOOL
OUTPUT_9_GET_MSG.EN_CC 0 BOOL
OUTPUT_9_GET_MSG.ERR 16#0000 INT
OUTPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_GET_MSG.ERR_SRC

0 SINT
OUTPUT_9_GET_MSG.DN_LEN 0 INT
OUTPUT_9_GET_MSG.REQ_LEN

0 INT
OUTPUT_9_GET_MSG.DestinationLink

0 INT
OUTPUT_9_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_GET_MSG.SourceLink

0 INT
OUTPUT_9_GET_MSG.Class 16#0091 INT
OUTPUT_9_GET_MSG.Attribute 16#0009 INT
OUTPUT_9_GET_MSG.Instance 1 DINT
OUTPUT_9_GET_MSG.LocalIndex

0 DINT
OUTPUT_9_GET_MSG.Channel '$00' SINT
OUTPUT_9_GET_MSG.Rack 8#000 SINT
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OUTPUT_9_GET_MSG (Continued)
OUTPUT_9_GET_MSG.Group 0 SINT
OUTPUT_9_GET_MSG.Slot 0 SINT
OUTPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_GET_MSG.Path.LEN 16 DINT
OUTPUT_9_GET_MSG.Path.DATA

SINT
OUTPUT_9_GET_MSG.RemoteIndex

0 DINT
OUTPUT_9_GET_MSG.RemoteElement

STRING
OUTPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_9_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_9_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

OUTPUT_9_SET_MSG.Flags 16#0220 INT
OUTPUT_9_SET_MSG.Flags.4 0 BOOL
OUTPUT_9_SET_MSG.EW 0 BOOL
OUTPUT_9_SET_MSG.ER 0 BOOL

OUTPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_9_SET_MSG.DN 0 BOOL
OUTPUT_9_SET_MSG.ST 0 BOOL
OUTPUT_9_SET_MSG.EN 0 BOOL
OUTPUT_9_SET_MSG.TO 0 BOOL
OUTPUT_9_SET_MSG.EN_CC 0 BOOL
OUTPUT_9_SET_MSG.ERR 16#0000 INT
OUTPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_SET_MSG.ERR_SRC 0 SINT
OUTPUT_9_SET_MSG.DN_LEN 0 INT
OUTPUT_9_SET_MSG.REQ_LEN

2 INT
OUTPUT_9_SET_MSG.DestinationLink

0 INT
OUTPUT_9_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_SET_MSG.SourceLink

0 INT
OUTPUT_9_SET_MSG.Class 16#0091 INT
OUTPUT_9_SET_MSG.Attribute 16#0009 INT
OUTPUT_9_SET_MSG.Instance 1 DINT
OUTPUT_9_SET_MSG.LocalIndex

0 DINT
OUTPUT_9_SET_MSG.Channel '$00' SINT
OUTPUT_9_SET_MSG.Rack 8#000 SINT
OUTPUT_9_SET_MSG.Group 0 SINT
OUTPUT_9_SET_MSG.Slot 0 SINT
OUTPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_SET_MSG.Path.LEN 16 DINT
OUTPUT_9_SET_MSG.Path.DATA

SINT
OUTPUT_9_SET_MSG.RemoteIndex

0 DINT
OUTPUT_9_SET_MSG.RemoteElement

STRING
OUTPUT_9_SET_MSG.RemoteElement.LEN
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OUTPUT_9_SET_MSG (Continued)
OUTPUT_9_SET_MSG.RemoteElement.LEN

0
DINT

OUTPUT_9_SET_MSG.RemoteElement.DATA
SINT

OUTPUT_9_SET_MSG.UnconnectedTimeout
30000000 DINT

OUTPUT_9_SET_MSG.ConnectionRate
7500000 DINT

OUTPUT_9_SET_MSG.TimeoutMultiplier
0 SINT

READ_DONE 1 DINT CompactLogix_V13
READ_DONE - MainProgram/Message_Timing - 4(LES)

READ_TON TIMER CompactLogix_V13
READ_TON - MainProgram/Message_Timing - *3(TON)

READ_TON.PRE 2250 DINT
READ_TON.ACC 0 DINT

READ_TON.ACC - MainProgram/Message_Timing - 4(LES)
READ_TON.ACC - MainProgram/Reading_Data_Sets - 0(GRT), 10(GRT), 12(GRT), 14(GRT), 2(GRT), 4(GRT), 6(GRT), 8(GRT)

READ_TON.EN 0 BOOL
READ_TON.TT 0 BOOL

READ_TON.TT - MainProgram/Message_Timing - 3(XIC)
READ_TON.DN 0 BOOL
READ_TON.FS 0 BOOL
READ_TON.LS 0 BOOL
READ_TON.OV 0 BOOL
READ_TON.ER 0 BOOL

WRITE_DONE 1 DINT CompactLogix_V13
WRITE_DONE - MainProgram/Message_Timing - 1(LES)

WRITE_TON TIMER CompactLogix_V13
WRITE_TON - MainProgram/Message_Timing - *0(TON)

WRITE_TON.PRE 2250 DINT
WRITE_TON.ACC 0 DINT

WRITE_TON.ACC - MainProgram/Message_Timing - 1(LES)
WRITE_TON.ACC - MainProgram/Programming_Data_Sets - 1(GRT), 11(GRT), 13(GRT), 15(GRT), 3(GRT), 5(GRT), 7(GRT), 9(GRT)

WRITE_TON.EN 0 BOOL
WRITE_TON.TT 0 BOOL

WRITE_TON.TT - MainProgram/Message_Timing - 0(XIC)
WRITE_TON.DN 0 BOOL
WRITE_TON.FS 0 BOOL
WRITE_TON.LS 0 BOOL
WRITE_TON.OV 0 BOOL
WRITE_TON.ER 0 BOOL
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The following ladder logic porgram below will program Data Sets 5-12 using Set Attridute Single message.  
NOTE: To programming Data Sets 5-32 any class 1 connection must be stopped.

The WRITE_OUTPUT_DATA_SET_x is were the drive parameter number should be entered.  This is the information that will
 be sent from the PLC to the drive.  In WRITE_OUTPUT_DATA_SET_5 the 2203 is group 22 and parameter 03.

The WRITE_INPUT_DATA_SET_x is were the drive parameter number should be entered.  This is the information that will 
be sent from the drive to the PLC.  In WRITE_INPUT_DATA_SET_5 the 107 is group 01 and parameter 07.

Local:2:I.Data.0 will start the program to write the data sets 5-12.  Local:2:O.Data.0 will activate when the programming is 
finished.  Local:2:O.Data.1 will activate if there are any errors, check Message_Timing program for the message that error.  

DATA SET 5

0 Move
Source WRITE_OUTPUT_DATA_SET_5
 2203
Dest WRITE_MESSAGE_OUTPUT_5
 2203

MOV
Move
Source WRITE_INPUT_DATA_SET_5
 107
Dest WRITE_MESSAGE_INPUT_5
 107

MOV

The following ladder logic porgram below will program Data Sets 5-12 using Set Attridute Single message.  
NOTE: To programming Data Sets 5-32 any class 1 connection must be stopped.

The WRITE_OUTPUT_DATA_SET_x is were the drive parameter number should be entered.  This is the information that will
 be sent from the PLC to the drive.  In WRITE_OUTPUT_DATA_SET_5 the 2203 is group 22 and parameter 03.

The WRITE_INPUT_DATA_SET_x is were the drive parameter number should be entered.  This is the information that will 
be sent from the drive to the PLC.  In WRITE_INPUT_DATA_SET_5 the 107 is group 01 and parameter 07.

Local:2:I.Data.0 will start the program to write the data sets 5-12.  Local:2:O.Data.0 will activate when the programming is 
finished.  Local:2:O.Data.1 will activate if there are any errors, check Message_Timing program for the message that error.  

DATA SET 5

1 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_5
 250

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_5_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_5_SET_MSG  ... 

MSG

DATA SET 6

2 Move
Source WRITE_OUTPUT_DATA_SET_6
 0
Dest WRITE_MESSAGE_OUTPUT_6
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_6
 0
Dest WRITE_MESSAGE_INPUT_6
 0

MOV
DATA SET 6

3 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_6
 500

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_6_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_6_SET_MSG  ... 

MSG
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DATA SET 7

4 Move
Source WRITE_OUTPUT_DATA_SET_7
 0
Dest WRITE_MESSAGE_OUTPUT_7
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_7
 0
Dest WRITE_MESSAGE_INPUT_7
 0

MOV
DATA SET 7

5 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_7
 750

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_7_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_7_SET_MSG  ... 

MSG

DATA SET 8

6 Move
Source WRITE_OUTPUT_DATA_SET_8
 0
Dest WRITE_MESSAGE_OUTPUT_8
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_8
 0
Dest WRITE_MESSAGE_INPUT_8
 0

MOV
DATA SET 8

7 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_8
 1000

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_8_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_8_SET_MSG  ... 

MSG

DATA SET 9

8 Move
Source WRITE_OUTPUT_DATA_SET_9
 0
Dest WRITE_MESSAGE_OUTPUT_9
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_9
 0
Dest WRITE_MESSAGE_INPUT_9
 0

MOV
DATA SET 9
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9 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_9
 1250

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_9_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_9_SET_MSG  ... 

MSG

DATA SET 10

10 Move
Source WRITE_OUTPUT_DATA_SET_10
 0
Dest WRITE_MESSAGE_OUTPUT_10
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_10
 0
Dest WRITE_MESSAGE_INPUT_10
 0

MOV
DATA SET 10

11 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_10
 1500

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_10_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_10_SET_MSG  ... 

MSG

DATA SET 11

12 Move
Source WRITE_OUTPUT_DATA_SET_11
 0
Dest WRITE_MESSAGE_OUTPUT_11
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_11
 0
Dest WRITE_MESSAGE_INPUT_11
 0

MOV
DATA SET 11

13 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_11
 1750

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_11_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_11_SET_MSG  ... 

MSG
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DATA SET 12

14 Move
Source WRITE_OUTPUT_DATA_SET_12
 0
Dest WRITE_MESSAGE_OUTPUT_12
 0

MOV
Move
Source WRITE_INPUT_DATA_SET_12
 0
Dest WRITE_MESSAGE_INPUT_12
 0

MOV
DATA SET 12

15 Greater Than (A>B)
Source A WRITE_TON.ACC
 0
Source B WRITE_DATA_12
 2000

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_12_SET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_12_SET_MSG  ... 

MSG

(End)
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Name Value Data Type Scope
INPUT_10_SET_MSG MESSAGE CompactLogix_V13

INPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)
INPUT_10_SET_MSG.Flags 16#0220 INT
INPUT_10_SET_MSG.Flags.4 0 BOOL
INPUT_10_SET_MSG.EW 0 BOOL
INPUT_10_SET_MSG.ER 0 BOOL

INPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_10_SET_MSG.DN 0 BOOL
INPUT_10_SET_MSG.ST 0 BOOL
INPUT_10_SET_MSG.EN 0 BOOL
INPUT_10_SET_MSG.TO 0 BOOL
INPUT_10_SET_MSG.EN_CC 0 BOOL
INPUT_10_SET_MSG.ERR 16#0000 INT
INPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_10_SET_MSG.ERR_SRC 0 SINT
INPUT_10_SET_MSG.DN_LEN 0 INT
INPUT_10_SET_MSG.REQ_LEN 2 INT
INPUT_10_SET_MSG.DestinationLink

0 INT
INPUT_10_SET_MSG.DestinationNode

8#000_000 INT
INPUT_10_SET_MSG.SourceLink 0 INT
INPUT_10_SET_MSG.Class 16#0091 INT
INPUT_10_SET_MSG.Attribute 16#000a INT
INPUT_10_SET_MSG.Instance 2 DINT
INPUT_10_SET_MSG.LocalIndex 0 DINT
INPUT_10_SET_MSG.Channel '$00' SINT
INPUT_10_SET_MSG.Rack 8#000 SINT
INPUT_10_SET_MSG.Group 0 SINT
INPUT_10_SET_MSG.Slot 0 SINT
INPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_SET_MSG.Path.LEN 16 DINT
INPUT_10_SET_MSG.Path.DATA SINT
INPUT_10_SET_MSG.RemoteIndex

0 DINT
INPUT_10_SET_MSG.RemoteElement

STRING
INPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_SET_MSG.RemoteElement.DATA

SINT
INPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_SET_MSG.ConnectionRate

7500000 DINT
INPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_SET_MSG MESSAGE CompactLogix_V13
INPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

INPUT_11_SET_MSG.Flags 16#0220 INT
INPUT_11_SET_MSG.Flags.4 0 BOOL
INPUT_11_SET_MSG.EW 0 BOOL
INPUT_11_SET_MSG.ER 0 BOOL

INPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_11_SET_MSG.DN 0 BOOL
INPUT_11_SET_MSG.ST 0 BOOL
INPUT_11_SET_MSG.EN 0 BOOL
INPUT_11_SET_MSG.TO 0 BOOL
INPUT_11_SET_MSG.EN_CC 0 BOOL
INPUT_11_SET_MSG.ERR 16#0000 INT
INPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_11_SET_MSG.ERR_SRC 0 SINT
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INPUT_11_SET_MSG (Continued)
INPUT_11_SET_MSG.DN_LEN 0 INT
INPUT_11_SET_MSG.REQ_LEN 2 INT
INPUT_11_SET_MSG.DestinationLink

0 INT
INPUT_11_SET_MSG.DestinationNode

8#000_000 INT
INPUT_11_SET_MSG.SourceLink 0 INT
INPUT_11_SET_MSG.Class 16#0091 INT
INPUT_11_SET_MSG.Attribute 16#000b INT
INPUT_11_SET_MSG.Instance 2 DINT
INPUT_11_SET_MSG.LocalIndex 0 DINT
INPUT_11_SET_MSG.Channel '$00' SINT
INPUT_11_SET_MSG.Rack 8#000 SINT
INPUT_11_SET_MSG.Group 0 SINT
INPUT_11_SET_MSG.Slot 0 SINT
INPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_SET_MSG.Path.LEN 16 DINT
INPUT_11_SET_MSG.Path.DATA SINT
INPUT_11_SET_MSG.RemoteIndex

0 DINT
INPUT_11_SET_MSG.RemoteElement

STRING
INPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_SET_MSG.RemoteElement.DATA

SINT
INPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_11_SET_MSG.ConnectionRate

7500000 DINT
INPUT_11_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_SET_MSG MESSAGE CompactLogix_V13
INPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

INPUT_12_SET_MSG.Flags 16#0220 INT
INPUT_12_SET_MSG.Flags.4 0 BOOL
INPUT_12_SET_MSG.EW 0 BOOL
INPUT_12_SET_MSG.ER 0 BOOL

INPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_12_SET_MSG.DN 0 BOOL
INPUT_12_SET_MSG.ST 0 BOOL
INPUT_12_SET_MSG.EN 0 BOOL
INPUT_12_SET_MSG.TO 0 BOOL
INPUT_12_SET_MSG.EN_CC 0 BOOL
INPUT_12_SET_MSG.ERR 16#0000 INT
INPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_SET_MSG.ERR_SRC 0 SINT
INPUT_12_SET_MSG.DN_LEN 0 INT
INPUT_12_SET_MSG.REQ_LEN 2 INT
INPUT_12_SET_MSG.DestinationLink

0 INT
INPUT_12_SET_MSG.DestinationNode

8#000_000 INT
INPUT_12_SET_MSG.SourceLink 0 INT
INPUT_12_SET_MSG.Class 16#0091 INT
INPUT_12_SET_MSG.Attribute 16#000c INT
INPUT_12_SET_MSG.Instance 2 DINT
INPUT_12_SET_MSG.LocalIndex 0 DINT
INPUT_12_SET_MSG.Channel '$00' SINT
INPUT_12_SET_MSG.Rack 8#000 SINT
INPUT_12_SET_MSG.Group 0 SINT
INPUT_12_SET_MSG.Slot 0 SINT



Programming_Data_Sets - Routine Tag Listing  Page 102Programming_Data_Sets - Routine Tag Listing  Page 102
CompactLogix_V13:MainTask:MainProgram 2/20/2009 6:29:40 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

INPUT_12_SET_MSG (Continued)
INPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_SET_MSG.Path.LEN 16 DINT
INPUT_12_SET_MSG.Path.DATA SINT
INPUT_12_SET_MSG.RemoteIndex

0 DINT
INPUT_12_SET_MSG.RemoteElement

STRING
INPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_SET_MSG.RemoteElement.DATA

SINT
INPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_SET_MSG.ConnectionRate

7500000 DINT
INPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_SET_MSG MESSAGE CompactLogix_V13
INPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

INPUT_5_SET_MSG.Flags 16#0220 INT
INPUT_5_SET_MSG.Flags.4 0 BOOL
INPUT_5_SET_MSG.EW 0 BOOL
INPUT_5_SET_MSG.ER 0 BOOL

INPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_5_SET_MSG.DN 0 BOOL
INPUT_5_SET_MSG.ST 0 BOOL
INPUT_5_SET_MSG.EN 0 BOOL
INPUT_5_SET_MSG.TO 0 BOOL
INPUT_5_SET_MSG.EN_CC 0 BOOL
INPUT_5_SET_MSG.ERR 16#0000 INT
INPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_SET_MSG.ERR_SRC 0 SINT
INPUT_5_SET_MSG.DN_LEN 0 INT
INPUT_5_SET_MSG.REQ_LEN 2 INT
INPUT_5_SET_MSG.DestinationLink

0 INT
INPUT_5_SET_MSG.DestinationNode

8#000_000 INT
INPUT_5_SET_MSG.SourceLink 0 INT
INPUT_5_SET_MSG.Class 16#0091 INT
INPUT_5_SET_MSG.Attribute 16#0005 INT
INPUT_5_SET_MSG.Instance 2 DINT
INPUT_5_SET_MSG.LocalIndex 0 DINT
INPUT_5_SET_MSG.Channel '$00' SINT
INPUT_5_SET_MSG.Rack 8#000 SINT
INPUT_5_SET_MSG.Group 0 SINT
INPUT_5_SET_MSG.Slot 0 SINT
INPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_SET_MSG.Path.LEN 16 DINT
INPUT_5_SET_MSG.Path.DATA SINT
INPUT_5_SET_MSG.RemoteIndex 0 DINT
INPUT_5_SET_MSG.RemoteElement

STRING
INPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_SET_MSG.RemoteElement.DATA

SINT
INPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_5_SET_MSG.ConnectionRate

7500000 DINT
INPUT_5_SET_MSG.TimeoutMultiplier
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INPUT_5_SET_MSG (Continued)
INPUT_5_SET_MSG.TimeoutMultiplier

0
SINT

INPUT_6_SET_MSG MESSAGE CompactLogix_V13
INPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

INPUT_6_SET_MSG.Flags 16#0220 INT
INPUT_6_SET_MSG.Flags.4 0 BOOL
INPUT_6_SET_MSG.EW 0 BOOL
INPUT_6_SET_MSG.ER 0 BOOL

INPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_6_SET_MSG.DN 0 BOOL
INPUT_6_SET_MSG.ST 0 BOOL
INPUT_6_SET_MSG.EN 0 BOOL
INPUT_6_SET_MSG.TO 0 BOOL
INPUT_6_SET_MSG.EN_CC 0 BOOL
INPUT_6_SET_MSG.ERR 16#0000 INT
INPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_SET_MSG.ERR_SRC 0 SINT
INPUT_6_SET_MSG.DN_LEN 0 INT
INPUT_6_SET_MSG.REQ_LEN 2 INT
INPUT_6_SET_MSG.DestinationLink

0 INT
INPUT_6_SET_MSG.DestinationNode

8#000_000 INT
INPUT_6_SET_MSG.SourceLink 0 INT
INPUT_6_SET_MSG.Class 16#0091 INT
INPUT_6_SET_MSG.Attribute 16#0006 INT
INPUT_6_SET_MSG.Instance 2 DINT
INPUT_6_SET_MSG.LocalIndex 0 DINT
INPUT_6_SET_MSG.Channel '$00' SINT
INPUT_6_SET_MSG.Rack 8#000 SINT
INPUT_6_SET_MSG.Group 0 SINT
INPUT_6_SET_MSG.Slot 0 SINT
INPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_SET_MSG.Path.LEN 16 DINT
INPUT_6_SET_MSG.Path.DATA SINT
INPUT_6_SET_MSG.RemoteIndex 0 DINT
INPUT_6_SET_MSG.RemoteElement

STRING
INPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_SET_MSG.RemoteElement.DATA

SINT
INPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_SET_MSG.ConnectionRate

7500000 DINT
INPUT_6_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_SET_MSG MESSAGE CompactLogix_V13
INPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

INPUT_7_SET_MSG.Flags 16#0220 INT
INPUT_7_SET_MSG.Flags.4 0 BOOL
INPUT_7_SET_MSG.EW 0 BOOL
INPUT_7_SET_MSG.ER 0 BOOL

INPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_7_SET_MSG.DN 0 BOOL
INPUT_7_SET_MSG.ST 0 BOOL
INPUT_7_SET_MSG.EN 0 BOOL
INPUT_7_SET_MSG.TO 0 BOOL
INPUT_7_SET_MSG.EN_CC 0 BOOL
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INPUT_7_SET_MSG (Continued)
INPUT_7_SET_MSG.ERR 16#0000 INT
INPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_SET_MSG.ERR_SRC 0 SINT
INPUT_7_SET_MSG.DN_LEN 0 INT
INPUT_7_SET_MSG.REQ_LEN 2 INT
INPUT_7_SET_MSG.DestinationLink

0 INT
INPUT_7_SET_MSG.DestinationNode

8#000_000 INT
INPUT_7_SET_MSG.SourceLink 0 INT
INPUT_7_SET_MSG.Class 16#0091 INT
INPUT_7_SET_MSG.Attribute 16#0007 INT
INPUT_7_SET_MSG.Instance 2 DINT
INPUT_7_SET_MSG.LocalIndex 0 DINT
INPUT_7_SET_MSG.Channel '$00' SINT
INPUT_7_SET_MSG.Rack 8#000 SINT
INPUT_7_SET_MSG.Group 0 SINT
INPUT_7_SET_MSG.Slot 0 SINT
INPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_SET_MSG.Path.LEN 16 DINT
INPUT_7_SET_MSG.Path.DATA SINT
INPUT_7_SET_MSG.RemoteIndex 0 DINT
INPUT_7_SET_MSG.RemoteElement

STRING
INPUT_7_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_7_SET_MSG.RemoteElement.DATA

SINT
INPUT_7_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_7_SET_MSG.ConnectionRate

7500000 DINT
INPUT_7_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_8_SET_MSG MESSAGE CompactLogix_V13
INPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

INPUT_8_SET_MSG.Flags 16#0220 INT
INPUT_8_SET_MSG.Flags.4 0 BOOL
INPUT_8_SET_MSG.EW 0 BOOL
INPUT_8_SET_MSG.ER 0 BOOL

INPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_8_SET_MSG.DN 0 BOOL
INPUT_8_SET_MSG.ST 0 BOOL
INPUT_8_SET_MSG.EN 0 BOOL
INPUT_8_SET_MSG.TO 0 BOOL
INPUT_8_SET_MSG.EN_CC 0 BOOL
INPUT_8_SET_MSG.ERR 16#0000 INT
INPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_SET_MSG.ERR_SRC 0 SINT
INPUT_8_SET_MSG.DN_LEN 0 INT
INPUT_8_SET_MSG.REQ_LEN 2 INT
INPUT_8_SET_MSG.DestinationLink

0 INT
INPUT_8_SET_MSG.DestinationNode

8#000_000 INT
INPUT_8_SET_MSG.SourceLink 0 INT
INPUT_8_SET_MSG.Class 16#0091 INT
INPUT_8_SET_MSG.Attribute 16#0008 INT
INPUT_8_SET_MSG.Instance 2 DINT
INPUT_8_SET_MSG.LocalIndex 0 DINT
INPUT_8_SET_MSG.Channel '$00' SINT
INPUT_8_SET_MSG.Rack 8#000 SINT
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INPUT_8_SET_MSG (Continued)
INPUT_8_SET_MSG.Group 0 SINT
INPUT_8_SET_MSG.Slot 0 SINT
INPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_SET_MSG.Path.LEN 16 DINT
INPUT_8_SET_MSG.Path.DATA SINT
INPUT_8_SET_MSG.RemoteIndex 0 DINT
INPUT_8_SET_MSG.RemoteElement

STRING
INPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_SET_MSG.RemoteElement.DATA

SINT
INPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_SET_MSG.ConnectionRate

7500000 DINT
INPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_SET_MSG MESSAGE CompactLogix_V13
INPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)

INPUT_9_SET_MSG.Flags 16#0220 INT
INPUT_9_SET_MSG.Flags.4 0 BOOL
INPUT_9_SET_MSG.EW 0 BOOL
INPUT_9_SET_MSG.ER 0 BOOL

INPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
INPUT_9_SET_MSG.DN 0 BOOL
INPUT_9_SET_MSG.ST 0 BOOL
INPUT_9_SET_MSG.EN 0 BOOL
INPUT_9_SET_MSG.TO 0 BOOL
INPUT_9_SET_MSG.EN_CC 0 BOOL
INPUT_9_SET_MSG.ERR 16#0000 INT
INPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_SET_MSG.ERR_SRC 0 SINT
INPUT_9_SET_MSG.DN_LEN 0 INT
INPUT_9_SET_MSG.REQ_LEN 2 INT
INPUT_9_SET_MSG.DestinationLink

0 INT
INPUT_9_SET_MSG.DestinationNode

8#000_000 INT
INPUT_9_SET_MSG.SourceLink 0 INT
INPUT_9_SET_MSG.Class 16#0091 INT
INPUT_9_SET_MSG.Attribute 16#0009 INT
INPUT_9_SET_MSG.Instance 2 DINT
INPUT_9_SET_MSG.LocalIndex 0 DINT
INPUT_9_SET_MSG.Channel '$00' SINT
INPUT_9_SET_MSG.Rack 8#000 SINT
INPUT_9_SET_MSG.Group 0 SINT
INPUT_9_SET_MSG.Slot 0 SINT
INPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_SET_MSG.Path.LEN 16 DINT
INPUT_9_SET_MSG.Path.DATA SINT
INPUT_9_SET_MSG.RemoteIndex 0 DINT
INPUT_9_SET_MSG.RemoteElement

STRING
INPUT_9_SET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_SET_MSG.RemoteElement.DATA

SINT
INPUT_9_SET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_SET_MSG.ConnectionRate

7500000 DINT
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INPUT_9_SET_MSG (Continued)
INPUT_9_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_10_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_SET_MSG - MainProgram/Programming_Data_Sets - *11(MSG)

OUTPUT_10_SET_MSG.Flags 16#0220 INT
OUTPUT_10_SET_MSG.Flags.4 0 BOOL
OUTPUT_10_SET_MSG.EW 0 BOOL
OUTPUT_10_SET_MSG.ER 0 BOOL

OUTPUT_10_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_10_SET_MSG.DN 0 BOOL
OUTPUT_10_SET_MSG.ST 0 BOOL
OUTPUT_10_SET_MSG.EN 0 BOOL
OUTPUT_10_SET_MSG.TO 0 BOOL
OUTPUT_10_SET_MSG.EN_CC 0 BOOL
OUTPUT_10_SET_MSG.ERR 16#0000 INT
OUTPUT_10_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_SET_MSG.ERR_SRC

0 SINT
OUTPUT_10_SET_MSG.DN_LEN 0 INT
OUTPUT_10_SET_MSG.REQ_LEN

2 INT
OUTPUT_10_SET_MSG.DestinationLink

0 INT
OUTPUT_10_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_SET_MSG.SourceLink

0 INT
OUTPUT_10_SET_MSG.Class 16#0091 INT
OUTPUT_10_SET_MSG.Attribute 16#000a INT
OUTPUT_10_SET_MSG.Instance 1 DINT
OUTPUT_10_SET_MSG.LocalIndex

0 DINT
OUTPUT_10_SET_MSG.Channel '$00' SINT
OUTPUT_10_SET_MSG.Rack 8#000 SINT
OUTPUT_10_SET_MSG.Group 0 SINT
OUTPUT_10_SET_MSG.Slot 0 SINT
OUTPUT_10_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_SET_MSG.Path.LEN

16 DINT
OUTPUT_10_SET_MSG.Path.DATA

SINT
OUTPUT_10_SET_MSG.RemoteIndex

0 DINT
OUTPUT_10_SET_MSG.RemoteElement

STRING
OUTPUT_10_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_10_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_11_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_SET_MSG - MainProgram/Programming_Data_Sets - *13(MSG)

OUTPUT_11_SET_MSG.Flags 16#0220 INT
OUTPUT_11_SET_MSG.Flags.4 0 BOOL
OUTPUT_11_SET_MSG.EW 0 BOOL
OUTPUT_11_SET_MSG.ER 0 BOOL
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OUTPUT_11_SET_MSG (Continued)
OUTPUT_11_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)

OUTPUT_11_SET_MSG.DN 0 BOOL
OUTPUT_11_SET_MSG.ST 0 BOOL
OUTPUT_11_SET_MSG.EN 0 BOOL
OUTPUT_11_SET_MSG.TO 0 BOOL
OUTPUT_11_SET_MSG.EN_CC 0 BOOL
OUTPUT_11_SET_MSG.ERR 16#0000 INT
OUTPUT_11_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_SET_MSG.ERR_SRC

0 SINT
OUTPUT_11_SET_MSG.DN_LEN 0 INT
OUTPUT_11_SET_MSG.REQ_LEN

2 INT
OUTPUT_11_SET_MSG.DestinationLink

0 INT
OUTPUT_11_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_SET_MSG.SourceLink

0 INT
OUTPUT_11_SET_MSG.Class 16#0091 INT
OUTPUT_11_SET_MSG.Attribute 16#000b INT
OUTPUT_11_SET_MSG.Instance 1 DINT
OUTPUT_11_SET_MSG.LocalIndex

0 DINT
OUTPUT_11_SET_MSG.Channel '$00' SINT
OUTPUT_11_SET_MSG.Rack 8#000 SINT
OUTPUT_11_SET_MSG.Group 0 SINT
OUTPUT_11_SET_MSG.Slot 0 SINT
OUTPUT_11_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_SET_MSG.Path.LEN

16 DINT
OUTPUT_11_SET_MSG.Path.DATA

SINT
OUTPUT_11_SET_MSG.RemoteIndex

0 DINT
OUTPUT_11_SET_MSG.RemoteElement

STRING
OUTPUT_11_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_12_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_12_SET_MSG - MainProgram/Programming_Data_Sets - *15(MSG)

OUTPUT_12_SET_MSG.Flags 16#0220 INT
OUTPUT_12_SET_MSG.Flags.4 0 BOOL
OUTPUT_12_SET_MSG.EW 0 BOOL
OUTPUT_12_SET_MSG.ER 0 BOOL

OUTPUT_12_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_12_SET_MSG.DN 0 BOOL
OUTPUT_12_SET_MSG.ST 0 BOOL
OUTPUT_12_SET_MSG.EN 0 BOOL
OUTPUT_12_SET_MSG.TO 0 BOOL
OUTPUT_12_SET_MSG.EN_CC 0 BOOL
OUTPUT_12_SET_MSG.ERR 16#0000 INT
OUTPUT_12_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_SET_MSG.ERR_SRC



Programming_Data_Sets - Routine Tag Listing  Page 108Programming_Data_Sets - Routine Tag Listing  Page 108
CompactLogix_V13:MainTask:MainProgram 2/20/2009 6:29:43 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

OUTPUT_12_SET_MSG (Continued)
OUTPUT_12_SET_MSG.ERR_SRC

0
SINT

OUTPUT_12_SET_MSG.DN_LEN 0 INT
OUTPUT_12_SET_MSG.REQ_LEN

2 INT
OUTPUT_12_SET_MSG.DestinationLink

0 INT
OUTPUT_12_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_SET_MSG.SourceLink

0 INT
OUTPUT_12_SET_MSG.Class 16#0091 INT
OUTPUT_12_SET_MSG.Attribute 16#000c INT
OUTPUT_12_SET_MSG.Instance 1 DINT
OUTPUT_12_SET_MSG.LocalIndex

0 DINT
OUTPUT_12_SET_MSG.Channel '$00' SINT
OUTPUT_12_SET_MSG.Rack 8#000 SINT
OUTPUT_12_SET_MSG.Group 0 SINT
OUTPUT_12_SET_MSG.Slot 0 SINT
OUTPUT_12_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_SET_MSG.Path.LEN

16 DINT
OUTPUT_12_SET_MSG.Path.DATA

SINT
OUTPUT_12_SET_MSG.RemoteIndex

0 DINT
OUTPUT_12_SET_MSG.RemoteElement

STRING
OUTPUT_12_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_SET_MSG - MainProgram/Programming_Data_Sets - *1(MSG)

OUTPUT_5_SET_MSG.Flags 16#0220 INT
OUTPUT_5_SET_MSG.Flags.4 0 BOOL
OUTPUT_5_SET_MSG.EW 0 BOOL
OUTPUT_5_SET_MSG.ER 0 BOOL

OUTPUT_5_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_5_SET_MSG.DN 0 BOOL
OUTPUT_5_SET_MSG.ST 0 BOOL
OUTPUT_5_SET_MSG.EN 0 BOOL
OUTPUT_5_SET_MSG.TO 0 BOOL
OUTPUT_5_SET_MSG.EN_CC 0 BOOL
OUTPUT_5_SET_MSG.ERR 16#0000 INT
OUTPUT_5_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_SET_MSG.ERR_SRC 0 SINT
OUTPUT_5_SET_MSG.DN_LEN 0 INT
OUTPUT_5_SET_MSG.REQ_LEN

2 INT
OUTPUT_5_SET_MSG.DestinationLink

0 INT
OUTPUT_5_SET_MSG.DestinationNode

8#000_000 INT
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OUTPUT_5_SET_MSG (Continued)
OUTPUT_5_SET_MSG.SourceLink

0 INT
OUTPUT_5_SET_MSG.Class 16#0091 INT
OUTPUT_5_SET_MSG.Attribute 16#0005 INT
OUTPUT_5_SET_MSG.Instance 1 DINT
OUTPUT_5_SET_MSG.LocalIndex

0 DINT
OUTPUT_5_SET_MSG.Channel '$00' SINT
OUTPUT_5_SET_MSG.Rack 8#000 SINT
OUTPUT_5_SET_MSG.Group 0 SINT
OUTPUT_5_SET_MSG.Slot 0 SINT
OUTPUT_5_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_SET_MSG.Path.LEN 16 DINT
OUTPUT_5_SET_MSG.Path.DATA

SINT
OUTPUT_5_SET_MSG.RemoteIndex

0 DINT
OUTPUT_5_SET_MSG.RemoteElement

STRING
OUTPUT_5_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_SET_MSG - MainProgram/Programming_Data_Sets - *3(MSG)

OUTPUT_6_SET_MSG.Flags 16#0220 INT
OUTPUT_6_SET_MSG.Flags.4 0 BOOL
OUTPUT_6_SET_MSG.EW 0 BOOL
OUTPUT_6_SET_MSG.ER 0 BOOL

OUTPUT_6_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_6_SET_MSG.DN 0 BOOL
OUTPUT_6_SET_MSG.ST 0 BOOL
OUTPUT_6_SET_MSG.EN 0 BOOL
OUTPUT_6_SET_MSG.TO 0 BOOL
OUTPUT_6_SET_MSG.EN_CC 0 BOOL
OUTPUT_6_SET_MSG.ERR 16#0000 INT
OUTPUT_6_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_SET_MSG.ERR_SRC 0 SINT
OUTPUT_6_SET_MSG.DN_LEN 0 INT
OUTPUT_6_SET_MSG.REQ_LEN

2 INT
OUTPUT_6_SET_MSG.DestinationLink

0 INT
OUTPUT_6_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_6_SET_MSG.SourceLink

0 INT
OUTPUT_6_SET_MSG.Class 16#0091 INT
OUTPUT_6_SET_MSG.Attribute 16#0006 INT
OUTPUT_6_SET_MSG.Instance 1 DINT
OUTPUT_6_SET_MSG.LocalIndex

0 DINT
OUTPUT_6_SET_MSG.Channel '$00' SINT
OUTPUT_6_SET_MSG.Rack 8#000 SINT
OUTPUT_6_SET_MSG.Group 0 SINT
OUTPUT_6_SET_MSG.Slot 0 SINT
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OUTPUT_6_SET_MSG (Continued)
OUTPUT_6_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_SET_MSG.Path.LEN 16 DINT
OUTPUT_6_SET_MSG.Path.DATA

SINT
OUTPUT_6_SET_MSG.RemoteIndex

0 DINT
OUTPUT_6_SET_MSG.RemoteElement

STRING
OUTPUT_6_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_6_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_7_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_SET_MSG - MainProgram/Programming_Data_Sets - *5(MSG)

OUTPUT_7_SET_MSG.Flags 16#0220 INT
OUTPUT_7_SET_MSG.Flags.4 0 BOOL
OUTPUT_7_SET_MSG.EW 0 BOOL
OUTPUT_7_SET_MSG.ER 0 BOOL

OUTPUT_7_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_7_SET_MSG.DN 0 BOOL
OUTPUT_7_SET_MSG.ST 0 BOOL
OUTPUT_7_SET_MSG.EN 0 BOOL
OUTPUT_7_SET_MSG.TO 0 BOOL
OUTPUT_7_SET_MSG.EN_CC 0 BOOL
OUTPUT_7_SET_MSG.ERR 16#0000 INT
OUTPUT_7_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_SET_MSG.ERR_SRC 0 SINT
OUTPUT_7_SET_MSG.DN_LEN 0 INT
OUTPUT_7_SET_MSG.REQ_LEN

2 INT
OUTPUT_7_SET_MSG.DestinationLink

0 INT
OUTPUT_7_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_SET_MSG.SourceLink

0 INT
OUTPUT_7_SET_MSG.Class 16#0091 INT
OUTPUT_7_SET_MSG.Attribute 16#0007 INT
OUTPUT_7_SET_MSG.Instance 1 DINT
OUTPUT_7_SET_MSG.LocalIndex

0 DINT
OUTPUT_7_SET_MSG.Channel '$00' SINT
OUTPUT_7_SET_MSG.Rack 8#000 SINT
OUTPUT_7_SET_MSG.Group 0 SINT
OUTPUT_7_SET_MSG.Slot 0 SINT
OUTPUT_7_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_SET_MSG.Path.LEN 16 DINT
OUTPUT_7_SET_MSG.Path.DATA

SINT
OUTPUT_7_SET_MSG.RemoteIndex

0 DINT
OUTPUT_7_SET_MSG.RemoteElement

STRING
OUTPUT_7_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_SET_MSG.RemoteElement.DATA
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OUTPUT_7_SET_MSG (Continued)
OUTPUT_7_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_SET_MSG - MainProgram/Programming_Data_Sets - *7(MSG)

OUTPUT_8_SET_MSG.Flags 16#0220 INT
OUTPUT_8_SET_MSG.Flags.4 0 BOOL
OUTPUT_8_SET_MSG.EW 0 BOOL
OUTPUT_8_SET_MSG.ER 0 BOOL

OUTPUT_8_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_8_SET_MSG.DN 0 BOOL
OUTPUT_8_SET_MSG.ST 0 BOOL
OUTPUT_8_SET_MSG.EN 0 BOOL
OUTPUT_8_SET_MSG.TO 0 BOOL
OUTPUT_8_SET_MSG.EN_CC 0 BOOL
OUTPUT_8_SET_MSG.ERR 16#0000 INT
OUTPUT_8_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_SET_MSG.ERR_SRC 0 SINT
OUTPUT_8_SET_MSG.DN_LEN 0 INT
OUTPUT_8_SET_MSG.REQ_LEN

2 INT
OUTPUT_8_SET_MSG.DestinationLink

0 INT
OUTPUT_8_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_SET_MSG.SourceLink

0 INT
OUTPUT_8_SET_MSG.Class 16#0091 INT
OUTPUT_8_SET_MSG.Attribute 16#0008 INT
OUTPUT_8_SET_MSG.Instance 1 DINT
OUTPUT_8_SET_MSG.LocalIndex

0 DINT
OUTPUT_8_SET_MSG.Channel '$00' SINT
OUTPUT_8_SET_MSG.Rack 8#000 SINT
OUTPUT_8_SET_MSG.Group 0 SINT
OUTPUT_8_SET_MSG.Slot 0 SINT
OUTPUT_8_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_SET_MSG.Path.LEN 16 DINT
OUTPUT_8_SET_MSG.Path.DATA

SINT
OUTPUT_8_SET_MSG.RemoteIndex

0 DINT
OUTPUT_8_SET_MSG.RemoteElement

STRING
OUTPUT_8_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_SET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_SET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_SET_MSG - MainProgram/Programming_Data_Sets - *9(MSG)
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OUTPUT_9_SET_MSG (Continued)
OUTPUT_9_SET_MSG.Flags 16#0220 INT
OUTPUT_9_SET_MSG.Flags.4 0 BOOL
OUTPUT_9_SET_MSG.EW 0 BOOL
OUTPUT_9_SET_MSG.ER 0 BOOL

OUTPUT_9_SET_MSG.ER - MainProgram/Message_Timing - 2(XIC)
OUTPUT_9_SET_MSG.DN 0 BOOL
OUTPUT_9_SET_MSG.ST 0 BOOL
OUTPUT_9_SET_MSG.EN 0 BOOL
OUTPUT_9_SET_MSG.TO 0 BOOL
OUTPUT_9_SET_MSG.EN_CC 0 BOOL
OUTPUT_9_SET_MSG.ERR 16#0000 INT
OUTPUT_9_SET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_SET_MSG.ERR_SRC 0 SINT
OUTPUT_9_SET_MSG.DN_LEN 0 INT
OUTPUT_9_SET_MSG.REQ_LEN

2 INT
OUTPUT_9_SET_MSG.DestinationLink

0 INT
OUTPUT_9_SET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_SET_MSG.SourceLink

0 INT
OUTPUT_9_SET_MSG.Class 16#0091 INT
OUTPUT_9_SET_MSG.Attribute 16#0009 INT
OUTPUT_9_SET_MSG.Instance 1 DINT
OUTPUT_9_SET_MSG.LocalIndex

0 DINT
OUTPUT_9_SET_MSG.Channel '$00' SINT
OUTPUT_9_SET_MSG.Rack 8#000 SINT
OUTPUT_9_SET_MSG.Group 0 SINT
OUTPUT_9_SET_MSG.Slot 0 SINT
OUTPUT_9_SET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_SET_MSG.Path.LEN 16 DINT
OUTPUT_9_SET_MSG.Path.DATA

SINT
OUTPUT_9_SET_MSG.RemoteIndex

0 DINT
OUTPUT_9_SET_MSG.RemoteElement

STRING
OUTPUT_9_SET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_9_SET_MSG.RemoteElement.DATA

SINT
OUTPUT_9_SET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_9_SET_MSG.ConnectionRate

7500000 DINT
OUTPUT_9_SET_MSG.TimeoutMultiplier

0 SINT

WRITE_DATA_10 1500 DINT CompactLogix_V13
WRITE_DATA_10 - MainProgram/Programming_Data_Sets - 11(GRT)

WRITE_DATA_11 1750 DINT CompactLogix_V13
WRITE_DATA_11 - MainProgram/Programming_Data_Sets - 13(GRT)

WRITE_DATA_12 2000 DINT CompactLogix_V13
WRITE_DATA_12 - MainProgram/Programming_Data_Sets - 15(GRT)

WRITE_DATA_5 250 DINT CompactLogix_V13
WRITE_DATA_5 - MainProgram/Programming_Data_Sets - 1(GRT)

WRITE_DATA_6 500 DINT CompactLogix_V13
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WRITE_DATA_6 (Continued)
WRITE_DATA_6 - MainProgram/Programming_Data_Sets - 3(GRT)

WRITE_DATA_7 750 DINT CompactLogix_V13
WRITE_DATA_7 - MainProgram/Programming_Data_Sets - 5(GRT)

WRITE_DATA_8 1000 DINT CompactLogix_V13
WRITE_DATA_8 - MainProgram/Programming_Data_Sets - 7(GRT)

WRITE_DATA_9 1250 DINT CompactLogix_V13
WRITE_DATA_9 - MainProgram/Programming_Data_Sets - 9(GRT)

WRITE_INPUT_DATA_SET_10 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_10 - MainProgram/Programming_Data_Sets - 10(MOV)

WRITE_INPUT_DATA_SET_11 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_11 - MainProgram/Programming_Data_Sets - 12(MOV)

WRITE_INPUT_DATA_SET_12 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_12 - MainProgram/Programming_Data_Sets - 14(MOV)

WRITE_INPUT_DATA_SET_5 107 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_5 - MainProgram/Programming_Data_Sets - 0(MOV)

WRITE_INPUT_DATA_SET_6 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_6 - MainProgram/Programming_Data_Sets - 2(MOV)

WRITE_INPUT_DATA_SET_7 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_7 - MainProgram/Programming_Data_Sets - 4(MOV)

WRITE_INPUT_DATA_SET_8 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_8 - MainProgram/Programming_Data_Sets - 6(MOV)

WRITE_INPUT_DATA_SET_9 0 INT CompactLogix_V13
WRITE_INPUT_DATA_SET_9 - MainProgram/Programming_Data_Sets - 8(MOV)

WRITE_MESSAGE_INPUT_10 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_10 - MainProgram/Programming_Data_Sets - *10(MOV), 11(MSG)

WRITE_MESSAGE_INPUT_11 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_11 - MainProgram/Programming_Data_Sets - *12(MOV), 13(MSG)

WRITE_MESSAGE_INPUT_12 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_12 - MainProgram/Programming_Data_Sets - *14(MOV), 15(MSG)

WRITE_MESSAGE_INPUT_5 107 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_5 - MainProgram/Programming_Data_Sets - *0(MOV), 1(MSG)

WRITE_MESSAGE_INPUT_6 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_6 - MainProgram/Programming_Data_Sets - *2(MOV), 3(MSG)

WRITE_MESSAGE_INPUT_7 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_7 - MainProgram/Programming_Data_Sets - *4(MOV), 5(MSG)

WRITE_MESSAGE_INPUT_8 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_8 - MainProgram/Programming_Data_Sets - *6(MOV), 7(MSG)

WRITE_MESSAGE_INPUT_9 0 INT CompactLogix_V13
WRITE_MESSAGE_INPUT_9 - MainProgram/Programming_Data_Sets - *8(MOV), 9(MSG)

WRITE_MESSAGE_OUTPUT_10 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_10 - MainProgram/Programming_Data_Sets - *10(MOV), 11(MSG)

WRITE_MESSAGE_OUTPUT_11 0 INT CompactLogix_V13
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WRITE_MESSAGE_OUTPUT_11 (Continued)
WRITE_MESSAGE_OUTPUT_11 - MainProgram/Programming_Data_Sets - *12(MOV), 13(MSG)

WRITE_MESSAGE_OUTPUT_12 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_12 - MainProgram/Programming_Data_Sets - *14(MOV), 15(MSG)

WRITE_MESSAGE_OUTPUT_5 2203 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_5 - MainProgram/Programming_Data_Sets - *0(MOV), 1(MSG)

WRITE_MESSAGE_OUTPUT_6 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_6 - MainProgram/Programming_Data_Sets - *2(MOV), 3(MSG)

WRITE_MESSAGE_OUTPUT_7 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_7 - MainProgram/Programming_Data_Sets - *4(MOV), 5(MSG)

WRITE_MESSAGE_OUTPUT_8 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_8 - MainProgram/Programming_Data_Sets - *6(MOV), 7(MSG)

WRITE_MESSAGE_OUTPUT_9 0 INT CompactLogix_V13
WRITE_MESSAGE_OUTPUT_9 - MainProgram/Programming_Data_Sets - *8(MOV), 9(MSG)

WRITE_OUTPUT_DATA_SET_10
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_10 - MainProgram/Programming_Data_Sets - 10(MOV)

WRITE_OUTPUT_DATA_SET_11
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_11 - MainProgram/Programming_Data_Sets - 12(MOV)

WRITE_OUTPUT_DATA_SET_12
0 INT CompactLogix_V13

WRITE_OUTPUT_DATA_SET_12 - MainProgram/Programming_Data_Sets - 14(MOV)

WRITE_OUTPUT_DATA_SET_5 2203 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_5 - MainProgram/Programming_Data_Sets - 0(MOV)

WRITE_OUTPUT_DATA_SET_6 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_6 - MainProgram/Programming_Data_Sets - 2(MOV)

WRITE_OUTPUT_DATA_SET_7 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_7 - MainProgram/Programming_Data_Sets - 4(MOV)

WRITE_OUTPUT_DATA_SET_8 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_8 - MainProgram/Programming_Data_Sets - 6(MOV)

WRITE_OUTPUT_DATA_SET_9 0 INT CompactLogix_V13
WRITE_OUTPUT_DATA_SET_9 - MainProgram/Programming_Data_Sets - 8(MOV)

WRITE_TON TIMER CompactLogix_V13
WRITE_TON - MainProgram/Message_Timing - *0(TON)

WRITE_TON.PRE 2250 DINT
WRITE_TON.ACC 0 DINT

WRITE_TON.ACC - MainProgram/Message_Timing - 1(LES)
WRITE_TON.ACC - MainProgram/Programming_Data_Sets - 1(GRT), 11(GRT), 13(GRT), 15(GRT), 3(GRT), 5(GRT), 7(GRT), 9(GRT)

WRITE_TON.EN 0 BOOL
WRITE_TON.TT 0 BOOL

WRITE_TON.TT - MainProgram/Message_Timing - 0(XIC)
WRITE_TON.DN 0 BOOL
WRITE_TON.FS 0 BOOL
WRITE_TON.LS 0 BOOL
WRITE_TON.OV 0 BOOL
WRITE_TON.ER 0 BOOL
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The following ladder logic porgram below will read what is programmed in Data Sets 5-12 using Get Attridute Single 
message.  

The READ_MESSAGE_OUTPUT_x will display what parameter the data set is programmed too.  This is the information that 
will be sent from the PLC to the drive.  The output data set 5 is program to  parameter 2203.

The READ_MESSAGE_INPUT_x will display what parameter the data set is programmed too.  This is the information that 
will be sent from the drive to the PLC.  The input data set 5 is program to  parameter 107.

DATA SET 5

0 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_5
 250

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_5_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_5_GET_MSG  ... 

MSG

The following ladder logic porgram below will read what is programmed in Data Sets 5-12 using Get Attridute Single 
message.  

The READ_MESSAGE_OUTPUT_x will display what parameter the data set is programmed too.  This is the information that 
will be sent from the PLC to the drive.  The output data set 5 is program to  parameter 2203.

The READ_MESSAGE_INPUT_x will display what parameter the data set is programmed too.  This is the information that 
will be sent from the drive to the PLC.  The input data set 5 is program to  parameter 107.

DATA SET 5

1 Move
Source READ_OUTPUT_DATA_SET_5
 0
Dest READ_MESSAGE_OUTPUT_5
 2203

MOV
Move
Source READ_INPUT_DATA_SET_5
 0
Dest READ_MESSAGE_INPUT_5
 107

MOV

DATA SET 6

2 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_6
 500

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_6_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_6_GET_MSG  ... 

MSG

DATA SET 6

3 Move
Source READ_OUTPUT_DATA_SET_6
 0
Dest READ_MESSAGE_OUTPUT_6
 0

MOV
Move
Source READ_INPUT_DATA_SET_6
 0
Dest READ_MESSAGE_INPUT_6
 0

MOV
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DATA SET 7

4 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_7
 750

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_7_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_7_GET_MSG  ... 

MSG

DATA SET 7

5 Move
Source READ_OUTPUT_DATA_SET_7
 0
Dest READ_MESSAGE_OUTPUT_7
 0

MOV
Move
Source READ_INPUT_DATA_SET_7
 0
Dest READ_MESSAGE_INPUT_7
 0

MOV

DATA SET 8

6 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_8
 1000

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_8_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_8_GET_MSG  ... 

MSG

DATA SET 8

7 Move
Source READ_OUTPUT_DATA_SET_8
 0
Dest READ_MESSAGE_OUTPUT_8
 0

MOV
Move
Source READ_INPUT_DATA_SET_8
 0
Dest READ_MESSAGE_INPUT_8
 0

MOV
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DATA SET 9

8 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_9
 1250

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_9_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_9_GET_MSG  ... 

MSG

DATA SET 9

9 Move
Source READ_OUTPUT_DATA_SET_9
 0
Dest READ_MESSAGE_OUTPUT_9
 0

MOV
Move
Source READ_INPUT_DATA_SET_9
 0
Dest READ_MESSAGE_INPUT_9
 0

MOV

DATA SET 10

10 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_10
 1500

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_10_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_10_GET_MSG  ... 

MSG

DATA SET 10

11 Move
Source READ_OUTPUT_DATA_SET_10
 0
Dest READ_MESSAGE_OUTPUT_10
 0

MOV
Move
Source READ_INPUT_DATA_SET_10
 0
Dest READ_MESSAGE_INPUT_10
 0

MOV
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DATA SET 11

12 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_11
 1750

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_11_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_11_GET_MSG  ... 

MSG

DATA SET 11

13 Move
Source READ_OUTPUT_DATA_SET_11
 0
Dest READ_MESSAGE_OUTPUT_11
 0

MOV
Move
Source READ_INPUT_DATA_SET_11
 0
Dest READ_MESSAGE_INPUT_11
 0

MOV

DATA SET 12

14 Greater Than (A>B)
Source A READ_TON.ACC
 0
Source B READ_DATA_12
 2000

GRT
EN
DN
ER

Type - CIP Generic
Message Control OUTPUT_12_GET_MSG  ... 

MSG

EN
DN
ER

Type - CIP Generic
Message Control INPUT_12_GET_MSG  ... 

MSG

DATA SET 12

15 Move
Source READ_OUTPUT_DATA_SET_12
 0
Dest READ_MESSAGE_OUTPUT_12
 0

MOV
Move
Source READ_INPUT_DATA_SET_12
 0
Dest READ_MESSAGE_INPUT_12
 0

MOV

(End)
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RSLogix 5000

Name Value Data Type Scope
INPUT_10_GET_MSG MESSAGE CompactLogix_V13

INPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)
INPUT_10_GET_MSG.Flags 16#0200 INT
INPUT_10_GET_MSG.Flags.4 0 BOOL
INPUT_10_GET_MSG.EW 0 BOOL
INPUT_10_GET_MSG.ER 0 BOOL

INPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_10_GET_MSG.DN 0 BOOL
INPUT_10_GET_MSG.ST 0 BOOL
INPUT_10_GET_MSG.EN 0 BOOL
INPUT_10_GET_MSG.TO 0 BOOL
INPUT_10_GET_MSG.EN_CC 0 BOOL
INPUT_10_GET_MSG.ERR 16#0000 INT
INPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_10_GET_MSG.ERR_SRC 0 SINT
INPUT_10_GET_MSG.DN_LEN 0 INT
INPUT_10_GET_MSG.REQ_LEN 0 INT
INPUT_10_GET_MSG.DestinationLink

0 INT
INPUT_10_GET_MSG.DestinationNode

8#000_000 INT
INPUT_10_GET_MSG.SourceLink 0 INT
INPUT_10_GET_MSG.Class 16#0091 INT
INPUT_10_GET_MSG.Attribute 16#000a INT
INPUT_10_GET_MSG.Instance 2 DINT
INPUT_10_GET_MSG.LocalIndex 0 DINT
INPUT_10_GET_MSG.Channel '$00' SINT
INPUT_10_GET_MSG.Rack 8#000 SINT
INPUT_10_GET_MSG.Group 0 SINT
INPUT_10_GET_MSG.Slot 0 SINT
INPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_10_GET_MSG.Path.LEN 16 DINT
INPUT_10_GET_MSG.Path.DATA

SINT
INPUT_10_GET_MSG.RemoteIndex

0 DINT
INPUT_10_GET_MSG.RemoteElement

STRING
INPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_10_GET_MSG.RemoteElement.DATA

SINT
INPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_10_GET_MSG.ConnectionRate

7500000 DINT
INPUT_10_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_11_GET_MSG MESSAGE CompactLogix_V13
INPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

INPUT_11_GET_MSG.Flags 16#0200 INT
INPUT_11_GET_MSG.Flags.4 0 BOOL
INPUT_11_GET_MSG.EW 0 BOOL
INPUT_11_GET_MSG.ER 0 BOOL

INPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_11_GET_MSG.DN 0 BOOL
INPUT_11_GET_MSG.ST 0 BOOL
INPUT_11_GET_MSG.EN 0 BOOL
INPUT_11_GET_MSG.TO 0 BOOL
INPUT_11_GET_MSG.EN_CC 0 BOOL
INPUT_11_GET_MSG.ERR 16#0000 INT
INPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
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RSLogix 5000

INPUT_11_GET_MSG (Continued)
INPUT_11_GET_MSG.ERR_SRC 0 SINT
INPUT_11_GET_MSG.DN_LEN 0 INT
INPUT_11_GET_MSG.REQ_LEN 0 INT
INPUT_11_GET_MSG.DestinationLink

0 INT
INPUT_11_GET_MSG.DestinationNode

8#000_000 INT
INPUT_11_GET_MSG.SourceLink 0 INT
INPUT_11_GET_MSG.Class 16#0091 INT
INPUT_11_GET_MSG.Attribute 16#000b INT
INPUT_11_GET_MSG.Instance 2 DINT
INPUT_11_GET_MSG.LocalIndex 0 DINT
INPUT_11_GET_MSG.Channel '$00' SINT
INPUT_11_GET_MSG.Rack 8#000 SINT
INPUT_11_GET_MSG.Group 0 SINT
INPUT_11_GET_MSG.Slot 0 SINT
INPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_11_GET_MSG.Path.LEN 16 DINT
INPUT_11_GET_MSG.Path.DATA

SINT
INPUT_11_GET_MSG.RemoteIndex

0 DINT
INPUT_11_GET_MSG.RemoteElement

STRING
INPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_11_GET_MSG.RemoteElement.DATA

SINT
INPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_11_GET_MSG.ConnectionRate

7500000 DINT
INPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_12_GET_MSG MESSAGE CompactLogix_V13
INPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

INPUT_12_GET_MSG.Flags 16#0200 INT
INPUT_12_GET_MSG.Flags.4 0 BOOL
INPUT_12_GET_MSG.EW 0 BOOL
INPUT_12_GET_MSG.ER 0 BOOL

INPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_12_GET_MSG.DN 0 BOOL
INPUT_12_GET_MSG.ST 0 BOOL
INPUT_12_GET_MSG.EN 0 BOOL
INPUT_12_GET_MSG.TO 0 BOOL
INPUT_12_GET_MSG.EN_CC 0 BOOL
INPUT_12_GET_MSG.ERR 16#0000 INT
INPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_12_GET_MSG.ERR_SRC 0 SINT
INPUT_12_GET_MSG.DN_LEN 0 INT
INPUT_12_GET_MSG.REQ_LEN 0 INT
INPUT_12_GET_MSG.DestinationLink

0 INT
INPUT_12_GET_MSG.DestinationNode

8#000_000 INT
INPUT_12_GET_MSG.SourceLink 0 INT
INPUT_12_GET_MSG.Class 16#0091 INT
INPUT_12_GET_MSG.Attribute 16#000c INT
INPUT_12_GET_MSG.Instance 2 DINT
INPUT_12_GET_MSG.LocalIndex 0 DINT
INPUT_12_GET_MSG.Channel '$00' SINT
INPUT_12_GET_MSG.Rack 8#000 SINT
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RSLogix 5000

INPUT_12_GET_MSG (Continued)
INPUT_12_GET_MSG.Group 0 SINT
INPUT_12_GET_MSG.Slot 0 SINT
INPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_12_GET_MSG.Path.LEN 16 DINT
INPUT_12_GET_MSG.Path.DATA

SINT
INPUT_12_GET_MSG.RemoteIndex

0 DINT
INPUT_12_GET_MSG.RemoteElement

STRING
INPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_12_GET_MSG.RemoteElement.DATA

SINT
INPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_12_GET_MSG.ConnectionRate

7500000 DINT
INPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_5_GET_MSG MESSAGE CompactLogix_V13
INPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

INPUT_5_GET_MSG.Flags 16#0200 INT
INPUT_5_GET_MSG.Flags.4 0 BOOL
INPUT_5_GET_MSG.EW 0 BOOL
INPUT_5_GET_MSG.ER 0 BOOL

INPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_5_GET_MSG.DN 0 BOOL
INPUT_5_GET_MSG.ST 0 BOOL
INPUT_5_GET_MSG.EN 0 BOOL
INPUT_5_GET_MSG.TO 0 BOOL
INPUT_5_GET_MSG.EN_CC 0 BOOL
INPUT_5_GET_MSG.ERR 16#0000 INT
INPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_5_GET_MSG.ERR_SRC 0 SINT
INPUT_5_GET_MSG.DN_LEN 0 INT
INPUT_5_GET_MSG.REQ_LEN 0 INT
INPUT_5_GET_MSG.DestinationLink

0 INT
INPUT_5_GET_MSG.DestinationNode

8#000_000 INT
INPUT_5_GET_MSG.SourceLink 0 INT
INPUT_5_GET_MSG.Class 16#0091 INT
INPUT_5_GET_MSG.Attribute 16#0005 INT
INPUT_5_GET_MSG.Instance 2 DINT
INPUT_5_GET_MSG.LocalIndex 0 DINT
INPUT_5_GET_MSG.Channel '$00' SINT
INPUT_5_GET_MSG.Rack 8#000 SINT
INPUT_5_GET_MSG.Group 0 SINT
INPUT_5_GET_MSG.Slot 0 SINT
INPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_5_GET_MSG.Path.LEN 16 DINT
INPUT_5_GET_MSG.Path.DATA SINT
INPUT_5_GET_MSG.RemoteIndex

0 DINT
INPUT_5_GET_MSG.RemoteElement

STRING
INPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_5_GET_MSG.RemoteElement.DATA

SINT
INPUT_5_GET_MSG.UnconnectedTimeout
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RSLogix 5000

INPUT_5_GET_MSG (Continued)
INPUT_5_GET_MSG.UnconnectedTimeout

30000000
DINT

INPUT_5_GET_MSG.ConnectionRate
7500000 DINT

INPUT_5_GET_MSG.TimeoutMultiplier
0 SINT

INPUT_6_GET_MSG MESSAGE CompactLogix_V13
INPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

INPUT_6_GET_MSG.Flags 16#0200 INT
INPUT_6_GET_MSG.Flags.4 0 BOOL
INPUT_6_GET_MSG.EW 0 BOOL
INPUT_6_GET_MSG.ER 0 BOOL

INPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_6_GET_MSG.DN 0 BOOL
INPUT_6_GET_MSG.ST 0 BOOL
INPUT_6_GET_MSG.EN 0 BOOL
INPUT_6_GET_MSG.TO 0 BOOL
INPUT_6_GET_MSG.EN_CC 0 BOOL
INPUT_6_GET_MSG.ERR 16#0000 INT
INPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_6_GET_MSG.ERR_SRC 0 SINT
INPUT_6_GET_MSG.DN_LEN 0 INT
INPUT_6_GET_MSG.REQ_LEN 0 INT
INPUT_6_GET_MSG.DestinationLink

0 INT
INPUT_6_GET_MSG.DestinationNode

8#000_000 INT
INPUT_6_GET_MSG.SourceLink 0 INT
INPUT_6_GET_MSG.Class 16#0091 INT
INPUT_6_GET_MSG.Attribute 16#0006 INT
INPUT_6_GET_MSG.Instance 2 DINT
INPUT_6_GET_MSG.LocalIndex 0 DINT
INPUT_6_GET_MSG.Channel '$00' SINT
INPUT_6_GET_MSG.Rack 8#000 SINT
INPUT_6_GET_MSG.Group 0 SINT
INPUT_6_GET_MSG.Slot 0 SINT
INPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_6_GET_MSG.Path.LEN 16 DINT
INPUT_6_GET_MSG.Path.DATA SINT
INPUT_6_GET_MSG.RemoteIndex

0 DINT
INPUT_6_GET_MSG.RemoteElement

STRING
INPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_6_GET_MSG.RemoteElement.DATA

SINT
INPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_6_GET_MSG.ConnectionRate

7500000 DINT
INPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_7_GET_MSG MESSAGE CompactLogix_V13
INPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

INPUT_7_GET_MSG.Flags 16#0200 INT
INPUT_7_GET_MSG.Flags.4 0 BOOL
INPUT_7_GET_MSG.EW 0 BOOL
INPUT_7_GET_MSG.ER 0 BOOL

INPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
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RSLogix 5000

INPUT_7_GET_MSG (Continued)
INPUT_7_GET_MSG.DN 0 BOOL
INPUT_7_GET_MSG.ST 0 BOOL
INPUT_7_GET_MSG.EN 0 BOOL
INPUT_7_GET_MSG.TO 0 BOOL
INPUT_7_GET_MSG.EN_CC 0 BOOL
INPUT_7_GET_MSG.ERR 16#0000 INT
INPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_7_GET_MSG.ERR_SRC 0 SINT
INPUT_7_GET_MSG.DN_LEN 0 INT
INPUT_7_GET_MSG.REQ_LEN 0 INT
INPUT_7_GET_MSG.DestinationLink

0 INT
INPUT_7_GET_MSG.DestinationNode

8#000_000 INT
INPUT_7_GET_MSG.SourceLink 0 INT
INPUT_7_GET_MSG.Class 16#0091 INT
INPUT_7_GET_MSG.Attribute 16#0007 INT
INPUT_7_GET_MSG.Instance 2 DINT
INPUT_7_GET_MSG.LocalIndex 0 DINT
INPUT_7_GET_MSG.Channel '$00' SINT
INPUT_7_GET_MSG.Rack 8#000 SINT
INPUT_7_GET_MSG.Group 0 SINT
INPUT_7_GET_MSG.Slot 0 SINT
INPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_7_GET_MSG.Path.LEN 16 DINT
INPUT_7_GET_MSG.Path.DATA SINT
INPUT_7_GET_MSG.RemoteIndex

0 DINT
INPUT_7_GET_MSG.RemoteElement

STRING
INPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_7_GET_MSG.RemoteElement.DATA

SINT
INPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_7_GET_MSG.ConnectionRate

7500000 DINT
INPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_8_GET_MSG MESSAGE CompactLogix_V13
INPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

INPUT_8_GET_MSG.Flags 16#0200 INT
INPUT_8_GET_MSG.Flags.4 0 BOOL
INPUT_8_GET_MSG.EW 0 BOOL
INPUT_8_GET_MSG.ER 0 BOOL

INPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_8_GET_MSG.DN 0 BOOL
INPUT_8_GET_MSG.ST 0 BOOL
INPUT_8_GET_MSG.EN 0 BOOL
INPUT_8_GET_MSG.TO 0 BOOL
INPUT_8_GET_MSG.EN_CC 0 BOOL
INPUT_8_GET_MSG.ERR 16#0000 INT
INPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_8_GET_MSG.ERR_SRC 0 SINT
INPUT_8_GET_MSG.DN_LEN 0 INT
INPUT_8_GET_MSG.REQ_LEN 0 INT
INPUT_8_GET_MSG.DestinationLink

0 INT
INPUT_8_GET_MSG.DestinationNode

8#000_000 INT
INPUT_8_GET_MSG.SourceLink 0 INT
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RSLogix 5000

INPUT_8_GET_MSG (Continued)
INPUT_8_GET_MSG.Class 16#0091 INT
INPUT_8_GET_MSG.Attribute 16#0008 INT
INPUT_8_GET_MSG.Instance 2 DINT
INPUT_8_GET_MSG.LocalIndex 0 DINT
INPUT_8_GET_MSG.Channel '$00' SINT
INPUT_8_GET_MSG.Rack 8#000 SINT
INPUT_8_GET_MSG.Group 0 SINT
INPUT_8_GET_MSG.Slot 0 SINT
INPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_8_GET_MSG.Path.LEN 16 DINT
INPUT_8_GET_MSG.Path.DATA SINT
INPUT_8_GET_MSG.RemoteIndex

0 DINT
INPUT_8_GET_MSG.RemoteElement

STRING
INPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_8_GET_MSG.RemoteElement.DATA

SINT
INPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_8_GET_MSG.ConnectionRate

7500000 DINT
INPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

INPUT_9_GET_MSG MESSAGE CompactLogix_V13
INPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

INPUT_9_GET_MSG.Flags 16#0200 INT
INPUT_9_GET_MSG.Flags.4 0 BOOL
INPUT_9_GET_MSG.EW 0 BOOL
INPUT_9_GET_MSG.ER 0 BOOL

INPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
INPUT_9_GET_MSG.DN 0 BOOL
INPUT_9_GET_MSG.ST 0 BOOL
INPUT_9_GET_MSG.EN 0 BOOL
INPUT_9_GET_MSG.TO 0 BOOL
INPUT_9_GET_MSG.EN_CC 0 BOOL
INPUT_9_GET_MSG.ERR 16#0000 INT
INPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
INPUT_9_GET_MSG.ERR_SRC 0 SINT
INPUT_9_GET_MSG.DN_LEN 0 INT
INPUT_9_GET_MSG.REQ_LEN 0 INT
INPUT_9_GET_MSG.DestinationLink

0 INT
INPUT_9_GET_MSG.DestinationNode

8#000_000 INT
INPUT_9_GET_MSG.SourceLink 0 INT
INPUT_9_GET_MSG.Class 16#0091 INT
INPUT_9_GET_MSG.Attribute 16#0009 INT
INPUT_9_GET_MSG.Instance 2 DINT
INPUT_9_GET_MSG.LocalIndex 0 DINT
INPUT_9_GET_MSG.Channel '$00' SINT
INPUT_9_GET_MSG.Rack 8#000 SINT
INPUT_9_GET_MSG.Group 0 SINT
INPUT_9_GET_MSG.Slot 0 SINT
INPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
INPUT_9_GET_MSG.Path.LEN 16 DINT
INPUT_9_GET_MSG.Path.DATA SINT
INPUT_9_GET_MSG.RemoteIndex

0 DINT
INPUT_9_GET_MSG.RemoteElement

STRING
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RSLogix 5000

INPUT_9_GET_MSG (Continued)
INPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
INPUT_9_GET_MSG.RemoteElement.DATA

SINT
INPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
INPUT_9_GET_MSG.ConnectionRate

7500000 DINT
INPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_10_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_10_GET_MSG - MainProgram/Reading_Data_Sets - *10(MSG)

OUTPUT_10_GET_MSG.Flags 16#0200 INT
OUTPUT_10_GET_MSG.Flags.4 0 BOOL
OUTPUT_10_GET_MSG.EW 0 BOOL
OUTPUT_10_GET_MSG.ER 0 BOOL

OUTPUT_10_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_10_GET_MSG.DN 0 BOOL
OUTPUT_10_GET_MSG.ST 0 BOOL
OUTPUT_10_GET_MSG.EN 0 BOOL
OUTPUT_10_GET_MSG.TO 0 BOOL
OUTPUT_10_GET_MSG.EN_CC 0 BOOL
OUTPUT_10_GET_MSG.ERR 16#0000 INT
OUTPUT_10_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_10_GET_MSG.ERR_SRC

0 SINT
OUTPUT_10_GET_MSG.DN_LEN

0 INT
OUTPUT_10_GET_MSG.REQ_LEN

0 INT
OUTPUT_10_GET_MSG.DestinationLink

0 INT
OUTPUT_10_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_10_GET_MSG.SourceLink

0 INT
OUTPUT_10_GET_MSG.Class 16#0091 INT
OUTPUT_10_GET_MSG.Attribute

16#000a INT
OUTPUT_10_GET_MSG.Instance 1 DINT
OUTPUT_10_GET_MSG.LocalIndex

0 DINT
OUTPUT_10_GET_MSG.Channel '$00' SINT
OUTPUT_10_GET_MSG.Rack 8#000 SINT
OUTPUT_10_GET_MSG.Group 0 SINT
OUTPUT_10_GET_MSG.Slot 0 SINT
OUTPUT_10_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_10_GET_MSG.Path.LEN

16 DINT
OUTPUT_10_GET_MSG.Path.DATA

SINT
OUTPUT_10_GET_MSG.RemoteIndex

0 DINT
OUTPUT_10_GET_MSG.RemoteElement

STRING
OUTPUT_10_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_10_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_10_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_10_GET_MSG.ConnectionRate
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RSLogix 5000

OUTPUT_10_GET_MSG (Continued)
OUTPUT_10_GET_MSG.ConnectionRate

7500000
DINT

OUTPUT_10_GET_MSG.TimeoutMultiplier
0 SINT

OUTPUT_11_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_11_GET_MSG - MainProgram/Reading_Data_Sets - *12(MSG)

OUTPUT_11_GET_MSG.Flags 16#0200 INT
OUTPUT_11_GET_MSG.Flags.4 0 BOOL
OUTPUT_11_GET_MSG.EW 0 BOOL
OUTPUT_11_GET_MSG.ER 0 BOOL

OUTPUT_11_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_11_GET_MSG.DN 0 BOOL
OUTPUT_11_GET_MSG.ST 0 BOOL
OUTPUT_11_GET_MSG.EN 0 BOOL
OUTPUT_11_GET_MSG.TO 0 BOOL
OUTPUT_11_GET_MSG.EN_CC 0 BOOL
OUTPUT_11_GET_MSG.ERR 16#0000 INT
OUTPUT_11_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_11_GET_MSG.ERR_SRC

0 SINT
OUTPUT_11_GET_MSG.DN_LEN

0 INT
OUTPUT_11_GET_MSG.REQ_LEN

0 INT
OUTPUT_11_GET_MSG.DestinationLink

0 INT
OUTPUT_11_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_11_GET_MSG.SourceLink

0 INT
OUTPUT_11_GET_MSG.Class 16#0091 INT
OUTPUT_11_GET_MSG.Attribute

16#000b INT
OUTPUT_11_GET_MSG.Instance 1 DINT
OUTPUT_11_GET_MSG.LocalIndex

0 DINT
OUTPUT_11_GET_MSG.Channel '$00' SINT
OUTPUT_11_GET_MSG.Rack 8#000 SINT
OUTPUT_11_GET_MSG.Group 0 SINT
OUTPUT_11_GET_MSG.Slot 0 SINT
OUTPUT_11_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_11_GET_MSG.Path.LEN

16 DINT
OUTPUT_11_GET_MSG.Path.DATA

SINT
OUTPUT_11_GET_MSG.RemoteIndex

0 DINT
OUTPUT_11_GET_MSG.RemoteElement

STRING
OUTPUT_11_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_11_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_11_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_11_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_11_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_12_GET_MSG MESSAGE CompactLogix_V13



Reading_Data_Sets - Routine Tag Listing  Page 127Reading_Data_Sets - Routine Tag Listing  Page 127
CompactLogix_V13:MainTask:MainProgram 2/20/2009 6:29:53 AM

C:\Working Directory\FIELDBUS\Technical\PLC Code\Programming_Reading_Data_Sets_5_12_Rev2.ACD

RSLogix 5000

OUTPUT_12_GET_MSG (Continued)
OUTPUT_12_GET_MSG - MainProgram/Reading_Data_Sets - *14(MSG)

OUTPUT_12_GET_MSG.Flags 16#0200 INT
OUTPUT_12_GET_MSG.Flags.4 0 BOOL
OUTPUT_12_GET_MSG.EW 0 BOOL
OUTPUT_12_GET_MSG.ER 0 BOOL

OUTPUT_12_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_12_GET_MSG.DN 0 BOOL
OUTPUT_12_GET_MSG.ST 0 BOOL
OUTPUT_12_GET_MSG.EN 0 BOOL
OUTPUT_12_GET_MSG.TO 0 BOOL
OUTPUT_12_GET_MSG.EN_CC 0 BOOL
OUTPUT_12_GET_MSG.ERR 16#0000 INT
OUTPUT_12_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_12_GET_MSG.ERR_SRC

0 SINT
OUTPUT_12_GET_MSG.DN_LEN

0 INT
OUTPUT_12_GET_MSG.REQ_LEN

0 INT
OUTPUT_12_GET_MSG.DestinationLink

0 INT
OUTPUT_12_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_12_GET_MSG.SourceLink

0 INT
OUTPUT_12_GET_MSG.Class 16#0091 INT
OUTPUT_12_GET_MSG.Attribute

16#000c INT
OUTPUT_12_GET_MSG.Instance 1 DINT
OUTPUT_12_GET_MSG.LocalIndex

0 DINT
OUTPUT_12_GET_MSG.Channel '$00' SINT
OUTPUT_12_GET_MSG.Rack 8#000 SINT
OUTPUT_12_GET_MSG.Group 0 SINT
OUTPUT_12_GET_MSG.Slot 0 SINT
OUTPUT_12_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_12_GET_MSG.Path.LEN

16 DINT
OUTPUT_12_GET_MSG.Path.DATA

SINT
OUTPUT_12_GET_MSG.RemoteIndex

0 DINT
OUTPUT_12_GET_MSG.RemoteElement

STRING
OUTPUT_12_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_12_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_12_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_12_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_12_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_5_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_5_GET_MSG - MainProgram/Reading_Data_Sets - *0(MSG)

OUTPUT_5_GET_MSG.Flags 16#0200 INT
OUTPUT_5_GET_MSG.Flags.4 0 BOOL
OUTPUT_5_GET_MSG.EW 0 BOOL
OUTPUT_5_GET_MSG.ER 0 BOOL

OUTPUT_5_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_5_GET_MSG.DN 0 BOOL
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OUTPUT_5_GET_MSG (Continued)
OUTPUT_5_GET_MSG.ST 0 BOOL
OUTPUT_5_GET_MSG.EN 0 BOOL
OUTPUT_5_GET_MSG.TO 0 BOOL
OUTPUT_5_GET_MSG.EN_CC 0 BOOL
OUTPUT_5_GET_MSG.ERR 16#0000 INT
OUTPUT_5_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_5_GET_MSG.ERR_SRC

0 SINT
OUTPUT_5_GET_MSG.DN_LEN 0 INT
OUTPUT_5_GET_MSG.REQ_LEN

0 INT
OUTPUT_5_GET_MSG.DestinationLink

0 INT
OUTPUT_5_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_5_GET_MSG.SourceLink

0 INT
OUTPUT_5_GET_MSG.Class 16#0091 INT
OUTPUT_5_GET_MSG.Attribute 16#0005 INT
OUTPUT_5_GET_MSG.Instance 1 DINT
OUTPUT_5_GET_MSG.LocalIndex

0 DINT
OUTPUT_5_GET_MSG.Channel '$00' SINT
OUTPUT_5_GET_MSG.Rack 8#000 SINT
OUTPUT_5_GET_MSG.Group 0 SINT
OUTPUT_5_GET_MSG.Slot 0 SINT
OUTPUT_5_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_5_GET_MSG.Path.LEN 16 DINT
OUTPUT_5_GET_MSG.Path.DATA

SINT
OUTPUT_5_GET_MSG.RemoteIndex

0 DINT
OUTPUT_5_GET_MSG.RemoteElement

STRING
OUTPUT_5_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_5_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_5_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_5_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_5_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_6_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_6_GET_MSG - MainProgram/Reading_Data_Sets - *2(MSG)

OUTPUT_6_GET_MSG.Flags 16#0200 INT
OUTPUT_6_GET_MSG.Flags.4 0 BOOL
OUTPUT_6_GET_MSG.EW 0 BOOL
OUTPUT_6_GET_MSG.ER 0 BOOL

OUTPUT_6_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_6_GET_MSG.DN 0 BOOL
OUTPUT_6_GET_MSG.ST 0 BOOL
OUTPUT_6_GET_MSG.EN 0 BOOL
OUTPUT_6_GET_MSG.TO 0 BOOL
OUTPUT_6_GET_MSG.EN_CC 0 BOOL
OUTPUT_6_GET_MSG.ERR 16#0000 INT
OUTPUT_6_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_6_GET_MSG.ERR_SRC

0 SINT
OUTPUT_6_GET_MSG.DN_LEN 0 INT
OUTPUT_6_GET_MSG.REQ_LEN
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OUTPUT_6_GET_MSG (Continued)
OUTPUT_6_GET_MSG.REQ_LEN

0
INT

OUTPUT_6_GET_MSG.DestinationLink
0 INT

OUTPUT_6_GET_MSG.DestinationNode
8#000_000 INT

OUTPUT_6_GET_MSG.SourceLink
0 INT

OUTPUT_6_GET_MSG.Class 16#0091 INT
OUTPUT_6_GET_MSG.Attribute 16#0006 INT
OUTPUT_6_GET_MSG.Instance 1 DINT
OUTPUT_6_GET_MSG.LocalIndex

0 DINT
OUTPUT_6_GET_MSG.Channel '$00' SINT
OUTPUT_6_GET_MSG.Rack 8#000 SINT
OUTPUT_6_GET_MSG.Group 0 SINT
OUTPUT_6_GET_MSG.Slot 0 SINT
OUTPUT_6_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_6_GET_MSG.Path.LEN 16 DINT
OUTPUT_6_GET_MSG.Path.DATA

SINT
OUTPUT_6_GET_MSG.RemoteIndex

0 DINT
OUTPUT_6_GET_MSG.RemoteElement

STRING
OUTPUT_6_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_6_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_6_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_6_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_6_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_7_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_7_GET_MSG - MainProgram/Reading_Data_Sets - *4(MSG)

OUTPUT_7_GET_MSG.Flags 16#0200 INT
OUTPUT_7_GET_MSG.Flags.4 0 BOOL
OUTPUT_7_GET_MSG.EW 0 BOOL
OUTPUT_7_GET_MSG.ER 0 BOOL

OUTPUT_7_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_7_GET_MSG.DN 0 BOOL
OUTPUT_7_GET_MSG.ST 0 BOOL
OUTPUT_7_GET_MSG.EN 0 BOOL
OUTPUT_7_GET_MSG.TO 0 BOOL
OUTPUT_7_GET_MSG.EN_CC 0 BOOL
OUTPUT_7_GET_MSG.ERR 16#0000 INT
OUTPUT_7_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_7_GET_MSG.ERR_SRC

0 SINT
OUTPUT_7_GET_MSG.DN_LEN 0 INT
OUTPUT_7_GET_MSG.REQ_LEN

0 INT
OUTPUT_7_GET_MSG.DestinationLink

0 INT
OUTPUT_7_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_7_GET_MSG.SourceLink

0 INT
OUTPUT_7_GET_MSG.Class 16#0091 INT
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OUTPUT_7_GET_MSG (Continued)
OUTPUT_7_GET_MSG.Attribute 16#0007 INT
OUTPUT_7_GET_MSG.Instance 1 DINT
OUTPUT_7_GET_MSG.LocalIndex

0 DINT
OUTPUT_7_GET_MSG.Channel '$00' SINT
OUTPUT_7_GET_MSG.Rack 8#000 SINT
OUTPUT_7_GET_MSG.Group 0 SINT
OUTPUT_7_GET_MSG.Slot 0 SINT
OUTPUT_7_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_7_GET_MSG.Path.LEN 16 DINT
OUTPUT_7_GET_MSG.Path.DATA

SINT
OUTPUT_7_GET_MSG.RemoteIndex

0 DINT
OUTPUT_7_GET_MSG.RemoteElement

STRING
OUTPUT_7_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_7_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_7_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_7_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_7_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_8_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_8_GET_MSG - MainProgram/Reading_Data_Sets - *6(MSG)

OUTPUT_8_GET_MSG.Flags 16#0200 INT
OUTPUT_8_GET_MSG.Flags.4 0 BOOL
OUTPUT_8_GET_MSG.EW 0 BOOL
OUTPUT_8_GET_MSG.ER 0 BOOL

OUTPUT_8_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_8_GET_MSG.DN 0 BOOL
OUTPUT_8_GET_MSG.ST 0 BOOL
OUTPUT_8_GET_MSG.EN 0 BOOL
OUTPUT_8_GET_MSG.TO 0 BOOL
OUTPUT_8_GET_MSG.EN_CC 0 BOOL
OUTPUT_8_GET_MSG.ERR 16#0000 INT
OUTPUT_8_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_8_GET_MSG.ERR_SRC

0 SINT
OUTPUT_8_GET_MSG.DN_LEN 0 INT
OUTPUT_8_GET_MSG.REQ_LEN

0 INT
OUTPUT_8_GET_MSG.DestinationLink

0 INT
OUTPUT_8_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_8_GET_MSG.SourceLink

0 INT
OUTPUT_8_GET_MSG.Class 16#0091 INT
OUTPUT_8_GET_MSG.Attribute 16#0008 INT
OUTPUT_8_GET_MSG.Instance 1 DINT
OUTPUT_8_GET_MSG.LocalIndex

0 DINT
OUTPUT_8_GET_MSG.Channel '$00' SINT
OUTPUT_8_GET_MSG.Rack 8#000 SINT
OUTPUT_8_GET_MSG.Group 0 SINT
OUTPUT_8_GET_MSG.Slot 0 SINT
OUTPUT_8_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_8_GET_MSG.Path.LEN 16 DINT
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OUTPUT_8_GET_MSG (Continued)
OUTPUT_8_GET_MSG.Path.DATA

SINT
OUTPUT_8_GET_MSG.RemoteIndex

0 DINT
OUTPUT_8_GET_MSG.RemoteElement

STRING
OUTPUT_8_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_8_GET_MSG.RemoteElement.DATA

SINT
OUTPUT_8_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_8_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_8_GET_MSG.TimeoutMultiplier

0 SINT

OUTPUT_9_GET_MSG MESSAGE CompactLogix_V13
OUTPUT_9_GET_MSG - MainProgram/Reading_Data_Sets - *8(MSG)

OUTPUT_9_GET_MSG.Flags 16#0200 INT
OUTPUT_9_GET_MSG.Flags.4 0 BOOL
OUTPUT_9_GET_MSG.EW 0 BOOL
OUTPUT_9_GET_MSG.ER 0 BOOL

OUTPUT_9_GET_MSG.ER - MainProgram/Message_Timing - 5(XIC)
OUTPUT_9_GET_MSG.DN 0 BOOL
OUTPUT_9_GET_MSG.ST 0 BOOL
OUTPUT_9_GET_MSG.EN 0 BOOL
OUTPUT_9_GET_MSG.TO 0 BOOL
OUTPUT_9_GET_MSG.EN_CC 0 BOOL
OUTPUT_9_GET_MSG.ERR 16#0000 INT
OUTPUT_9_GET_MSG.EXERR 16#0000_0000 DINT
OUTPUT_9_GET_MSG.ERR_SRC

0 SINT
OUTPUT_9_GET_MSG.DN_LEN 0 INT
OUTPUT_9_GET_MSG.REQ_LEN

0 INT
OUTPUT_9_GET_MSG.DestinationLink

0 INT
OUTPUT_9_GET_MSG.DestinationNode

8#000_000 INT
OUTPUT_9_GET_MSG.SourceLink

0 INT
OUTPUT_9_GET_MSG.Class 16#0091 INT
OUTPUT_9_GET_MSG.Attribute 16#0009 INT
OUTPUT_9_GET_MSG.Instance 1 DINT
OUTPUT_9_GET_MSG.LocalIndex

0 DINT
OUTPUT_9_GET_MSG.Channel '$00' SINT
OUTPUT_9_GET_MSG.Rack 8#000 SINT
OUTPUT_9_GET_MSG.Group 0 SINT
OUTPUT_9_GET_MSG.Slot 0 SINT
OUTPUT_9_GET_MSG.Path $01$01$12$p192.168.0.20 STRING
OUTPUT_9_GET_MSG.Path.LEN 16 DINT
OUTPUT_9_GET_MSG.Path.DATA

SINT
OUTPUT_9_GET_MSG.RemoteIndex

0 DINT
OUTPUT_9_GET_MSG.RemoteElement

STRING
OUTPUT_9_GET_MSG.RemoteElement.LEN

0 DINT
OUTPUT_9_GET_MSG.RemoteElement.DATA

SINT
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OUTPUT_9_GET_MSG (Continued)
OUTPUT_9_GET_MSG.UnconnectedTimeout

30000000 DINT
OUTPUT_9_GET_MSG.ConnectionRate

7500000 DINT
OUTPUT_9_GET_MSG.TimeoutMultiplier

0 SINT

READ_DATA_10 1500 DINT CompactLogix_V13
READ_DATA_10 - MainProgram/Reading_Data_Sets - 10(GRT)

READ_DATA_11 1750 DINT CompactLogix_V13
READ_DATA_11 - MainProgram/Reading_Data_Sets - 12(GRT)

READ_DATA_12 2000 DINT CompactLogix_V13
READ_DATA_12 - MainProgram/Reading_Data_Sets - 14(GRT)

READ_DATA_5 250 DINT CompactLogix_V13
READ_DATA_5 - MainProgram/Reading_Data_Sets - 0(GRT)

READ_DATA_6 500 DINT CompactLogix_V13
READ_DATA_6 - MainProgram/Reading_Data_Sets - 2(GRT)

READ_DATA_7 750 DINT CompactLogix_V13
READ_DATA_7 - MainProgram/Reading_Data_Sets - 4(GRT)

READ_DATA_8 1000 DINT CompactLogix_V13
READ_DATA_8 - MainProgram/Reading_Data_Sets - 6(GRT)

READ_DATA_9 1250 DINT CompactLogix_V13
READ_DATA_9 - MainProgram/Reading_Data_Sets - 8(GRT)

READ_INPUT_DATA_SET_10 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_10 - MainProgram/Reading_Data_Sets - *10(MSG), 11(MOV)

READ_INPUT_DATA_SET_11 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_11 - MainProgram/Reading_Data_Sets - *12(MSG), 13(MOV)

READ_INPUT_DATA_SET_12 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_12 - MainProgram/Reading_Data_Sets - *14(MSG), 15(MOV)

READ_INPUT_DATA_SET_5 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_5 - MainProgram/Reading_Data_Sets - *0(MSG), 1(MOV)

READ_INPUT_DATA_SET_6 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_6 - MainProgram/Reading_Data_Sets - *2(MSG), 3(MOV)

READ_INPUT_DATA_SET_7 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_7 - MainProgram/Reading_Data_Sets - *4(MSG), 5(MOV)

READ_INPUT_DATA_SET_8 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_8 - MainProgram/Reading_Data_Sets - *6(MSG), 7(MOV)

READ_INPUT_DATA_SET_9 0 INT CompactLogix_V13
READ_INPUT_DATA_SET_9 - MainProgram/Reading_Data_Sets - *8(MSG), 9(MOV)

READ_MESSAGE_INPUT_10 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_10 - MainProgram/Reading_Data_Sets - *11(MOV)

READ_MESSAGE_INPUT_11 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_11 - MainProgram/Reading_Data_Sets - *13(MOV)

READ_MESSAGE_INPUT_12 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_12 - MainProgram/Reading_Data_Sets - *15(MOV)
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READ_MESSAGE_INPUT_5 107 INT CompactLogix_V13
READ_MESSAGE_INPUT_5 - MainProgram/Reading_Data_Sets - *1(MOV)

READ_MESSAGE_INPUT_6 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_6 - MainProgram/Reading_Data_Sets - *3(MOV)

READ_MESSAGE_INPUT_7 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_7 - MainProgram/Reading_Data_Sets - *5(MOV)

READ_MESSAGE_INPUT_8 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_8 - MainProgram/Reading_Data_Sets - *7(MOV)

READ_MESSAGE_INPUT_9 0 INT CompactLogix_V13
READ_MESSAGE_INPUT_9 - MainProgram/Reading_Data_Sets - *9(MOV)

READ_MESSAGE_OUTPUT_10 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_10 - MainProgram/Reading_Data_Sets - *11(MOV)

READ_MESSAGE_OUTPUT_11 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_11 - MainProgram/Reading_Data_Sets - *13(MOV)

READ_MESSAGE_OUTPUT_12 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_12 - MainProgram/Reading_Data_Sets - *15(MOV)

READ_MESSAGE_OUTPUT_5 2203 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_5 - MainProgram/Reading_Data_Sets - *1(MOV)

READ_MESSAGE_OUTPUT_6 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_6 - MainProgram/Reading_Data_Sets - *3(MOV)

READ_MESSAGE_OUTPUT_7 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_7 - MainProgram/Reading_Data_Sets - *5(MOV)

READ_MESSAGE_OUTPUT_8 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_8 - MainProgram/Reading_Data_Sets - *7(MOV)

READ_MESSAGE_OUTPUT_9 0 INT CompactLogix_V13
READ_MESSAGE_OUTPUT_9 - MainProgram/Reading_Data_Sets - *9(MOV)

READ_OUTPUT_DATA_SET_10 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_10 - MainProgram/Reading_Data_Sets - *10(MSG), 11(MOV)

READ_OUTPUT_DATA_SET_11 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_11 - MainProgram/Reading_Data_Sets - *12(MSG), 13(MOV)

READ_OUTPUT_DATA_SET_12 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_12 - MainProgram/Reading_Data_Sets - *14(MSG), 15(MOV)

READ_OUTPUT_DATA_SET_5 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_5 - MainProgram/Reading_Data_Sets - *0(MSG), 1(MOV)

READ_OUTPUT_DATA_SET_6 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_6 - MainProgram/Reading_Data_Sets - *2(MSG), 3(MOV)

READ_OUTPUT_DATA_SET_7 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_7 - MainProgram/Reading_Data_Sets - *4(MSG), 5(MOV)

READ_OUTPUT_DATA_SET_8 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_8 - MainProgram/Reading_Data_Sets - *6(MSG), 7(MOV)

READ_OUTPUT_DATA_SET_9 0 INT CompactLogix_V13
READ_OUTPUT_DATA_SET_9 - MainProgram/Reading_Data_Sets - *8(MSG), 9(MOV)

READ_TON TIMER CompactLogix_V13
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READ_TON (Continued)
READ_TON - MainProgram/Message_Timing - *3(TON)

READ_TON.PRE 2250 DINT
READ_TON.ACC 0 DINT

READ_TON.ACC - MainProgram/Message_Timing - 4(LES)
READ_TON.ACC - MainProgram/Reading_Data_Sets - 0(GRT), 10(GRT), 12(GRT), 14(GRT), 2(GRT), 4(GRT), 6(GRT), 8(GRT)

READ_TON.EN 0 BOOL
READ_TON.TT 0 BOOL

READ_TON.TT - MainProgram/Message_Timing - 3(XIC)
READ_TON.DN 0 BOOL
READ_TON.FS 0 BOOL
READ_TON.LS 0 BOOL
READ_TON.OV 0 BOOL
READ_TON.ER 0 BOOL
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Data type Name:  STRING
 
Description:  

 
Size 88   byte(s)
 
Name Data Type Style Description

LEN DINT Decimal

DATA SINT[82] ASCII


