The tap-changer is shown in pos. 5.

The preceding pos. was 4.

Continuous lines show leads included in the top-changer.

Dashed lines show leads belonging to the controls and leads.

Contact arm H is located above contact arm V.

The change-over selector Grov/fin-kopperringen is located in lage 5.

Min. effective No. of turns in pos. 1.

Underställaren levereras installad i lage 5.

Pos. R connects in winding switcher F.

Diagram of tap-changer type UCCD/C-UID/GD/C-9 (a top-plate)

Diagram of tap-changer type UCCD/C-UID/GD/C-9 (a top-plate)