Wiring diagram showing Nexus LED Flood Gear Tray PCA used on product FLNXS210LED

18VAC From Transformer

Ground

Lamp 1 - L1-
Lamp 1 + L1+
Lamp 2 - L2-
Lamp 2 + L2+
Battery - E
Battery + E

Model M2165L Terminals A & E, UNK B & F

18VAC From Transformer to PCA

To 3 pin Mains Flex & Plug

The above Data Cable connection applies to Nexus Flood unit FLNXS210LED. For Nexus RF Flood unit i.e. FLNRF210LED the above shown data connection is ignored and provided RF antenna is secured to the side of the Flood unit.