Monitoring systems for recording of operational behavior, like temperature recording, current and voltage measurements, entering of water and leakage of transformer oil, etc., will make no need for regular inspection of the installation. Once put into service, the CSS will run on its own, and first at the instance, where one or more of the service parameters under continuous monitoring moves outside its defined service window, the CSS asks for attention. Depending on the speed of moving outside the service window, the priority of the action needed may vary.