NOTES:

1. INSTALLATION SHALL COMPLY WITH ALL APPLICABLE NATIONAL, STATE, AND LOCAL CODES.
2. REFER TO PRODUCT DOCUMENTATION FOR ADDITIONAL DETAILS PRIOR TO INSTALLATION AND SITE PREPARATION WORK.
3. THE ONELINE DIAGRAM PROVIDES AN OVERVIEW OF THE POWER STAGE OF THE TYPICAL STS AND IS NOT REPRESENTATIVE OF ITS PHYSICAL LAYOUT. REFER TO THE OUTLINE DIAGRAM FOR DETAILS.
4. THE STS IS DESIGNED FOR CONNECTION TO 480VAC 3φ, 3 OR 4W SOLIDLY GROUNDED SOURCES ONLY. FOR 4W CONFIGURATIONS, THE NEUTRAL IS SOLID AND UN-SWITCHED. CONTACT ABB IF OTHER.
5. UPSTREAM OVERCURRENT PROTECTION IS REQUIRED. REFER TO TABLE 1.1 FOR RECOMMENDATIONS.
6. MAXIMUM RATED SHORT CIRCUIT CURRENT IS 100kA.

### TABLE 1.1: OCPD RECOMMENDATIONS

<table>
<thead>
<tr>
<th>MAKE</th>
<th>MODEL</th>
<th>RATING</th>
<th>TYPE</th>
<th>MAX AVAILABLE FAULT CURRENT (RMS SYMMETRICAL)</th>
</tr>
</thead>
<tbody>
<tr>
<td>ABB</td>
<td>TMAX T8-V</td>
<td>1600A, 600V</td>
<td>3P MCCB</td>
<td>100kA @ 480VAC</td>
</tr>
<tr>
<td>SQUARE-D</td>
<td>MASTERPACT NW/L</td>
<td>1600A, 600V</td>
<td>3P ACB</td>
<td>100kA @ 480VAC</td>
</tr>
</tbody>
</table>

---

**ABB**

**Masterpact**

**Table 1.1: OCPD Recommendations**

<table>
<thead>
<tr>
<th>Make</th>
<th>Model</th>
<th>Rating</th>
<th>Type</th>
<th>Max Available Fault Current (RMS Symmetrical)</th>
</tr>
</thead>
<tbody>
<tr>
<td>ABB</td>
<td>TMAX T8-V</td>
<td>1600A, 600V</td>
<td>3P MCCB</td>
<td>100kA @ 480VAC</td>
</tr>
<tr>
<td>SQUARE-D</td>
<td>MASTERPACT NW/L</td>
<td>1600A, 600V</td>
<td>3P ACB</td>
<td>100kA @ 480VAC</td>
</tr>
</tbody>
</table>

---

**Legend:**

- **AC Switch**: Terminal
- **SPD (MOV)**: Non-Automatic Switch
- **Interlock, Lock Open Key Removed**: Interlock Key, Number _ _
- **Power**: Current Sensing
- **Interlock**: Voltage Sensing

---

**Notes:**

1. Installation shall comply with all applicable national, state, and local codes.
2. Refer to product documentation for additional details prior to installation and site preparation work.
3. The oneline diagram provides an overview of the power stage of the typical STS and is not representative of its physical layout. Refer to the outline diagram for details.
4. The STS is designed for connection to 480VAC 3φ, 3 or 4W solidly grounded sources only. For 4W configurations, the neutral is solid and un-switched. Contact ABB if other.
5. Upstream overcurrent protection is required. Refer to Table 1.1 for recommendations.
6. Maximum rated short circuit current is 100kA.
NOTES:

1. INSTALLATION SHALL COMPLY WITH ALL APPLICABLE NATIONAL, STATE, AND LOCAL CODES.

2. REFER TO PRODUCT DOCUMENTATION FOR ADDITIONAL DETAILS PRIOR TO INSTALLATION AND SITE PREPARATION WORK.

3. ALL CUSTOMER WIRING TO THE USER INTERFACE BOARD (UIB) SHALL BE CONSIDERED FIELD WIRING AND CONSTRUCTED OF COPPER CONDUCTORS ONLY.

4. THE FIELD WIRING CONNECTION TO J9 OF THE UIB, FOR ETHERNET / MODBUS TCP COMMUNICATIONS SHALL BE MADE USING CAT 5 CABLING.

5. ALL OTHER FIELD WIRING CONNECTIONS ARE MADE VIA PLUGGABLE SCREW TERMINALS, RATED FOR SOLID OR STRANDED WIRING SIZED #12 TO #22AWG.

6. ALL UIB OUTPUTS ARE SPOT RELAYS EQUIPPED WITH DRY FORM C CONTACTS RATED FOR 250VAC 5A, 120VAC 10A, AND 30VDC 8A RESISTIVE LOADS MAX.

7. SEE USER MANUAL FOR DETAILS.

8. ALL UIB INPUTS ARE CONFIGURED FOR N.O. CONTACTS. SEE USER MANUAL FOR DETAILS.

Detailed Electrical Connections