NOTES:
1. All dimensions given without tape on shielding rings. The shield diameter with tape is min 36 mm.
2. For BIL = 250 kV, no shielding are required.
3. For BIL = 350 kV, only the shielding rings are required.
4. For BIL = 650 kV, both the shielding rings and the shielding are required.

TERMINAL NUMBERS
ALTERNATIVE

LEFTSIDE
DRIVE

RIGHTSIDE
DRIVE

NO SHIELDING (250 kV BIL)

SHIELDING RING TAPE THICKNESS 3 [0.118] MIN

SHIELDING (250 kV BIL) 2 [0.0787] THICK

SHIELDING RING TAPE THICKNESS 3 [0.118] MIN

SHIELDING (650 kV BIL) 2 [0.0787] THICK

SHIELDING (350 kV BIL)