For heater, light circuit and tap-position transmitter No. S14 etc., see separate diagrams.

- Raise operation
- Lower operation
- Upper limit pos.
- Lower limit pos.

Remote control
Local control
Protective earth
Crank
1. CONTINUATION CONTACT INCLUDED ONLY WHEN OLTC HAS THROUGH POSITIONS, CLOSED WHEN OLTC IS IN THROUGH POSITIONS.

2. 3) TO BE REPLACED BY THE FIG. BELOW WHEN CONTROL CIRCUIT SUPPLY IS DC.

WIRING TABLE: 5483 482-BUJ

POWER SUPPLIES ACCORDING TO RATING PLATE OF TAP-CHANGER.