# Table of contents

<table>
<thead>
<tr>
<th>Part of product</th>
<th>Sheet</th>
</tr>
</thead>
<tbody>
<tr>
<td>Designations for 3/4x19&quot; casing with 2 TRM slot</td>
<td>2</td>
</tr>
<tr>
<td>Power supply module</td>
<td>3</td>
</tr>
<tr>
<td>Transformer input module</td>
<td>4</td>
</tr>
<tr>
<td>Transformer input module</td>
<td>5</td>
</tr>
<tr>
<td>Binary input module</td>
<td>6</td>
</tr>
<tr>
<td>Binary output module</td>
<td>7</td>
</tr>
</tbody>
</table>
Designations for 3/4"x19" casing with 2 TRM slots
Power supply module (PSM)

Ready
Fail

LOCATION ref.

INTERNAL FAIL

Protective earth must be connected

X11

+ -

EL

Based on
Prepared 2015-11-18
Jill Eriksson

Title: Connection diagram
Rev 1670 A40000 Ver. 2.1
Single breaker, 3 winding differential

Project: ABB AB

Doc.No. 1MRK002803-PC