Basic configuration overview

Displays and controls

Recorder Faceplate

Sideways Scroll

Down Scroll

Raise and Lower

Parameter Value

Adjust

or

Parameter X

Y

Z

Select

Pen Lift

Raises and lowers the chart pen.

Note. All programming is carried out using the faceplate keys and displays.

ABB Limited
Measurement & Analytics
Howard Road, St. Neots
Cambridgeshire, PE19 8EU, UK
Tel: +44 (0)870 600 6122
Fax: +44 (0)1480 217948
Email: enquiries.mp.uk@gb.abb.com

www.abb.com/measurement

© ABB 2019
Specifications subject to change without notice.
Setting analog input links

Configuring analog inputs

**Warning.** Ensure that the unit is isolated from all power supplies before removing I/O boards.

**Fig. 1 Input Links – Channel 1**

Setting analog input links

Configuring analog inputs

**Fig. 2 Input Links – Channels 2 to 4 (If fitted)**

Warning. Ensure that the unit is isolated from all power supplies before removing I/O boards.