Publication # 1SQC920053M0201

Smart Safety Switch
Instructions

Hazards of electrical shock or burn! Turn off power before working inside this equipment.

To be used only with listed SKUs for Smart Safety Switch (refer to table).

Used With:
200A NEMA 1/3R Heavy Duty Smart Safety Switches

TH4364RVWD1
THN3364RVWD1

Installation and Testing Instructions:
1. DO NOT use in Medical equipment that must be always ungrounded.
2. **WARNING:** Disconnect VeriSafe™ AVT Sense Leads before conducting Hi-Pot or Dielectric testing on Electrical Equipment. Conducting this testing with the VeriSafe™ AVT connected could damage VeriSafe™ components – this includes both factory and on-site testing. See Figure 1.
3. Once test is complete reconnect all leads – follow the commissioning checklist in the installation instructions. See torque values below.
4. For use instructions see additional documentation provided with the switch.

Fig. 1: Representation of VeriSafe™ AVT. The Red X’s indicate the sense leads that shall be disconnected for Hi-Pot or Dielectric testing – reconnect all leads once testing is complete.

Remove brown, orange & yellow leads from load side of switch to perform tests. Once tests are complete reconnect leads & torque to 18 in-lbs.

Remove green leads from ground bar to perform tests. Once tests are complete reconnect leads & torque to 120 in-lbs.
Publication # 1SQC920053M0201
Smart Safety Switch
Indicator Module Installation Instructions

Hazards of electrical shock or burn! Turn off power before working inside this equipment.

Used With:
- TH4364RVWD1
- THN3364RVWD1

1. Remove the indicator module (yellow device) from the packaging and insert in the 30mm knock-out hole, aligning the anti-rotation notch. Ensure the rubber washer is on the outside of the enclosure.

2. Install the panel nut with the flange towards the inside surface of the enclosure.

3. Tighten the panel nut until both it and the sealing washer make full contact with the enclosure surface. Then, tighten an additional ¼ turn. Tighten the panel nut with fingers only, **do not overtighten**.

4. Insert the end of the AVT system cable with the right-angle connector in the back of the yellow indicator module. Press firmly into the opening until you feel it latch. Pull back on the connector to verify that it has properly latched. Verify the black tabs on either side are engaged to lock in the cable.

---

ABB Inc.
305 Gregson Drive
Cary, NC 27511.
electrification.us.abb.com

GE is a trademark of GE. Manufactured by ABB Inc. under license from GE.

We reserve the right to make technical changes or modify the contents of this document without prior notice. With regard to purchase orders, the agreed particulars shall prevail. ABB Inc. does not accept any responsibility whatsoever for potential errors or possible lack of information in this document.

We reserve all rights in this document and in the subject matter and illustrations contained therein. Any reproduction or utilization of its contents – in whole or in parts – is forbidden without prior written consent of ABB Inc.

Copyright © 2019 ABB
All rights reserved.