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This document outlines the detailed maintenance schedule for the ABB 

HiPerGuard MV UPS specifying essential routine checks and servicing 

intervals. It also covers the recommended spare parts and available service 

contracts. The guidelines provided here cover all key components and 

systems within the HiPerGuard MV UPS unit.

Times Estimated Service times are estimations based on the product being ready for service 

(safe to work on), the service engineer is on location at the customers site, 

prepared with all tools and equipment required.	

29-05-2026

Exclusions

Assumptions

Preparation, travel time, site induction, site safety checks, non-standard 

service report, customer interaction and other non hands-on equipment time.

The product is in an environment according to the specifications. Allow extra 

time for equipment for dirty or harsh environments.	
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MAINTENANCE SCHEDULE

ANNUAL MAINTENANCE PLAN

HiPerGuard MV UPS

Service Contracts

Basic Value
Premium 

Gold

Preventive Maintenance Activities ● ● ● ●

Consumables replacement (labour) ● ●

Emergency call-out labour and T&E ● ● ●

Hotline 24/7 ● ● ● ●

Emergency reaction 48h 24h 4-12h 4-12h

Spare Parts ● ●

Consumables ●

Service Logs Analysis ● ● ● ●

Operator Training ● ● ●

Spare Parts Kits
Recommended spares holding based on quantity of units installed

1 unit 2 unit

2UCS000500B011 HiPerGuard MV UPS Level 1 Spare Parts Kit 1 1

2UCS000500B012 HiPerGuard MV UPS Level 2 Spare Parts Kit

2UCS000500B013 HiPerGuard MV UPS Level 3 Spare Parts Kit

2UCS000450B601 PCS120 PEBB A optional 1

2UCP390001 PCS120 PEBB Extraction tool 1 1

Spare Parts Kits Contents: HiPerGuard MV UPS Spare Parts Kits

NOTE: if a PEBB has been stored for three years, its capacitors need to be reformed. Refer to the document "2UCD200000E443 - PCS Capacitor Reforming" for the instructions.

1 per 10 units

1 per 10 units

1 per 40 units

1

1 1 1

1

1 2

2

1

Part Number Spares kit (breakdown/repair)
3-5 units 6-10 units 10-20 units

best endeavour

Warranty 

service

Extended 

Warranty

●

>20 units

●●

●

●

best endeavour

● ●

Basic
Premium 

Silver

Premium 

Gold
Value

Warranty 

Service

Extended 

Warranty
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https://abb.sharepoint.com/sites/PCS100ServiceSupportPortal/SitePages/HiPerGuard-MV-UPS-Spare-Parts-Kits.aspx


Consumables¹
Part number Item description Location Qty 1 2 3 4 5 6 7 8 9 10 11 12 13 14

2UCS040005B100 HPG-PMKIT5 - HiPerGuard Preventive Maintenance Kit, 5 years 1

- 2UCS003720B021 Enclosure air filter cartridge² PCU 14 I I I I I I I I I I I I

- 2UCS003720B021 Enclosure air filter cartridge² MVM 8 I I I I I I I I I I I I

2UCS040010B100 HPG-PMKIT10 - HiPerGuard Preventive Maintenance Kit, 10 years 1

- 2UCS000451B602 48v PEBB fan assy PCU 18 I I I I I I I I I I I I I

- 2UCS004403B012 Contact Grease - High Temp PCU 1 - - - - - - - - - - - - -

- 2UCS002895B062 UE enclosure door fans PCU 2 I I I I I I I I I I I I I

- 2UCS002895B062 PCS120 MV UPS APS-Charger PCU 1 - - - - - - I I I I I I I

- 2UCS002865B013 Insulation relay PCU 1 - - - - - - - - - - - - -

- 2UCS002880B005 Power supply – I/O module PCU 1 - - - - - - - - - - - - -

- 2UCS002895B062 APS enclosure door fans PCU 2 I I I I I I I I I I I I I

- 2UCS002580B027 Power Supply 24V 40A 3-phase PCU 8 - - - - - - - - - - - - -

- 2UCS002580B021 24V Buffer PCU 8 - - - - - - - - - - - - -

- 2UCS002871B003 Network switch PCU 1 - - - - - - - - - - - - -

- 2UCS003720B020 PEBB air filter PCU 18 I I I I I I I I I I I I I

- 2UCS002941B058 MvM2.5 Fan MVM 4 I I I I I I I I I I I I I

- 2UCS003720B021 Enclosure air filter cartridge² PCU 14 I I I I I I I I I I I I I

- 2UCS003720B021 Enclosure air filter cartridge² MVM 8 I I I I I I I I I I I I I

- 2UCS002880B005 Power supply – I/O module - ESS&Gen³ Option 1 - - - - - - - - - - - - -

Labour Estimation

Consumables replacement (hrs) 4 20

Annual inspection & Service log download (hrs) 6 6 6 6 6 6 6 6 6 6 6 6 6 6

Total 6 6 6 6 10 6 6 6 6 26 6 6 6 6

Legend:

R Replacement of component

I Inspection (visual inspection, correction and replacement if needed)

S On-Site work (tests, measurements, etc.)

¹ Applicable for environment temperature up to 25°C
² Annually inspect the filter elements and replace them if necessary but no longer than every 5 years. 

³ Optional

R

R -
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