B1  Thermostat
E1  Anti-condensation heater, 50W
E2  Heater
E3  Lamp
F1  Circuit breaker with signal contact
S9  Switch, door operated
X   Terminal board group
X38 Outlet with earthfault protection

Supply voltage according to rating plate

Based on
Prepared 2001-06-19  TOLA
Approved 2002-01-28  THLA

Circuit Diagram
Motor–drive Mechanism
Heater

Resp dept  COM/FOK  Rev ind  Lang
Sheet 1
Cont —

5483 539–23