Note: Design not to be mirrored to PS/STB.
Location of Asipod Interface Unit and Auxiliary Device Cabinet
   can be located freely inside the Asipod room.
   Panels between cabinets are part of shipyard’s scope.
   Presented layout is a suggestion.