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2 SWITCH FUSES, 0S63G-SL-MNS

Cabling

2,5...6 mm2: 3Nm
10...25 mm?: 4 Nm
14..10 AWG: 26 Ib.in
8..4 AWG: 35 Ib.in

12mm 2
0.47in
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SWITCH FUSES, OS63G-SL-MNS

Fuse links

BS-type
Mounting

| (‘ 3,5Nm
e 31lbin

-
—
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Auxiliary contacts
OA_

NO: OA1G10
NC: OA3GO1
0 1 0
Main contact -%—'_!—
No contact -;—'_I‘—

NC contact ‘—l_l‘— >>>>

Remove
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4 SWITCH FUSES, 0S63G-SL-MNS

Electronic fuse monitor
OFS _

0,4Nm
1x15 AWG

3.51bin 0.11x0.03in

S

OFMZX 2 H
2,8x0,8mm
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SWITCH FUSES, OS63G-SL-MNS

Module for aux contacts
OEAZ28

OA1G10 (NO)
OA3GO1 (NC)

T
Main :—'_‘_—
|
I I i
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0.4 Nm (=
3.51b.in
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6 SWITCH FUSES, 0S63G-SL-MNS

Dimension drawing
0S32G-63G_SL_MNS

DIN-type: 122,5
BS-type: 110,5
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1-pole: 61,5
2-pole: 85 16,5
3-pole: 108,5 ’
4-pole: 132

M00413/0532G-63G_01-04MNS A / A06193
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Bhumanve! OriacHo HanpexeHue! [la ce MOHTIPa Camo OT JLIE C eNEeKTPOTEXHINYECKa KBANMGUKaLWH.

8 | mEmN | RERT B THTEE -

Varovani! Nebezpecné napéti! Montaz smi provadét vyhradné elektrotechnik!

m Advarsel! Farlig elektrisk spaending! Installation ma kun foretages af personer med elektroteknisk ekspertise.

m Warnung! Geféhrliche Spannung! Installation nur durch elektrotechnische Fachkraft.

My inon! YYnAn téon! H eykatd ) TIPETTEL Va1 VIVETQ OVO aTTO £EEIGIKEUPEVOUC NAEKTPOTEXVIKOUG.

EII Warning! Hazardous voltage! Installation by person with electrotechnical expertise only.

[ ES] iAdvertencia! jTension peligrosal La instalacion debera ser realizada tinicamente por electricistas especializados.

Hoiatus! Ohtlik pinge. Pai voib ainult nika-alane ekspert.

Varoitus! Vaarallinen jéannite! Asennuksen voi tehdd vain sahkéalan ammattihenkil.

Avertissement! Tension électrique dangereuse! Installation uniquement par des personnes qualifiées en électrotechnique.
Upozorenje! Opasan napon! Postavljati smije samo elektrotehnicki stru¢njak.
[ 1]

2% Figyel é | iltség! Csak elek hnikai delkezé szakember helyezheti tizembe.
Rabhadh! Voltas guaiseach! Ba chéir do dhuine ag a bhfuil saineolas leictriteicniuil, agus an té sin amhain, é seo a shuiteail.

Avvertenzal Tensione pericolosa! Fare installare solo da un elettricista qualificato.
Démesio! Pavojinga jtampal Dirbti leidZiama tik elektrotechniko patirties turintiems asmenims.

Uzmanibu! Bistami - elektriba! Montazas darbus drikst veikt tikai personas, kuram ir atbilstosas elektrotehniskas zinasanas.
Twissijal Vultagg perikoluz! Ghandu jigi installat biss minn persuna b'kompetenza elettroteknika.

\I¥ Waarschuwing! Gevaarlijke spanning! Mag alleen geinstalleerd worden door een deskundige elektrotechnicus.
I!El Advarsel! Farlig spenning! Montering skal kun utferes av kvalifiserte personer med elektrokompetanse.
Ostrzezenie! Niebezpieczne napigcie! Instalacji moze dokona¢ wylacznie osoba z fachowa wiedza w dziedzinie elektrotechniki.
Aviso! Tensdo perigosa! A instalagao sé deve ser realizada por um eletricista especializado.

Avertizare! Tensiune periculoasa! Instalarea trebuie efectuata numai de catre o persoana cu experienta in electrotehnica.
OctopoxHo! OnacHoe HanpsxeHme! MOHTaX AOMKEH BbIMONHATLCA TONBKO CMELNan1CTOM-31eKTPUKOM.
Varning! Farlig spanning! Installation far endast utforas av en elektriker.

Varovanie! Nebezpe¢né napétie! Montaz méze vykonavat iba skuseny elektrotechnik.
Opozorilo! Nevarna napetost! Vgradnjo lahko opravi le oseba z elektrotehni¢nim strokovnim znanjem.
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