Supply voltage according to rating plate

Wiring table: 5483 482-CKT

B1 Thermostat
B2 Humidistat
E1 Anti-condensation heater, 50W
E2 Heater
E3 Lamp
S9 Switch, door operated
S10 Switch
X Terminal board group
X38 Outlet with ground fault protection

Based on
Prepared 2006-05-02 TOLA
Approved 2006-05-03 THLA

Circuit Diagram
Motor-drive Mechanism
Heater and outlet circuit = MD
Resp dept: COM/FOK
Rev ind
Lang
Sheet 1
Conf -