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Lite Panel Firmware Upgrade 

Guideline 
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Disclaimer Please note that ABB will not be liable for any direct or indirect costs related to the firmware 

update procedure. The update procedure shall be performed at the sole responsibility of the 

possessor of the devices. 
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FIRMWARE UPGRADE  
  

 

Customers can contact the support center at global-el.operations.digital@abb.com 

if they experience malfunctions or software bugs with the Lite Panel. 

 

The support team will assist and guide the customer accordingly. 

 

The package named “u-disk-prj VXXX.exe.zip” is used for U-Disk upgrade. 

 

 

 
Upgrade via U-Disk 

Please follow the steps below to upgrade firmware via U-disk. 
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①Get the software 
package, for example 
“u-disk-prj 
V1.1.46.exe.zip”  

②Unzip the package 
and get the “u-disk-prj 
V1.1.46.exe” 

③Right click the “u-disk-
prj V1.1.46.exe” file and 
get the property, it can 
find the digital 
signatures from ABB. 

④Unzip the “u-disk-prj 
V1.1.46.exe” file and get 
the “u-disj-prj.bin” 
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①Copy the 
u-disk-prj.bin file to the 
root path of the U disk. 

②Plug U disk into the 
USB-A port of Lite panel. 
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① Power on the Lite panel 
and check the booting 
process. 

② Select the program “U-
disk-prj.bin” and click “
Update”. 

③ There will be a 
message popup “If install 
the project file?” 

④ Click “Yes”. 
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① Wait a moment until 
HMI pop out another 
message “Create new 
project from U-disk or SD 
card success! Please press 
“OK” to restart HMI!” 

② Click “OK” to reboot 
the Lite panel and finish 
the upgrade process. 

③ Eject the U-disk from 
the USB-A port. 
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After reboot, access Lite 
panel home page’s “Help” 
and check that the software 
version is updated. 

 

 

 

  

 

 

 

  

 


