NEGATIVE SEQUENCE CURRENT PROTECTION
MINUSFÖLJDSSTRÖMSSKYDD

1) BINARY INPUT 1, SETTABLE FUNCTION
2) BINARY INPUT 2, SETTABLE FUNCTION
3) OUTPUT RELAY 1, SETTABLE FUNCTION
4) OUTPUT RELAY 2, SETTABLE FUNCTION
5) OUTPUT RELAY 3, SETTABLE FUNCTION
6) OUTPUT RELAY 4, SETTABLE FUNCTION
7) OUTPUT RELAY 5, SETTABLE FUNCTION
8) LOSS OF AUXILIARY VOLTAGE

Settable functions for output relays: I_Alarm, I_Start, I_Trip, Blocking, Group 2 active and In Service.

Settable function for binary inputs: Blocking/Enabling of I_Alarm, I_Start and I_Trip. Alternative setting, reset of LED or timer.

ABB Network Partner AB