MOUNTING ON ACTIVE PART

Transformer flange F

Transformer cover G

Final position of supported flange

Guiding pin Ø 564

Temporary support from transformer active part
Min. Ø 585

G - G
Ø 530

ADDITIONAL DRAWINGS:
Connection Diagrams: see Technical Guide VUBB

2016-10-26
Document No.
Outline Drawing

Company
ABB Technology Ltd

Title
VUBB R/D T

Release
B

Date
200, 250, 300, 400, 600